EXHIBIT F
[image: image1.png]Table A-1. Measured and Calculated Electric and Magnetic Fields at Boundaries of Facility Locations Categorized by the Connecticut
Siting Council

The data in this table reflect measurements of electric and magnetic fields made at, or near, the closest boundary of the facility to the proposed line, and the
calculated contribution from the existing transmission lines (if any) and proposed transmission line to field levels at that boundary.

Calculated Fields from Existing & Proposed Transmission Lines

Measurements of Fields from Existing (Transmission Line Sources Only)

Transmission Lines & Other Sources

: Existin Proposed
oot Sme Ao catgory : -
: Magnetic Magnetic Field (mG)
Measurement  Eleclfic  Magnetic  ElectricField  Field(mG)  Electric Field
ROW® (ft VI Field (mG) (kV/m) Average* (kV/m) Average Peak
(ft) (kV/m) Load Load* Load**

Overhead Lines
Connecticut Baptist Home 3 12 Assisted Living Facility 115 0.05 4.1 0.09 2 0.19 27 ot/
Meriden 06450
B'Nai Jacob Congregation 8 34 Playground/School in ROW 0.81 7.5 1.48 8.1 2172, 253 96.5
Woodbridge 06525 ; 5
Peck Place School 8 40/41 Playground/School 500 0.01 0.2 0.00 0.1 0.01 0.1 0.8
Orange, CT 06477
Eisenhower Park 8 42 Bleachers/Playing field 24 0.12 4.6 0.10 26 0.84 54 30.7
Milford 06460

Underground Lines
Little Lamb Day Care 9 51 Day Care Facility 3 -na- 1) -na- -na- -na- 0.2 0.2
Bridgeport 06608

* 0

Washington Park 9 51/52 Park / Playground BTl -na- 0.8 -na- -na- -na- 0.2 0.2
Bridgeport 06608
Winslow Park 9 61 Park 5 -na- 252 -na- -na- -na- 0.1 0.2
Westport 06880

&l Distances are best estimates based upon measurements (where possible) or distances scaled from aerial photographs.

# For locations within 500 feet of overhead line or 100 feet of underground line

& 15 GW Load Case (typical system loading in 2007)

i 27 GW Load Case (hour with the highest system loading in 2007)
-na- Not applicable
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