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February 16, 2016 
 


Melanie A. Bachman 
Executive Director 
Connecticut Siting Council 
10 Franklin Square 
New Britain, CT 06051 


 
 


Re: Notice of Exempt Modification – Antenna Swap 
Property Address: 14 Canton Springs Road Canton, CT 06019  
Applicant: AT&T Mobility, LLC 


 
 
Dear Ms. Bachman: 


 
On behalf of AT&T, please accept this application as notification pursuant to R.C.S.A. 


§16-50j-73, for construction that constitutes an exempt modification pursuant to R.C.S.A. §16- 
50j-72(b) (2).  


 
AT&T currently maintains a wireless telecommunications facility consisting of nine (9) 


wireless telecommunication antennas at an antenna center line height of 130 feet on an existing 
140 – Monopole, owned by American Tower and located at 14 Canton Springs Rd Canton, CT 
06019. 06092.  AT&T now intends to remove three (3) AM-X-CD-14-65-00T-RET, move three (3) 
existing panel antennas from position 3 to  4, install one (1) new CCI SBNHH-1D65A on position 
2, sector A and two (2)CCI HPA-65R-BUU-H8 on positions 2 sectors B and C for a total of (9) 
panel antennas), at the 130 -foot level. AT&T also intends to install 3 RRU-32’s on the existing 
antenna masts mounted on unistrut and one (1) DUS41 with XMU as well as one (1) DUS inside 
the existing AT&T equipment  area.  AT&T also will replace one DC-6 Squid and all associated 
fiber and DC cabling. 


 
            This facility was approved the Canton Zoning Commission in Article# 585 588 155, for an 
Special Exception and Site Plan for a Communications Tower, File #218, Apln 795 on February 
17, 1999 for a certificate of Environmental Compatibility and Public Need for the construction, 
maintenance, and operation of telecommunications antennas, associated equipment, and building 
to provide Domestic Public Cellular radio Telecommunication service in the Connecticut- New 
England area.  In accordance with Canton Zoning regulations 674 the following original condition, 
including the total facility height or mounting restrictions. 


 
1. The use will change the existing structure to add the communication tower. 
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The following is a list of subsequent decisions:  
 


EM-BAM/SCLP-023-990917 - Cellco Partnership d/b/a Bell Atlantic Mobile and 
Springwich Cellular Limited Partnership notice of intent to modify an existing 
telecommunications tower located at the Canton Volunteer Fire Company on 14 
Canton Springs Road in Canton. 


EM-CING-023-081-099-126-146-070816 - New Cingular Wireless PCS, LLC notice of 
intent to modify existing telecommunications facilities located at 14 Canton Springs 
Road, Canton; 2 Larkin Drive, Middlebury; 108 Foxon Road, North Branford; 309 River Road, 
Shelton; and 60 Industrial Park Road, Vernon, Connecticut. 


EM-CING-023-121102 – New Cingular Wireless PCS, LLC notice of intent to modify an 
existing telecommunications facility located at 14 Canton Springs Road, Canton, Connecticut. 
  
EM-CING-023-140617 – New Cingular Wireless PCS, LLC notice of intent to modify an 
existing telecommunications facility located at 14 Canton Springs Road, Canton, Connecticut. 
  


  
 
 
Please accept this letter pursuant to Regulation of Connecticut State Agencies §16-50j-


73, for construction that constitutes an exempt modification pursuant to R.C.S.A. § 16-5I0j-72(b) 
(2).   In accordance with R.C.S.A., a copy of this letter is being sent to Leslee Hill, First 
Selectman 91 Andrew Drive Canton CT. A copy of this letter is also being sent to American 
Tower Corporation-Tower Owner- at 116 Huntington Ave., 11th floor, Boston, MA 02116 and 
Canton Volunteer Fire Company, Inc., 14 Canton Springs Rd. Canton, Ct 06109. 
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The planned modifications to AT&T’s facility fall squarely within those activities explicitly 
provided for in R.C.S.A. §16-50j-72(b) (2). 


 
1. The proposed modifications will not result in an increase in the height of the existing 


tower. AT&T’s replacement antennas will be installed at the 130-foot level of the 140-
lattice tower. 


2. The proposed modifications will not involve any changes to ground-mounted 
equipment and, therefore, will not require and extension of the site boundary. 


3. The proposed modifications will not increase the noise levels at the facility by 
six decibels or more, or to levels that exceed state and local criteria. 


4. The operation of the modified facility will not increase radio frequency (RF) emissions 
at the facility to a level at or above the Federal Communications Commission (FCC) 
safety standard. A cumulative worst-case RF emissions calculation for AT&T’s 
modified facility is provided in the RF Emissions Compliance Report, included in Tab 
2. 


5. The proposed modifications will not cause a change or alteration in the physical 
or environmental characteristics of the site. 


6. The tower and its foundation can support AT&T’s proposed modifications. 
(See Structural Analysis Report included in Tab 3). 


 
 


For the foregoing reasons, AT&T respectfully submits that the proposed modifications 
to the above referenced telecommunications facility constitutes an exempt modification under 
R.C.S.A. §16-50j-72(b) (2). 


 
 


Sincerely, 
 
 
 


David Barbagallo 
 
 


Enclosures 
CC w/enclosures: 


Leslee Hill, First Selectman Town of Canton 
Tower Owner - American Tower Corporation 
Property Owner - Canton Volunteer Fire Company,Inc 
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A.T. Engineering Service, PLLC - "3500 Regency Parkway, Suite 100" - "Cary, NC 27518" - "919-468-0112 Office" - "919-466-5414 Fax" - www.americantower.com


Structural Analysis Report
Structure : 140 ft Monopole 


ATC Site Name : Canton CT, CT


ATC Site Number : 411256


Engineering Number : 64457821


Proposed Carrier : AT&T Mobility


Carrier Site Name : Canton SE


Carrier Site Number : CTL01022/FA#10035260


Site Location : 14 Canton Spring Road
Canton, CT 06019-2401
41.823611,-72.895278


County : Hartford


Date : November 11, 2015


Max Usage : 96%


Result : Pass


Prepared By:
Elisa Mathon, E.I.


 COA: PEC.0001553
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A.T. Engineering Service, PLLC - "3500 Regency Parkway, Suite 100" - "Cary, NC 27518" - "919-468-0112 Office" - "919-466-5414 Fax" - www.americantower.com


Introduction


The purpose of this report is to summarize results of a structural analysis performed on the 140 ft monopole 
to reflect the change in loading by AT&T Mobility.  


Supporting Documents


Tower Drawings EEI Project #4960, dated May 20, 1999
Foundation Drawing EEI Project #4960, dated May 21, 1999
Geotechnical Report Clarence Welti Project #Banm Tower Site, dated November 23, 1998


Analysis


The tower was analyzed using American Tower Corporation’s tower analysis software. This program 
considers an elastic three-dimensional model and second-order effects per ANSI/EIA-222.


Basic Wind Speed: 80 mph (Fastest Mile)
Basic Wind Speed w/ Ice: 69 mph (Fastest Mile)w/ 1/2" radial ice concurrent
Code: ANSI/TIA/EIA-222-F / 2003 IBC , Sec. 1609.1.1, Exception (5) & Sec. 3108.4 w/ 2005 CT 


Supplement & 2009 CT Amendment


Conclusion


Based on the analysis results, the structure meets the requirements per the applicable codes listed above.  The tower 
and foundation can support the equipment as described in this report.  


If you have any questions or require additional information, please contact American Tower via email at 
Engineering@americantower.com.  Please include the American Tower site name, site number, and 
engineering number in the subject line for any questions.
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A.T. Engineering Service, PLLC - "3500 Regency Parkway, Suite 100" - "Cary, NC 27518" - "919-468-0112 Office" - "919-466-5414 Fax" - www.americantower.com


Existing and Reserved Equipment


Elevation¹ (ft)
Mount RAD


Qty Antenna Mount Type Lines Carrier


138.0 146.0 1 16' Omni Stand-Off - --
1 Andrew ABT-DMDF-ADBH
3 Kathrein Smart Bias Tee
3 Kathrein 782 10250
3 CSS DiPlexer DBC-750
1 Raycap DC6-48-60-0-8F
6 ADC CG-1900/800-DB-FB-DIN
6 Ericsson RRUS-11 (50 lbs.)
3 Kathrein 800-10121
1 KMW AM-X-CD-14-65-00T-RET
3 CSS DUO1417- 8686


130.0 130.0


1 Andrew SBNH-1D6565C (60.8 lbs)


Platform w/ Handrails (12) 7/8" Coax AT&T Mobility


120.0 1 VZW Unused Reserve: 21,111 sq in Flush -
6 Antel LPA-171063/8CF
2 Antel LPA-80080/4CF ___
2 Antel LPA-80063/4CF ___
2 48" x 16" Panel


118.0
120.0


3 Antel BXA-70063-6CF-EDIN-2


Platform w/ Handrails (18) 1 5/8" Coax
Verizon


100.0 100.0 9 EMS RR65-18-02DP Low Profile Platform (6) 1 5/8" Coax T-Mobile
1 PCTEL GPS-TMG-HR-26N
3 Alcatel-Lucent 800MHz RRH
3 Alcatel-Lucent 1900MHz 4X45 RRH
6 Andrew DB980F65E-M


90.0 90.0


3 RFS APXVSPP18-C-A20


Low Profile Platform
(21) 1 5/8" Coax


(3) 1 5/8" Hybriflex
(1) 1/2" Coax


Sprint Nextel


83.0 83.0 3 Kathrein 742 213 Low Profile Platform - Metro PCS


Equipment to be Removed


Elevation¹ (ft)
Mount RAD


Qty Antenna Mount Type Lines Carrier


3 CSS DUO1417- 8686
130.0 130.0


1 Powerwave P65-17-XLH-RR
- (7) 7/8" Coax AT&T Mobility
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Proposed Equipment


Elevation¹ (ft)
Mount RAD


Qty Antenna Mount Type Lines Carrier


1 Raycap DC6-48-60-0-8F
3 Ericsson RRUS 32
1 Andrew SBNHH-1D65A (33.5 lbs)
1 KMW AM-X-CD-17-65-00T-RET


130.0 130.0


2 CCI HPA-65R-BUU-H8


Platform w/ Handrails
(4) 0.78" 8 AWG 6


(2) 0.39" Fiber Trunk
(1) 3" Conduit


AT&T Mobility


1Mount elevation is defined as height above bottom of steel structure to the bottom of mount, RAD elevation is defined as center of 
antenna above ground level (AGL).


Install proposed coax inside the pole shaft.
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A.T. Engineering Service, PLLC - "3500 Regency Parkway, Suite 100" - "Cary, NC 27518" - "919-468-0112 Office" - "919-466-5414 Fax" - www.americantower.com


Structure Usages


Structural Component Controlling Usage Pass/Fail


Anchor Bolts 66% Pass
Shaft 77% Pass


Base Plate 96% Pass


Foundations 


Reaction Component Original Design 
Reactions Analysis Reactions % of Design


Moment (Kips-Ft) 3,921.8 3,139.4 80%
Shear (Kips) 38.7 30.4 79%


The structure base reactions resulting from this analysis are acceptable when compared to those shown on the 
original structure drawings, therefore no modification or reinforcement of the foundation will be required.


Deflection and Sway*


Antenna 
Elevation (ft) Antenna Carrier Deflection 


(ft)
Sway (Rotation) 


(°)
Raycap DC6-48-60-0-8F


Ericsson RRUS 32
Andrew SBNHH-1D65A (33.5 lbs)
KMW AM-X-CD-17-65-00T-RET


130.0


CCI HPA-65R-BUU-H8 


AT&T Mobility 2.292 1.940


*Deflection and Sway was evaluated considering a design wind speed of 50 mph (Fastest Mile) per ANSI/TIA/EIA-222-F.
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Standard Conditions 


All engineering services are performed on the basis that the information used is current and correct. This 
information may consist of, but is not necessary limited, to:


-- Information supplied by the client regarding the structure itself, antenna, mounts and feed line 
loading on the structure and its components, or other relevant information.


-- Information from drawings in the possession of American Tower Corporation, or generated by 
field inspections or measurements of the structure.


It is the responsibility of the client to ensure that the information provided to A.T. Engineering Service, 
PLLC and used in the performance of our engineering services is correct and complete.  In the absence of 
information to the contrary, we assume that all structures were constructed in accordance with the 
drawings and specifications and that their capacity has not significantly changed from the "as new" 
condition.


Unless explicitly agreed by both the client and American Tower Corporation, all services will be performed 
in accordance with the current revision of ANSI/TIA -222. The design basic wind speed will be determined 
based on the minimum basic wind speed as prescribed in ANSI/TIA-222. Although every effort is taken to 
ensure that the loading considered is adequate to meet the requirements of all applicable regulatory 
entities, we can provide no assurance to meet any other local and state codes or requirements. If wind 
and ice loads or other relevant parameters are to be different from the minimum values recommended by 
the codes, the client shall specify the exact requirement.


All services are performed, results obtained, and recommendations made in accordance with generally 
accepted engineering principles and practices.  A.T. Engineering Service, PLLC is not responsible for the 
conclusions, opinions and recommendations made by others based on the information we supply.







Job Information


Pole :


Description :


Location :


Height :


Client :


Shape :


411256


140 ft Monopole


AT&T Mobility


Canton CT, CT


18 Sides


140.00


Taper: 0.249089(in/ft)


(ft)


0.00
© 2007 - 2015 by ATC IP LLC.  All rights reserv ed.


Base Elev (ft):


Code: TIA/EIA-222-F


Sections Properties


Section (ft)
LengthShaft


Diam eter (in)
Accross Flats


(in)Top
Thick Length


(in)


Overlap Steel
Grade
(ksi)Bottom


Joint
Type


Taper
(in/ft)


1 45.880 39.57 51.00 0.500 0.000 650.249100
2 44.210 30.86 41.87 0.438 69.000 65Slip Joint 0.249100
3 39.130 22.90 32.65 0.313 56.000 65Slip Joint 0.249100
4 24.780 18.00 24.17 0.188 43.000 65Slip Joint 0.249100


Discrete Appurtenance


Attach
(ft) DescriptionQtyElev


Force
Elev (ft)


138.000 Stand-Off1138.000
138.000 16' Om ni1146.000
130.000 CCI HPA-65R-BUU-H8 2130.000
130.000 KMW AM-X-CD-17-65-00T-RET1130.000
130.000 Andrew  SBNHH-1D65A (33.5 1130.000
130.000 Ericsson RRUS 323130.000
130.000 Raycap DC6-48-60-0-8F1130.000
130.000 Flat Platform  w / Handrails1130.000
130.000 Kathrein Scala 800-101213130.000
130.000 KMW AM-X-CD-14-65-00T-RET1130.000
130.000 Andrew  SBNH-1D6565C (60.8 1130.000
130.000 CSS DUO1417- 86863130.000
130.000 ADC CG-1900/800-DB-FB-DIN6130.000
130.000 CSS DiPlexer DBC-7503130.000
130.000 Andrew  ABT-DMDF-ADBH1130.000
130.000 Kathrein Scala 782 102503130.000
130.000 Kathrein Scala Sm art Bias Tee3130.000
130.000 Ericsson RRUS-11 (50 lbs.)6130.000
130.000 Raycap DC6-48-60-0-8F1130.000
120.000 VZW Unused Reserve:  21,111 1120.000
118.000 Am phenol Antel BXA-70063-3120.000
118.000 48" x 16" Panel2120.000
118.000 Antel LPA-80080/4CF ___2120.000
118.000 Antel LPA-80063/4CF ___2120.000
118.000 Flat Platform  w / Handrails1118.000
118.000 Am phenol Antel LPA-6120.000
100.000 Flat Low  Profile Platform1100.000
100.000 EMS RR65-18-02DP9100.000
90.000 Flat Low  Profile Platform190.000
90.000 RFS APXVSPP18-C-A20390.000
90.000 Andrew  DB980F65E-M690.000
90.000 Alcatel-Lucent 800 MHz RRH390.000
90.000 Alcatel-Lucent 1900 MHz 4X45 390.000
90.000 PCTEL GPS-TMG-HR-26N190.000
83.000 Flat Low  Profile Platform183.000
83.000 Kathrein Scala 742 213383.000


Linear Appurtenance
Elev (ft)


From DescriptionTo
Exposed
To Wind


0.000 90.000 1 5/8" Coax No


0.000 90.000 1 5/8" Hybriflex No







0.000 90.000 1/2" Coax No


0.000 100.0 1 5/8" Coax Yes


0.000 118.0 1 5/8" Coax No


0.000 130.0 0.39" Fiber Trunk No


0.000 130.0 0.78" 8 AWG 6 No


0.000 130.0 3" Conduit No


0.000 130.0 7/8" Coax No


Load Cases


 No Ice 80.00 m ph Wind w ith No Ice


Ice 69.28 m ph Wind w ith Ice


Tw ist/Sw ay 50.00 m ph Wind w ith No Ice


Mom ent Shear Axial
Load Case


Reactions


(kip)(kip)(kip-ft)


 No Ice 3139.39 30.40 42.47
Ice 2039.79 20.46 46.12
Tw ist/Sw ay 1227.38 11.88 42.51


Dish Deflections


Attach
Elev (ft)Load Case


RotationDeflection
(deg)(in)


0.00 0.000 0.000











Site Number:


11/12/2015 4:27:19 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Analysis Parameters


Location:


Height (ft):


Base Diam eter (in):


Top Diam eter (in):


Shape:


Code: 140


18 Sides 51.00


18.00


TIA/EIA-222-F


Taper (in/ft) : 0.249


Hartford County, CT


Pole Manfacturer: EEI


Pole Type: Taper


Load Cases


 No Ice 80.00 m ph Wind w ith No Ice


Ice 69.28 m ph Wind w ith Ice


Tw ist/Sw ay 50.00 m ph Wind w ith No Ice


Page: 1







Site Number:


11/12/2015 4:27:19 PM
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Engineering Number: 64457821


Customer: AT&T Mobility


  Bottom   
Slip


TaperD/tW/tIxAreaElevDiaD/tW/tIxAreaElevDiaWeightJointJointFyThickLengthSect
RatioRatio(in(in(ft)(in)(lb)Len (in)Type(ksi)(in)(ft)Info (in/ft)RatioRatio(in(in(ft)(in)


  Top  
Shaft Section Properties


2 ) 4 ) 2) 4)


45.880  650.5000 51.001-18 0.00 39.5711,096 45.880.00 80.14 25821.9 62.00 11959.316.57 102.00 79.1412.54 0.249089
44.210 Slip650.4375 41.872-18 69.00 30.867,507 84.3440.13 57.54 12486.2 42.25 4943.115.47 95.72 70.5511.03 0.249089
39.130 Slip650.3125 32.653-18 56.00 22.903,628 118.8079.67 32.08 4239.2 22.41 1445.517.01 104.49 73.3011.51 0.249089
24.780 Slip650.1875 24.174-18 43.00 18.001,049 140.00115.22 14.28 1037.8 10.60 425.121.32 128.93 96.0115.52 0.249089


Shaft Weight 23,279


(ft)
OrientationEPAaWeight


  No Ice    Ice  


(lb) (sf) Factor


Discrete Appurtenance Properties


Elev
(ft) Description


Weight
(lb) (sf)


EPAa Orientation
Factor


Distance
From Face


(ft)


Vert
Ecc


Qty


Attach


16' Omni138.00 55.00 4.800 1.00 1.00 8.0000.0001 89.60 6.430
Stand-Off138.00 75.00 2.500 1.00 1.00 0.0000.0001 218.70 5.900
ADC CG-1900/800-DB-FB-DIN130.00 28.70 1.540 0.50 0.50 0.0000.0006 39.60 1.800
Andrew ABT-DMDF-ADBH130.00 1.10 0.050 0.50 0.50 0.0000.0001 1.80 0.110
Andrew SBNH-1D6565C (60.8 130.00 60.80 11.440 0.70 0.70 0.0000.0001 126.70 12.370
Andrew SBNHH-1D65A (33.5 130.00 33.50 6.360 0.67 0.67 0.0000.0001 86.60 7.780
CCI HPA-65R-BUU-H8 130.00 68.00 13.290 0.66 0.66 0.0000.0002 69.00 13.990
CSS DiPlexer DBC-750130.00 7.00 0.720 0.50 0.50 0.0000.0003 11.10 0.900
CSS DUO1417- 8686130.00 20.30 6.530 0.68 0.68 0.0000.0003 0.00 7.150
Ericsson RRUS 32130.00 50.80 3.140 0.50 0.50 0.0000.0003 33.60 3.640
Ericsson RRUS-11 (50 lbs.)130.00 50.00 2.990 0.50 0.50 0.0000.0006 69.50 3.340
Flat Platform w/ Handrails130.00 2000.00 42.400 1.00 1.00 0.0000.0001 2,450.00 48.400
Kathrein Scala 782 10250130.00 6.40 0.520 0.50 0.50 0.0000.0003 10.00 0.690
Kathrein Scala 800-10121130.00 44.10 5.450 0.67 0.67 0.0000.0003 77.00 6.090
Kathrein Scala Smart Bias 130.00 3.30 0.090 0.50 0.50 0.0000.0003 4.30 0.160
KMW AM-X-CD-14-65-00T-130.00 36.40 5.500 0.65 0.65 0.0000.0001 68.30 6.100
KMW AM-X-CD-17-65-00T-130.00 59.50 11.310 0.68 0.68 0.0000.0001 120.90 12.230
Raycap DC6-48-60-0-8F130.00 32.80 1.360 1.00 1.00 0.0000.0001 49.50 1.550
Raycap DC6-48-60-0-8F130.00 32.80 1.360 1.00 1.00 0.0000.0001 49.50 1.550
VZW Unused Reserve:  120.00 2256.00 146.70 1.00 1.00 0.0000.0001 0.00 0.000
48" x 16" Panel118.00 30.00 7.470 0.64 0.64 2.0000.0002 73.80 8.100
Amphenol Antel BXA-70063-118.00 17.00 7.730 0.66 0.66 2.0000.0003 59.50 8.540
Amphenol Antel LPA-118.00 11.50 3.690 0.79 0.79 2.0000.0006 40.20 4.240
Antel LPA-80063/4CF ___118.00 20.00 7.000 0.75 0.75 2.0000.0002 0.00 7.620
Antel LPA-80080/4CF ___118.00 12.00 6.060 0.62 0.62 2.0000.0002 0.00 6.650
Flat Platform w/ Handrails118.00 2000.00 42.400 1.00 1.00 0.0000.0001 2,450.00 48.400
EMS RR65-18-02DP100.00 18.00 4.360 0.64 0.64 0.0000.0009 0.00 4.990
Flat Low Profile Platform100.00 1500.00 26.100 1.00 1.00 0.0000.0001 1,700.00 31.600
Alcatel-Lucent 1900 MHz 90.00 60.00 2.710 0.50 0.50 0.0000.0003 83.10 3.070
Alcatel-Lucent 800 MHz RRH90.00 53.00 2.490 0.50 0.50 0.0000.0003 74.10 2.820
Andrew DB980F65E-M90.00 8.50 3.750 0.68 0.68 0.0000.0006 0.00 4.320
Flat Low Profile Platform90.00 1500.00 26.100 1.00 1.00 0.0000.0001 1,700.00 31.600
PCTEL GPS-TMG-HR-26N90.00 0.60 0.090 0.50 0.50 0.0000.0001 1.90 0.140
RFS APXVSPP18-C-A2090.00 57.00 8.260 0.68 0.68 0.0000.0003 106.50 9.080
Flat Low Profile Platform83.00 1500.00 26.100 1.00 1.00 0.0000.0001 1,700.00 31.600
Kathrein Scala 742 21383.00 22.00 5.140 0.67 0.67 0.0000.0003 0.00 5.850


13180.40 36Number of  Loadings :Totals 90 13,372.50


(ft)(ft) To Wind


Linear Appurtenance Properties


Description (lb/ft)
Weight


  No Ice  
CaAa
(sf/ft)


Weight
(lb/ft)


  Ice  
CaAa
(sf/ft)


From
Elev
To Exposed


Elev


Qty


0.00 130.00 0.39" Fiber Trunk 0.12 0.00 0.00 0.00 N2
0.00 130.00 0.78" 8 AWG 6 2.36 0.00 0.00 0.00 N4
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0.00 130.00 3" Conduit 7.58 0.00 0.00 0.00 N1
0.00 130.00 7/8" Coax 4.62 0.00 0.00 0.00 N12
0.00 118.00 1 5/8" Coax 14.76 0.00 0.00 0.00 N18
0.00 100.00 1 5/8" Coax 4.92 0.20 9.46 0.25 Y6
0.00 90.00 1 5/8" Coax 17.22 0.00 0.00 0.00 N21
0.00 90.00 1 5/8" Hybriflex 3.90 0.00 0.00 0.00 N3
0.00 90.00 1/2" Coax 0.15 0.00 0.00 0.00 N1


Total Weight 6,056.38 946.00(lb) (lb)
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Site Number:


11/12/2015 4:27:19 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


(lb)
Weight


Description (in)
Thick Dia


(in)
Area
(in


Ix
(in


W/t
Ratio Ratio


Segment Properties  (Max Len  : 5. ft)


Seg Top
Elev
(ft) (ksi) (ksi)


D/t Fy Fb Fa
(ksi)


Flat


2) 4)


0.00 0.5000 51.000 102.0016.5725,821.980.141 0.065 52 0
5.00 0.5000 49.755 99.5116.1423,958.278.164 1,346.765 52 0
10.00 0.5000 48.509 97.0215.7022,186.376.188 1,313.165 52 0
15.00 0.5000 47.264 94.5315.2620,504.174.211 1,279.465 52 0
20.00 0.5000 46.018 92.0414.8218,909.172.235 1,245.865 52 0
25.00 0.5000 44.773 89.5514.3817,399.070.258 1,212.265 52 0
30.00 0.5000 43.527 87.0513.9415,971.668.282 1,178.665 52 0
35.00 0.5000 42.282 84.5613.5014,624.466.305 1,144.965 52 0
40.00 0.5000 41.036 82.0713.0613,355.264.329 1,111.365 52 0


Bot - Section 240.13 0.5000 41.004 82.0113.0513,323.264.278 28.465 52 0
45.00 0.5000 39.791 79.5812.6212,161.762.353 1,988.965 52 0


Top - Section 145.88 0.4375 40.447 92.4514.8911,235.855.556 353.065 52 0
50.00 0.4375 39.421 90.1014.4810,393.254.131 768.965 52 0
55.00 0.4375 38.175 87.2613.989,428.652.401 906.365 52 0
60.00 0.4375 36.930 84.4113.478,525.550.672 876.865 52 0
65.00 0.4375 35.684 81.5612.977,682.148.943 847.465 52 0
70.00 0.4375 34.439 78.7212.476,896.247.213 818.065 52 0
75.00 0.4375 33.193 75.8711.976,165.845.484 788.665 52 0


Bot - Section 379.67 0.4375 32.029 73.2111.505,531.543.867 710.465 52 0
80.00 0.4375 31.948 73.0211.475,488.943.754 84.365 52 0
83.00 0.4375 31.201 71.3211.165,107.542.717 764.265 52 0


Top - Section 284.34 0.3125 31.492 100.7716.363,798.330.925 335.565 52 0
85.00 0.3125 31.327 100.2516.273,738.630.762 69.365 52 0
90.00 0.3125 30.082 96.2615.563,306.029.527 512.965 52 0
95.00 0.3125 28.837 92.2814.862,908.228.291 491.965 52 0
100.0 0.3125 27.591 88.2914.162,543.727.056 470.865 52 0
105.0 0.3125 26.346 84.3113.452,210.925.821 449.865 52 0
110.0 0.3125 25.100 80.3212.751,908.524.585 428.865 52 0
115.0 0.3125 23.855 76.3412.051,635.123.350 407.865 52 0


Bot - Section 4115.2 0.3125 23.800 76.1612.021,623.723.296 17.565 52 0
118.0 0.3125 23.107 73.9411.631,484.322.609 350.265 52 0


Top - Section 3118.8 0.1875 23.282 124.1720.48926.213.744 99.365 52 0
120.0 0.1875 22.984 122.5820.20890.813.566 55.665 52 0
125.0 0.1875 21.739 115.9419.03752.612.825 224.565 52 0
130.0 0.1875 20.493 109.3017.86629.512.084 211.965 52 0
135.0 0.1875 19.248 102.6616.69520.611.343 199.365 52 0
138.0 0.1875 18.501 98.6715.99461.810.898 113.565 52 0
140.0 0.1875 18.003 96.0115.52425.110.602 73.265 52 0


23,278.9
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Site Number:


11/12/2015 4:27:19 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Load Case:  No Ice


Gust Response Factor : 1.69
Dead Load  Factor : 1.00
Wind Load Factor : 1.00


23 Iterations80.00 mph Wind with No Ice


Seg


Elev


(ft)


MY


(lb-ft) (lb-ft)


MZ


Applied Segment Forces Summary


Mom entTorsion


Description


       Shaft Forces    


Wind FX


(lb) (lb)


Wind FX


(lb)


                Discrete Forces               


Dead


Load


(lb)


     Linear Forces  


Wind FX


(lb)


Load


Dead


(lb)


                    Sum  of Forces                   


Wind FX


(lb)


Dead


Load


(lb)


Torsion


MY


(lb-ft)


Mom ent


MZ


(lb)


Load


Dead


0.00 188.9 0.0 0.0 0.0 188.9 0.0 0.0 0.0
5.00 373.1 1,346.7 27.7 278.2 400.8 1,624.8 0.0 0.0


10.00 363.8 1,313.1 27.7 278.2 391.5 1,591.2 0.0 0.0
15.00 354.4 1,279.4 27.7 278.2 382.1 1,557.6 0.0 0.0
20.00 345.1 1,245.8 27.7 278.2 372.8 1,524.0 0.0 0.0
25.00 335.8 1,212.2 27.7 278.2 363.4 1,490.3 0.0 0.0
30.00 326.4 1,178.6 27.7 278.2 354.1 1,456.7 0.0 0.0
35.00 322.9 1,144.9 27.7 278.2 350.6 1,423.1 0.0 0.0
40.00 166.2 1,111.3 28.7 278.2 195.0 1,389.4 0.0 0.0
40.13 166.3Bot - Section 2 28.4 0.8 7.2 167.1 35.7 0.0 0.0
45.00 191.4 1,988.9 29.0 270.9 220.4 2,259.8 0.0 0.0
45.88 166.6Top - Section 1 353.0 5.3 49.0 171.9 402.0 0.0 0.0
50.00 303.4 768.9 25.4 229.2 328.8 998.1 0.0 0.0
55.00 331.1 906.3 31.6 278.2 362.7 1,184.4 0.0 0.0
60.00 328.4 876.8 32.4 278.2 360.8 1,155.0 0.0 0.0
65.00 324.7 847.4 33.2 278.2 357.9 1,125.6 0.0 0.0
70.00 320.1 818.0 34.0 278.2 354.0 1,096.1 0.0 0.0
75.00 304.5 788.6 34.7 278.2 339.2 1,066.7 0.0 0.0
79.67 156.1Bot - Section 3 710.4 33.0 260.0 189.1 970.4 0.0 0.0
80.00 104.1 84.3 2.3 18.2 106.4 102.5 0.0 0.0
83.00 135.3Appertunance(s) 764.2 1,312.9 0.0 0.0 1,566.0 21.5 166.9 1,469.7 2,497.1 0.0 0.0
84.34 61.8Top - Section 2 335.5 9.7 74.5 71.5 410.0 0.0 0.0
85.00 172.5 69.3 4.8 36.7 177.3 106.0 0.0 0.0
90.00 300.4Appertunance(s) 512.9 2,437.7 0.0 0.0 2,061.6 36.6 278.2 2,774.6 2,852.6 0.0 0.0
95.00 292.5 491.9 37.2 171.8 329.6 663.7 0.0 0.0


100.00 284.0Appertunance(s) 470.8 1,946.5 0.0 0.0 1,662.0 37.7 171.8 2,268.2 2,304.6 0.0 0.0
105.00 274.9 449.8 0.0 147.2 274.9 597.0 0.0 0.0
110.00 265.5 428.8 0.0 147.2 265.5 576.0 0.0 0.0
115.00 135.9 407.8 0.0 147.2 135.9 555.0 0.0 0.0
115.22 76.9Bot - Section 4 17.5 0.0 6.5 76.9 23.9 0.0 0.0
118.00 91.5Appertunance(s) 350.2 4,106.9 0.0 4,834.6 2,244.0 0.0 81.8 4,198.4 2,676.1 0.0 0.0
118.80 50.3Top - Section 3 99.3 0.0 11.8 50.3 111.1 0.0 0.0
120.00 151.9Appertunance(s) 55.6 5,873.9 0.0 0.0 2,256.0 0.0 17.6 6,025.9 2,329.2 0.0 0.0
125.00 238.5 224.5 0.0 73.4 238.5 297.9 0.0 0.0
130.00 227.3Appertunance(s) 211.9 5,358.1 0.0 0.0 3,260.8 0.0 73.4 5,585.5 3,546.1 0.0 0.0
135.00 174.5 199.3 0.0 0.0 174.5 199.3 0.0 0.0
138.00 105.0Appertunance(s) 113.5 307.4 0.0 1,626.2 130.0 0.0 0.0 412.4 243.5 0.0 0.0
140.00 41.3 73.2 0.0 0.0 41.3 73.2 0.0 0.0


Totals: 30,528.4 42,515.6 0.00 0.00
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Site Number:


11/12/2015 4:27:20 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Load Case:  No Ice


Gust Response Factor : 1.69
Dead Load  Factor : 1.00
Wind Load Factor : 1.00


23 Iterations80.00 mph Wind with No Ice


Calculated Shaft Forces and Deflections


Seg
Elev
(ft)


X
Deflect Deflect


Z


(in) (in)
FX (-)


(kips) (kips)
FY (-) FZ


(kips) (ft-kips)
MX MY


(ft-kips) (ft-kips)
MZ Deflect


(in)


TotalLateral LateralAxial Moment Torsion Moment
Rotation


(deg)


0.00 -30.403 -42.470 0.000 0.000 0.000 -3,139.385 0.000 0.000 0.000 0.000
5.00 -30.122 -40.756 0.000 0.000 0.000 -2,987.372 -0.091 0.000 0.091 -0.169


10.00 -29.843 -39.075 0.000 0.000 0.000 -2,836.767 -0.360 0.000 0.360 -0.342
15.00 -29.566 -37.428 0.000 0.000 0.000 -2,687.557 -0.813 0.000 0.813 -0.519
20.00 -29.292 -35.815 0.000 0.000 0.000 -2,539.729 -1.454 0.000 1.454 -0.700
25.00 -29.020 -34.235 0.000 0.000 0.000 -2,393.273 -2.287 0.000 2.287 -0.886
30.00 -28.751 -32.688 0.000 0.000 0.000 -2,248.175 -3.316 0.000 3.316 -1.075
35.00 -28.478 -31.176 0.000 0.000 0.000 -2,104.424 -4.547 0.000 4.547 -1.269
40.00 -28.302 -29.742 0.000 0.000 0.000 -1,962.038 -5.982 0.000 5.982 -1.467
40.13 -28.187 -29.660 0.000 0.000 0.000 -1,958.359 -6.022 0.000 6.022 -1.472
45.00 -27.960 -27.351 0.000 0.000 0.000 -1,821.091 -7.627 0.000 7.627 -1.669
45.88 -27.825 -26.903 0.000 0.000 0.000 -1,796.487 -7.938 0.000 7.938 -1.706
50.00 -27.554 -25.821 0.000 0.000 0.000 -1,681.849 -9.486 0.000 9.486 -1.877
55.00 -27.246 -24.545 0.000 0.000 0.000 -1,544.081 -11.570 0.000 11.570 -2.097
60.00 -26.932 -23.300 0.000 0.000 0.000 -1,407.855 -13.887 0.000 13.887 -2.320
65.00 -26.613 -22.087 0.000 0.000 0.000 -1,273.199 -16.437 0.000 16.437 -2.544
70.00 -26.290 -20.906 0.000 0.000 0.000 -1,140.138 -19.221 0.000 19.221 -2.767
75.00 -25.971 -19.762 0.000 0.000 0.000 -1,008.692 -22.238 0.000 22.238 -2.989
79.67 -25.765 -18.755 0.000 0.000 0.000 -887.323 -25.266 0.000 25.266 -3.193
80.00 -25.677 -18.625 0.000 0.000 0.000 -878.907 -25.485 0.000 25.485 -3.208
83.00 -24.093 -16.177 0.000 0.000 0.000 -801.877 -27.543 0.000 27.543 -3.339
84.34 -24.010 -15.753 0.000 0.000 0.000 -769.592 -28.488 0.000 28.488 -3.397
85.00 -23.868 -15.595 0.000 0.000 0.000 -753.746 -28.960 0.000 28.960 -3.426
90.00 -20.979 -12.827 0.000 0.000 0.000 -634.409 -32.691 0.000 32.691 -3.690
95.00 -20.657 -12.099 0.000 0.000 0.000 -529.515 -36.691 0.000 36.691 -3.941
100.0 -18.270 -9.890 0.000 0.000 0.000 -426.230 -40.944 0.000 40.944 -4.175
105.0 -17.984 -9.252 0.000 0.000 0.000 -334.880 -45.430 0.000 45.430 -4.387
110.0 -17.700 -8.647 0.000 0.000 0.000 -244.963 -50.125 0.000 50.125 -4.574
115.0 -17.529 -8.082 0.000 0.000 0.000 -156.465 -54.997 0.000 54.997 -4.724
115.2 -17.456 -8.054 0.000 0.000 0.000 -152.609 -55.214 0.000 55.214 -4.729
118.0 -13.053 -5.728 0.000 0.000 0.000 -99.247 -57.986 0.000 57.986 -4.792
118.8 -12.996 -5.617 0.000 0.000 0.000 -88.761 -58.793 0.000 58.793 -4.806
120.0 -6.799 -3.796 0.000 0.000 0.000 -73.210 -59.999 0.000 59.999 -4.826
125.0 -6.541 -3.511 0.000 0.000 0.000 -39.214 -65.100 0.000 65.100 -4.915
130.0 -0.670 -0.460 0.000 0.000 0.000 -6.511 -70.271 0.000 70.271 -4.959
135.0 -0.479 -0.276 0.000 0.000 0.000 -3.159 -75.463 0.000 75.463 -4.969
138.0 -0.047 -0.069 0.000 0.000 0.000 -0.095 -78.583 0.000 78.583 -4.973
140.0 -0.041 0.000 0.000 0.000 0.000 0.000 -80.664 0.000 80.664 -4.974
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Site Number:


11/12/2015 4:27:20 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Load Case:  No Ice


Gust Response Factor : 1.69
Dead Load  Factor : 1.00
Wind Load Factor : 1.00


23 Iterations80.00 mph Wind with No Ice


(ksi)(ksi)(ksi)(ksi) (ksi)(ksi)(ksi)(ksi)(ksi)


Calculated Stresses


Seg
Elev
(ft)


Axial (Y) Shear (X) Shear (Z) Bending (X) Bending (Z)Torsion Combined
   Applied Stresses   Allowable


Stress (Fb) Stress
Ratio


Allowable
Stress (Fa)


0.00 0.53 0.76 0.00 0.00 0.00 37.78 38.33 52.0 0.0 0.737
5.00 0.52 0.78 0.00 0.00 0.00 37.80 38.34 52.0 0.0 0.738


10.00 0.51 0.79 0.00 0.00 0.00 37.79 38.33 52.0 0.0 0.737
15.00 0.50 0.80 0.00 0.00 0.00 37.74 38.27 52.0 0.0 0.736
20.00 0.50 0.82 0.00 0.00 0.00 37.66 38.18 52.0 0.0 0.734
25.00 0.49 0.83 0.00 0.00 0.00 37.52 38.04 52.0 0.0 0.732
30.00 0.48 0.85 0.00 0.00 0.00 37.33 37.84 52.0 0.0 0.728
35.00 0.47 0.87 0.00 0.00 0.00 37.07 37.57 52.0 0.0 0.723
40.00 0.46 0.89 0.00 0.00 0.00 36.73 37.22 52.0 0.0 0.716
40.13 0.46 0.88 0.00 0.00 0.00 36.72 37.21 52.0 0.0 0.716
45.00 0.44 0.90 0.00 0.00 0.00 36.30 36.77 52.0 0.0 0.707
45.88 0.48 1.01 0.00 0.00 0.00 39.40 39.92 52.0 0.0 0.768
50.00 0.48 1.03 0.00 0.00 0.00 38.87 39.38 52.0 0.0 0.758
55.00 0.47 1.05 0.00 0.00 0.00 38.09 38.60 52.0 0.0 0.743
60.00 0.46 1.07 0.00 0.00 0.00 37.15 37.66 52.0 0.0 0.725
65.00 0.45 1.10 0.00 0.00 0.00 36.03 36.53 52.0 0.0 0.703
70.00 0.44 1.12 0.00 0.00 0.00 34.69 35.19 52.0 0.0 0.677
75.00 0.43 1.15 0.00 0.00 0.00 33.08 33.58 52.0 0.0 0.646
79.67 0.43 1.18 0.00 0.00 0.00 31.30 31.80 52.0 0.0 0.612
80.00 0.43 1.18 0.00 0.00 0.00 31.17 31.66 52.0 0.0 0.609
83.00 0.38 1.14 0.00 0.00 0.00 29.84 30.29 52.0 0.0 0.583
84.34 0.51 1.56 0.00 0.00 0.00 38.87 39.48 52.0 0.0 0.759
85.00 0.51 1.56 0.00 0.00 0.00 38.48 39.08 52.0 0.0 0.752
90.00 0.43 1.43 0.00 0.00 0.00 35.17 35.69 52.0 0.0 0.687
95.00 0.43 1.47 0.00 0.00 0.00 31.99 32.52 52.0 0.0 0.626


100.00 0.37 1.36 0.00 0.00 0.00 28.17 28.63 52.0 0.0 0.551
105.00 0.36 1.40 0.00 0.00 0.00 24.31 24.79 52.0 0.0 0.477
110.00 0.35 1.45 0.00 0.00 0.00 19.63 20.14 52.0 0.0 0.387
115.00 0.35 1.51 0.00 0.00 0.00 13.91 14.49 52.0 0.0 0.279
115.22 0.35 1.51 0.00 0.00 0.00 13.63 14.22 52.0 0.0 0.274
118.00 0.25 1.16 0.00 0.00 0.00 9.41 9.87 52.0 0.0 0.190
118.80 0.41 1.91 0.00 0.00 0.00 13.59 14.39 52.0 0.0 0.277
120.00 0.28 1.01 0.00 0.00 0.00 11.51 11.92 52.0 0.0 0.229
125.00 0.27 1.03 0.00 0.00 0.00 6.90 7.39 52.0 0.0 0.142
130.00 0.04 0.11 0.00 0.00 0.00 1.29 1.34 52.0 0.0 0.026
135.00 0.02 0.09 0.00 0.00 0.00 0.71 0.75 52.0 0.0 0.014
138.00 0.01 0.01 0.00 0.00 0.00 0.02 0.03 52.0 0.0 0.001
140.00 0.00 0.01 0.00 0.00 0.00 0.00 0.01 52.0 0.0 0.000
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Site Number:


11/12/2015 4:27:20 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Load Case: Ice


Gust Response Factor : 1.69
Dead Load  Factor : 1.00
Wind Load Factor : 1.00


23 Iterations69.28 mph Wind with Ice


Seg


Elev


(ft)


MY


(lb-ft) (lb-ft)


MZ


Applied Segment Forces Summary


Mom entTorsion


Description


       Shaft Forces    


Wind FX


(lb) (lb)


Wind FX


(lb)


                Discrete Forces               


Dead


Load


(lb)


     Linear Forces  


Wind FX


(lb)


Load


Dead


(lb)


                    Sum  of Forces                   


Wind FX


(lb)


Dead


Load


(lb)


Torsion


MY


(lb-ft)


Mom ent


MZ


(lb)


Load


Dead


0.00 144.5 0.0 0.0 0.0 144.5 0.0 0.0 0.0
5.00 285.4 1,501.8 26.0 300.8 311.4 1,802.6 0.0 0.0


10.00 278.4 1,464.3 26.0 300.8 304.4 1,765.1 0.0 0.0
15.00 271.4 1,426.8 26.0 300.8 297.4 1,727.7 0.0 0.0
20.00 264.4 1,389.4 26.0 300.8 290.4 1,690.2 0.0 0.0
25.00 257.4 1,351.9 26.0 300.8 283.4 1,652.7 0.0 0.0
30.00 250.4 1,314.4 26.0 300.8 276.4 1,615.3 0.0 0.0
35.00 247.9 1,276.9 26.0 300.8 273.8 1,577.8 0.0 0.0
40.00 127.7 1,239.5 26.9 300.8 154.6 1,540.3 0.0 0.0
40.13 127.8Bot - Section 2 31.8 0.7 7.8 128.5 39.6 0.0 0.0
45.00 147.0 2,112.6 27.2 293.0 174.2 2,405.6 0.0 0.0
45.88 128.1Top - Section 1 375.2 5.0 52.9 133.1 428.2 0.0 0.0
50.00 233.3 870.4 23.8 247.9 257.1 1,118.3 0.0 0.0
55.00 254.8 1,025.6 29.6 300.8 284.5 1,326.5 0.0 0.0
60.00 253.0 992.3 30.4 300.8 283.4 1,293.2 0.0 0.0
65.00 250.3 959.1 31.2 300.8 281.5 1,259.9 0.0 0.0
70.00 247.0 925.8 31.8 300.8 278.8 1,226.7 0.0 0.0
75.00 235.3 892.5 32.5 300.8 267.8 1,193.4 0.0 0.0
79.67 120.6Bot - Section 3 804.3 30.9 281.2 151.6 1,085.5 0.0 0.0
80.00 80.5 91.0 2.2 19.7 82.7 110.6 0.0 0.0
83.00 104.6Appertunance(s) 824.1 1,171.8 0.0 0.0 1,700.0 20.2 180.5 1,296.6 2,704.6 0.0 0.0
84.34 47.9Top - Section 2 361.9 9.1 80.6 56.9 442.6 0.0 0.0
85.00 133.5 82.2 4.5 39.7 138.0 121.9 0.0 0.0
90.00 232.8Appertunance(s) 607.2 2,120.2 0.0 0.0 2,493.0 34.3 300.8 2,387.2 3,401.1 0.0 0.0
95.00 226.9 582.4 34.8 194.5 261.8 776.9 0.0 0.0


100.00 220.7Appertunance(s) 557.5 1,720.0 0.0 0.0 1,700.0 35.4 194.5 1,976.1 2,452.0 0.0 0.0
105.00 214.0 532.7 0.0 147.2 214.0 679.9 0.0 0.0
110.00 207.0 507.8 0.0 147.2 207.0 655.0 0.0 0.0
115.00 106.1 482.9 0.0 147.2 106.1 630.1 0.0 0.0
115.22 60.1Bot - Section 4 20.8 0.0 6.5 60.1 27.2 0.0 0.0
118.00 71.5Appertunance(s) 391.4 3,459.8 0.0 4,026.9 3,017.3 0.0 81.8 3,531.4 3,490.5 0.0 0.0
118.80 39.3Top - Section 3 111.1 0.0 11.8 39.3 122.8 0.0 0.0
120.00 119.0Appertunance(s) 72.9 0.0 17.6 119.0 90.5 0.0 0.0
125.00 187.1 293.1 0.0 73.4 187.1 366.5 0.0 0.0
130.00 178.8Appertunance(s) 276.7 4,501.1 0.0 0.0 4,153.9 0.0 73.4 4,679.9 4,504.0 0.0 0.0
135.00 137.6 260.2 0.0 0.0 137.6 260.2 0.0 0.0
138.00 83.0Appertunance(s) 148.7 388.6 0.0 1,633.7 308.3 0.0 0.0 471.6 457.0 0.0 0.0
140.00 32.7 96.0 0.0 0.0 32.7 96.0 0.0 0.0


Totals: 20,561.7 46,138.0 0.00 0.00
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Site Number:


11/12/2015 4:27:21 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Load Case: Ice


Gust Response Factor : 1.69
Dead Load  Factor : 1.00
Wind Load Factor : 1.00


23 Iterations69.28 mph Wind with Ice


Calculated Shaft Forces and Deflections


Seg
Elev
(ft)


X
Deflect Deflect


Z


(in) (in)
FX (-)


(kips) (kips)
FY (-) FZ


(kips) (ft-kips)
MX MY


(ft-kips) (ft-kips)
MZ Deflect


(in)


TotalLateral LateralAxial Moment Torsion Moment
Rotation


(deg)


0.00 -20.462 -46.118 0.000 0.000 0.000 -2,039.793 0.000 0.000 0.000 0.000
5.00 -20.235 -44.277 0.000 0.000 0.000 -1,937.485 -0.059 0.000 0.059 -0.110


10.00 -20.009 -42.473 0.000 0.000 0.000 -1,836.313 -0.234 0.000 0.234 -0.222
15.00 -19.786 -40.707 0.000 0.000 0.000 -1,736.269 -0.528 0.000 0.528 -0.336
20.00 -19.564 -38.978 0.000 0.000 0.000 -1,637.343 -0.942 0.000 0.942 -0.453
25.00 -19.345 -37.287 0.000 0.000 0.000 -1,539.524 -1.481 0.000 1.481 -0.573
30.00 -19.127 -35.634 0.000 0.000 0.000 -1,442.803 -2.147 0.000 2.147 -0.695
35.00 -18.907 -34.019 0.000 0.000 0.000 -1,347.170 -2.941 0.000 2.941 -0.819
40.00 -18.765 -32.460 0.000 0.000 0.000 -1,252.638 -3.866 0.000 3.866 -0.945
40.13 -18.673 -32.402 0.000 0.000 0.000 -1,250.198 -3.892 0.000 3.892 -0.949
45.00 -18.494 -29.976 0.000 0.000 0.000 -1,159.265 -4.926 0.000 4.926 -1.074
45.88 -18.388 -29.529 0.000 0.000 0.000 -1,142.990 -5.126 0.000 5.126 -1.098
50.00 -18.170 -28.376 0.000 0.000 0.000 -1,067.234 -6.121 0.000 6.121 -1.206
55.00 -17.922 -27.013 0.000 0.000 0.000 -976.387 -7.460 0.000 7.460 -1.346
60.00 -17.670 -25.684 0.000 0.000 0.000 -886.779 -8.945 0.000 8.945 -1.486
65.00 -17.414 -24.389 0.000 0.000 0.000 -798.431 -10.578 0.000 10.578 -1.627
70.00 -17.155 -23.130 0.000 0.000 0.000 -711.362 -12.358 0.000 12.358 -1.767
75.00 -16.900 -21.907 0.000 0.000 0.000 -625.589 -14.283 0.000 14.283 -1.905
79.67 -16.735 -20.808 0.000 0.000 0.000 -546.612 -16.211 0.000 16.211 -2.031
80.00 -16.665 -20.687 0.000 0.000 0.000 -541.145 -16.351 0.000 16.351 -2.040
83.00 -15.289 -18.016 0.000 0.000 0.000 -491.152 -17.659 0.000 17.659 -2.120
84.34 -15.224 -17.569 0.000 0.000 0.000 -470.665 -18.259 0.000 18.259 -2.156
85.00 -15.109 -17.428 0.000 0.000 0.000 -460.617 -18.559 0.000 18.559 -2.174
90.00 -12.628 -14.089 0.000 0.000 0.000 -385.073 -20.923 0.000 20.923 -2.335
95.00 -12.368 -13.292 0.000 0.000 0.000 -321.933 -23.451 0.000 23.451 -2.487
100.0 -10.311 -10.906 0.000 0.000 0.000 -260.093 -26.134 0.000 26.134 -2.629
105.0 -10.087 -10.216 0.000 0.000 0.000 -208.541 -28.959 0.000 28.959 -2.760
110.0 -9.866 -9.553 0.000 0.000 0.000 -158.107 -31.915 0.000 31.915 -2.878
115.0 -9.736 -8.921 0.000 0.000 0.000 -108.776 -34.985 0.000 34.985 -2.978
115.2 -9.678 -8.892 0.000 0.000 0.000 -106.635 -35.122 0.000 35.122 -2.982
118.0 -5.971 -5.589 0.000 0.000 0.000 -75.703 -36.872 0.000 36.872 -3.027
118.8 -5.927 -5.467 0.000 0.000 0.000 -70.906 -37.382 0.000 37.382 -3.039
120.0 -5.808 -5.378 0.000 0.000 0.000 -63.813 -38.146 0.000 38.146 -3.055
125.0 -5.607 -5.016 0.000 0.000 0.000 -34.774 -41.390 0.000 41.390 -3.133
130.0 -0.686 -0.776 0.000 0.000 0.000 -6.741 -44.696 0.000 44.696 -3.172
135.0 -0.534 -0.524 0.000 0.000 0.000 -3.312 -48.024 0.000 48.024 -3.184
138.0 -0.038 -0.094 0.000 0.000 0.000 -0.076 -50.025 0.000 50.025 -3.188
140.0 -0.033 0.000 0.000 0.000 0.000 0.000 -51.359 0.000 51.359 -3.188
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Site Number:


11/12/2015 4:27:21 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Load Case: Ice


Gust Response Factor : 1.69
Dead Load  Factor : 1.00
Wind Load Factor : 1.00


23 Iterations69.28 mph Wind with Ice


(ksi)(ksi)(ksi)(ksi) (ksi)(ksi)(ksi)(ksi)(ksi)


Calculated Stresses


Seg
Elev
(ft)


Axial (Y) Shear (X) Shear (Z) Bending (X) Bending (Z)Torsion Combined
   Applied Stresses   Allowable


Stress (Fb) Stress
Ratio


Allowable
Stress (Fa)


0.00 0.58 0.51 0.00 0.00 0.00 24.55 25.14 52.0 0.0 0.484
5.00 0.57 0.52 0.00 0.00 0.00 24.51 25.10 52.0 0.0 0.483


10.00 0.56 0.53 0.00 0.00 0.00 24.46 25.04 52.0 0.0 0.482
15.00 0.55 0.54 0.00 0.00 0.00 24.38 24.95 52.0 0.0 0.480
20.00 0.54 0.55 0.00 0.00 0.00 24.28 24.83 52.0 0.0 0.478
25.00 0.53 0.55 0.00 0.00 0.00 24.14 24.69 52.0 0.0 0.475
30.00 0.52 0.56 0.00 0.00 0.00 23.96 24.50 52.0 0.0 0.471
35.00 0.51 0.57 0.00 0.00 0.00 23.73 24.26 52.0 0.0 0.467
40.00 0.50 0.59 0.00 0.00 0.00 23.45 23.98 52.0 0.0 0.461
40.13 0.50 0.59 0.00 0.00 0.00 23.44 23.97 52.0 0.0 0.461
45.00 0.48 0.60 0.00 0.00 0.00 23.11 23.61 52.0 0.0 0.454
45.88 0.53 0.67 0.00 0.00 0.00 25.07 25.63 52.0 0.0 0.493
50.00 0.52 0.68 0.00 0.00 0.00 24.66 25.21 52.0 0.0 0.485
55.00 0.52 0.69 0.00 0.00 0.00 24.09 24.63 52.0 0.0 0.474
60.00 0.51 0.70 0.00 0.00 0.00 23.40 23.94 52.0 0.0 0.461
65.00 0.50 0.72 0.00 0.00 0.00 22.60 23.13 52.0 0.0 0.445
70.00 0.49 0.73 0.00 0.00 0.00 21.64 22.17 52.0 0.0 0.427
75.00 0.48 0.75 0.00 0.00 0.00 20.52 21.04 52.0 0.0 0.405
79.67 0.47 0.77 0.00 0.00 0.00 19.28 19.80 52.0 0.0 0.381
80.00 0.47 0.77 0.00 0.00 0.00 19.19 19.71 52.0 0.0 0.379
83.00 0.42 0.72 0.00 0.00 0.00 18.28 18.74 52.0 0.0 0.361
84.34 0.57 0.99 0.00 0.00 0.00 23.77 24.40 52.0 0.0 0.469
85.00 0.57 0.99 0.00 0.00 0.00 23.52 24.14 52.0 0.0 0.464
90.00 0.48 0.86 0.00 0.00 0.00 21.35 21.88 52.0 0.0 0.421
95.00 0.47 0.88 0.00 0.00 0.00 19.45 19.98 52.0 0.0 0.384


100.00 0.40 0.77 0.00 0.00 0.00 17.19 17.64 52.0 0.0 0.339
105.00 0.40 0.79 0.00 0.00 0.00 15.14 15.60 52.0 0.0 0.300
110.00 0.39 0.81 0.00 0.00 0.00 12.67 13.13 52.0 0.0 0.253
115.00 0.38 0.84 0.00 0.00 0.00 9.67 10.16 52.0 0.0 0.195
115.22 0.38 0.84 0.00 0.00 0.00 9.52 10.01 52.0 0.0 0.193
118.00 0.25 0.53 0.00 0.00 0.00 7.18 7.48 52.0 0.0 0.144
118.80 0.40 0.87 0.00 0.00 0.00 10.86 11.36 52.0 0.0 0.218
120.00 0.40 0.86 0.00 0.00 0.00 10.03 10.53 52.0 0.0 0.203
125.00 0.39 0.88 0.00 0.00 0.00 6.12 6.69 52.0 0.0 0.129
130.00 0.06 0.11 0.00 0.00 0.00 1.34 1.42 52.0 0.0 0.027
135.00 0.05 0.09 0.00 0.00 0.00 0.75 0.81 52.0 0.0 0.016
138.00 0.01 0.01 0.00 0.00 0.00 0.02 0.03 52.0 0.0 0.001
140.00 0.00 0.01 0.00 0.00 0.00 0.00 0.01 52.0 0.0 0.000
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Site Number:


11/12/2015 4:27:21 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Load Case: Twist/Sway


Gust Response Factor : 1.69
Dead Load  Factor : 1.00
Wind Load Factor : 1.00


22 Iterations50.00 mph Wind with No Ice


Seg


Elev


(ft)


MY


(lb-ft) (lb-ft)


MZ


Applied Segment Forces Summary


Mom entTorsion


Description


       Shaft Forces    


Wind FX


(lb) (lb)


Wind FX


(lb)


                Discrete Forces               


Dead


Load


(lb)


     Linear Forces  


Wind FX


(lb)


Load


Dead


(lb)


                    Sum  of Forces                   


Wind FX


(lb)


Dead


Load


(lb)


Torsion


MY


(lb-ft)


Mom ent


MZ


(lb)


Load


Dead


0.00 73.8 0.0 0.0 0.0 73.8 0.0 0.0 0.0
5.00 145.7 1,346.7 10.8 278.2 156.6 1,624.8 0.0 0.0


10.00 142.1 1,313.1 10.8 278.2 152.9 1,591.2 0.0 0.0
15.00 138.5 1,279.4 10.8 278.2 149.3 1,557.6 0.0 0.0
20.00 134.8 1,245.8 10.8 278.2 145.6 1,524.0 0.0 0.0
25.00 131.2 1,212.2 10.8 278.2 142.0 1,490.3 0.0 0.0
30.00 127.5 1,178.6 10.8 278.2 138.3 1,456.7 0.0 0.0
35.00 126.1 1,144.9 10.8 278.2 136.9 1,423.1 0.0 0.0
40.00 64.9 1,111.3 11.2 278.2 76.2 1,389.4 0.0 0.0
40.13 65.0Bot - Section 2 28.4 0.3 7.2 65.3 35.7 0.0 0.0
45.00 74.8 1,988.9 11.3 270.9 86.1 2,259.8 0.0 0.0
45.88 65.1Top - Section 1 353.0 2.1 49.0 67.2 402.0 0.0 0.0
50.00 118.5 768.9 9.9 229.2 128.4 998.1 0.0 0.0
55.00 129.3 906.3 12.4 278.2 141.7 1,184.4 0.0 0.0
60.00 128.3 876.8 12.7 278.2 141.0 1,155.0 0.0 0.0
65.00 126.8 847.4 13.0 278.2 139.8 1,125.6 0.0 0.0
70.00 125.0 818.0 13.3 278.2 138.3 1,096.1 0.0 0.0
75.00 119.0 788.6 13.5 278.2 132.5 1,066.7 0.0 0.0
79.67 61.0Bot - Section 3 710.4 12.9 260.0 73.9 970.4 0.0 0.0
80.00 40.7 84.3 0.9 18.2 41.6 102.5 0.0 0.0
83.00 52.8Appertunance(s) 764.2 512.8 0.0 0.0 1,566.0 8.4 166.9 574.1 2,497.1 0.0 0.0
84.34 24.2Top - Section 2 335.5 3.8 74.5 27.9 410.0 0.0 0.0
85.00 67.4 69.3 1.9 36.7 69.2 106.0 0.0 0.0
90.00 117.3Appertunance(s) 512.9 952.2 0.0 0.0 2,061.6 14.3 278.2 1,083.8 2,852.6 0.0 0.0
95.00 114.2 491.9 14.5 171.8 128.8 663.7 0.0 0.0


100.00 110.9Appertunance(s) 470.8 760.4 0.0 0.0 1,662.0 14.7 171.8 886.0 2,304.6 0.0 0.0
105.00 107.4 449.8 0.0 147.2 107.4 597.0 0.0 0.0
110.00 103.7 428.8 0.0 147.2 103.7 576.0 0.0 0.0
115.00 53.1 407.8 0.0 147.2 53.1 555.0 0.0 0.0
115.22 30.0Bot - Section 4 17.5 0.0 6.5 30.0 23.9 0.0 0.0
118.00 35.8Appertunance(s) 350.2 1,604.3 0.0 1,888.5 2,244.0 0.0 81.8 1,640.0 2,676.1 0.0 0.0
118.80 19.6Top - Section 3 99.3 0.0 11.8 19.6 111.1 0.0 0.0
120.00 59.4Appertunance(s) 55.6 2,294.5 0.0 0.0 2,256.0 0.0 17.6 2,353.8 2,329.2 0.0 0.0
125.00 93.1 224.5 0.0 73.4 93.1 297.9 0.0 0.0
130.00 88.8Appertunance(s) 211.9 2,093.0 0.0 0.0 3,260.8 0.0 73.4 2,181.8 3,546.1 0.0 0.0
135.00 68.2 199.3 0.0 0.0 68.2 199.3 0.0 0.0
138.00 41.0Appertunance(s) 113.5 120.1 0.0 635.2 130.0 0.0 0.0 161.1 243.5 0.0 0.0
140.00 16.1 73.2 0.0 0.0 16.1 73.2 0.0 0.0


Totals: 11,925.1 42,515.6 0.00 0.00
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Site Number:


11/12/2015 4:27:22 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Load Case: Twist/Sway


Gust Response Factor : 1.69
Dead Load  Factor : 1.00
Wind Load Factor : 1.00


22 Iterations50.00 mph Wind with No Ice


Calculated Shaft Forces and Deflections


Seg
Elev
(ft)


X
Deflect Deflect


Z


(in) (in)
FX (-)


(kips) (kips)
FY (-) FZ


(kips) (ft-kips)
MX MY


(ft-kips) (ft-kips)
MZ Deflect


(in)


TotalLateral LateralAxial Moment Torsion Moment
Rotation


(deg)


0.00 -11.876 -42.509 0.000 0.000 0.000 -1,227.385 0.000 0.000 0.000 0.000
5.00 -11.766 -40.870 0.000 0.000 0.000 -1,168.007 -0.035 0.000 0.035 -0.066


10.00 -11.657 -39.265 0.000 0.000 0.000 -1,109.179 -0.141 0.000 0.141 -0.134
15.00 -11.549 -37.694 0.000 0.000 0.000 -1,050.895 -0.318 0.000 0.318 -0.203
20.00 -11.443 -36.156 0.000 0.000 0.000 -993.149 -0.568 0.000 0.568 -0.274
25.00 -11.337 -34.652 0.000 0.000 0.000 -935.937 -0.894 0.000 0.894 -0.346
30.00 -11.232 -33.182 0.000 0.000 0.000 -879.253 -1.297 0.000 1.297 -0.421
35.00 -11.127 -31.745 0.000 0.000 0.000 -823.092 -1.778 0.000 1.778 -0.496
40.00 -11.058 -30.349 0.000 0.000 0.000 -767.461 -2.339 0.000 2.339 -0.574
40.13 -11.014 -30.306 0.000 0.000 0.000 -766.023 -2.355 0.000 2.355 -0.576
45.00 -10.926 -28.039 0.000 0.000 0.000 -712.388 -2.983 0.000 2.983 -0.653
45.88 -10.873 -27.630 0.000 0.000 0.000 -702.773 -3.104 0.000 3.104 -0.667
50.00 -10.769 -26.619 0.000 0.000 0.000 -657.975 -3.710 0.000 3.710 -0.734
55.00 -10.649 -25.421 0.000 0.000 0.000 -604.134 -4.525 0.000 4.525 -0.820
60.00 -10.528 -24.252 0.000 0.000 0.000 -550.888 -5.431 0.000 5.431 -0.907
65.00 -10.405 -23.113 0.000 0.000 0.000 -498.249 -6.429 0.000 6.429 -0.995
70.00 -10.280 -22.004 0.000 0.000 0.000 -446.226 -7.518 0.000 7.518 -1.082
75.00 -10.157 -20.925 0.000 0.000 0.000 -394.826 -8.699 0.000 8.699 -1.169
79.67 -10.078 -19.949 0.000 0.000 0.000 -347.359 -9.884 0.000 9.884 -1.249
80.00 -10.044 -19.843 0.000 0.000 0.000 -344.067 -9.969 0.000 9.969 -1.255
83.00 -9.425 -17.353 0.000 0.000 0.000 -313.936 -10.775 0.000 10.775 -1.306
84.34 -9.393 -16.941 0.000 0.000 0.000 -301.307 -11.145 0.000 11.145 -1.329
85.00 -9.338 -16.827 0.000 0.000 0.000 -295.108 -11.329 0.000 11.329 -1.340
90.00 -8.210 -13.987 0.000 0.000 0.000 -248.417 -12.790 0.000 12.790 -1.444
95.00 -8.086 -13.314 0.000 0.000 0.000 -207.367 -14.356 0.000 14.356 -1.542
100.0 -7.153 -11.024 0.000 0.000 0.000 -166.937 -16.021 0.000 16.021 -1.633
105.0 -7.043 -10.420 0.000 0.000 0.000 -131.170 -17.778 0.000 17.778 -1.717
110.0 -6.933 -9.840 0.000 0.000 0.000 -95.957 -19.617 0.000 19.617 -1.790
115.0 -6.867 -9.283 0.000 0.000 0.000 -61.292 -21.525 0.000 21.525 -1.848
115.2 -6.838 -9.259 0.000 0.000 0.000 -59.782 -21.610 0.000 21.610 -1.851
118.0 -5.114 -6.636 0.000 0.000 0.000 -38.883 -22.695 0.000 22.695 -1.875
118.8 -5.091 -6.525 0.000 0.000 0.000 -34.774 -23.012 0.000 23.012 -1.881
120.0 -2.664 -4.274 0.000 0.000 0.000 -28.682 -23.484 0.000 23.484 -1.888
125.0 -2.563 -3.978 0.000 0.000 0.000 -15.362 -25.482 0.000 25.482 -1.924
130.0 -0.263 -0.507 0.000 0.000 0.000 -2.549 -27.508 0.000 27.508 -1.940
135.0 -0.188 -0.310 0.000 0.000 0.000 -1.236 -29.542 0.000 29.542 -1.945
138.0 -0.019 -0.073 0.000 0.000 0.000 -0.037 -30.765 0.000 30.765 -1.946
140.0 -0.016 0.000 0.000 0.000 0.000 0.000 -31.580 0.000 31.580 -1.946
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Site Number:


11/12/2015 4:27:22 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Load Case: Twist/Sway


Gust Response Factor : 1.69
Dead Load  Factor : 1.00
Wind Load Factor : 1.00


22 Iterations50.00 mph Wind with No Ice


(ksi)(ksi)(ksi)(ksi) (ksi)(ksi)(ksi)(ksi)(ksi)


Calculated Stresses


Seg
Elev
(ft)


Axial (Y) Shear (X) Shear (Z) Bending (X) Bending (Z)Torsion Combined
   Applied Stresses   Allowable


Stress (Fb) Stress
Ratio


Allowable
Stress (Fa)


0.00 0.53 0.30 0.00 0.00 0.00 14.77 15.31 52.0 0.0 0.295
5.00 0.52 0.30 0.00 0.00 0.00 14.78 15.31 52.0 0.0 0.295


10.00 0.52 0.31 0.00 0.00 0.00 14.78 15.30 52.0 0.0 0.294
15.00 0.51 0.31 0.00 0.00 0.00 14.76 15.28 52.0 0.0 0.294
20.00 0.50 0.32 0.00 0.00 0.00 14.73 15.24 52.0 0.0 0.293
25.00 0.49 0.33 0.00 0.00 0.00 14.67 15.18 52.0 0.0 0.292
30.00 0.49 0.33 0.00 0.00 0.00 14.60 15.10 52.0 0.0 0.290
35.00 0.48 0.34 0.00 0.00 0.00 14.50 14.99 52.0 0.0 0.288
40.00 0.47 0.35 0.00 0.00 0.00 14.37 14.85 52.0 0.0 0.286
40.13 0.47 0.35 0.00 0.00 0.00 14.36 14.85 52.0 0.0 0.286
45.00 0.45 0.35 0.00 0.00 0.00 14.20 14.66 52.0 0.0 0.282
45.88 0.50 0.39 0.00 0.00 0.00 15.41 15.93 52.0 0.0 0.306
50.00 0.49 0.40 0.00 0.00 0.00 15.20 15.71 52.0 0.0 0.302
55.00 0.49 0.41 0.00 0.00 0.00 14.90 15.40 52.0 0.0 0.296
60.00 0.48 0.42 0.00 0.00 0.00 14.54 15.03 52.0 0.0 0.289
65.00 0.47 0.43 0.00 0.00 0.00 14.10 14.59 52.0 0.0 0.281
70.00 0.47 0.44 0.00 0.00 0.00 13.58 14.06 52.0 0.0 0.271
75.00 0.46 0.45 0.00 0.00 0.00 12.95 13.43 52.0 0.0 0.258
79.67 0.45 0.46 0.00 0.00 0.00 12.25 12.73 52.0 0.0 0.245
80.00 0.45 0.46 0.00 0.00 0.00 12.20 12.68 52.0 0.0 0.244
83.00 0.41 0.44 0.00 0.00 0.00 11.68 12.11 52.0 0.0 0.233
84.34 0.55 0.61 0.00 0.00 0.00 15.22 15.80 52.0 0.0 0.304
85.00 0.55 0.61 0.00 0.00 0.00 15.07 15.65 52.0 0.0 0.301
90.00 0.47 0.56 0.00 0.00 0.00 13.77 14.28 52.0 0.0 0.275
95.00 0.47 0.58 0.00 0.00 0.00 12.53 13.04 52.0 0.0 0.251


100.00 0.41 0.53 0.00 0.00 0.00 11.03 11.48 52.0 0.0 0.221
105.00 0.40 0.55 0.00 0.00 0.00 9.52 9.97 52.0 0.0 0.192
110.00 0.40 0.57 0.00 0.00 0.00 7.69 8.15 52.0 0.0 0.157
115.00 0.40 0.59 0.00 0.00 0.00 5.45 5.94 52.0 0.0 0.114
115.22 0.40 0.59 0.00 0.00 0.00 5.34 5.83 52.0 0.0 0.112
118.00 0.29 0.46 0.00 0.00 0.00 3.69 4.06 52.0 0.0 0.078
118.80 0.47 0.75 0.00 0.00 0.00 5.33 5.94 52.0 0.0 0.114
120.00 0.32 0.40 0.00 0.00 0.00 4.51 4.87 52.0 0.0 0.094
125.00 0.31 0.40 0.00 0.00 0.00 2.70 3.09 52.0 0.0 0.060
130.00 0.04 0.04 0.00 0.00 0.00 0.51 0.55 52.0 0.0 0.011
135.00 0.03 0.03 0.00 0.00 0.00 0.28 0.31 52.0 0.0 0.006
138.00 0.01 0.00 0.00 0.00 0.00 0.01 0.02 52.0 0.0 0.000
140.00 0.00 0.00 0.00 0.00 0.00 0.00 0.01 52.0 0.0 0.000
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Site Number:


11/12/2015 4:27:23 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Load Case (kips)
FZ


Shear
   Reactions   


Axial
FY


(kips) (ft-kips)
MX


Moment Combined
Stress
(ksi) (ksi)


Stress
Allowable


Elev
(ft) Ratio


Stress


   Max Stresses   


Analysis Summary


Shear
FX


(kips)


Moment
MZ


(ft-kips)


Moment
MY


(ft-kips)


 No Ice 30.4 0.00 42.47 0.00 0.00 3139.39 45.88 0.76839.92 52.0
Ice 20.5 0.00 46.12 0.00 0.00 2039.79 45.88 0.49325.63 52.0
Twist/Sway 11.9 0.00 42.51 0.00 0.00 1227.38 45.88 0.30615.93 52.0
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Site Number:


11/12/2015 4:27:23 PM


Code:411256


Site Name: Canton CT, CT


© 2007 - 2015 by ATC IP LLC.  All rights reserved.TIA/EIA-222-F


Engineering Number: 64457821


Customer: AT&T Mobility


Base Summary


Reactions


Original Design Analysis
Mom ent
(kip-ft)


Axial
(kip)


Shear
(kip)


Mom ent
(kip-ft)


Axial
(kip)


Shear
(kip)


Mom ent
Design %


3,921.80 41.90 38.70 3,139.39 46.12 30.40 80.05


Base Plate


Yield Thick Width
Style


Poly Clip Len Effective Mom ent


Allow Applied


Stress
(ksi) (in) (in) (in) Len (in)Sides (kip-in) (ksi) Ratio


Stress
(ksi)


Stress


60.0 2.250 66.000 Round 0 0.00 8.093 391.32 60.00 57.30 0.96


Anchor Bolts


Bolt Num
Bolt Type


Bolt Yield Ultim ate
Arrange


Cluster
Start


Force Allow
Ratio Ratio


TensionCompression


Circle Bolts Dia (in) (ksi)(ksi) (ksi) Dist (in)
Angle
(deg) (kip) (kip)


Force
(kip)


Allow
(kip)


60.00 20 2.25" 18J 2.25 75.00 100.00 Radial 0.00 0.0 127.88 195.00 0.66 123.27 195.00 0.63
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1 General Site Summary


1.1 Report Summary


AT&T Mobility, LLC Summary
Access to Antennas Locked? Yes
RF Sign(s) @ access point(s) None
RF Sign(s) @ antennas None
Barrier(s) @ sectors None
Max cumulative simulated
Radio Frequency Exposure
(RFE) level on the Ground Level


<5% of General Public limit


FCC & AT&T Compliant? Will Be Compliant


The following documents were provided by the client and were utilized to create this
report:


RFDS: NEW-ENGLAND_CONNECTICUT_CTV1022_2016-LTE-Next-Carrier_LTE-
3C_om636a_2051585110_10035260_25969_09-15-2015_Preliminary-Approved_v1.00 (1)


CD’s: 10035260_AE201_012916_CTL01022_REV0


RF Configuration Datasheet: CT_33 sites with power density form







200 N. Glebe Road  Suite 1000  Arlington, VA 22203-3728
703.276.1100  info@sitesafe.com


Page 3


2 Map of Site
In the RF Emissions Simulations below all heights are reflected with respect to main site level. In
most rooftop cases this is the height of the main rooftop and in other cases this can be ground
level. Each different height area, rooftop, or platform level is labeled with its height relative to
the main site level. Emissions are calculated appropriately based on the relative height and
location of that area to all antennas.


The Antenna Inventory heights are referenced to the same level.


The following diagrams are included:


 Site Map
 RF Emissions Diagram
 AT&T Mobility, LLC Contribution
 Elevation View
 Detail View
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3 Antenna Inventory
The following antenna inventory on this and the following page, were obtained by the customer and were utilized to create
the site model diagrams:


Ant ID Operator Antenna Make & Model Type
TX Freq
(MHz)


Az
(Deg)


Hor BW
(Deg)


Ant Len
(ft)


Ant Gain
(dBd)


2G GSM
Radio(s)


3G UMTS
Radio(s)


4G
Radio(s)


Total ERP
(Watts) X Y


Z
(AGL)


1 AT&T MOBILITY LLC Kathrein-Scala 800-10121 Panel 850 143 87.6 4.5 11.35 0 2 0 437.6 146.5' 172.4' 127.7'
1 AT&T MOBILITY LLC Kathrein-Scala 800-10121 Panel 1900 143 85.7 4.5 14.32 0 1 0 439.5 146.5' 172.4' 127.7'
2 AT&T MOBILITY LLC (PROPOSED) Andrew SBNHH-1D65A Panel 850 23 61 4.6 11.47 1 0 0 492 138.4' 174.2' 127.7'
2 AT&T MOBILITY LLC (PROPOSED) Andrew SBNHH-1D65A Panel 2300 23 61 4.6 14.3 0 0 1 1094 138.4' 174.2' 127.7'
3 AT&T MOBILITY LLC Kmw AM-X-CD-14-65-00T Panel 737 23 67 4 11.66 0 0 1 792.5 142.4' 173.8' 128'
3 AT&T MOBILITY LLC Kmw AM-X-CD-14-65-00T Panel 1900 23 65 4 13.86 0 0 1 1733.8 142.4' 173.8' 128'
4 AT&T MOBILITY LLC Kathrein-Scala 800-10121 Panel 1900 263 85.7 4.5 14.32 0 2 0 437.6 138.5' 163.5' 127.7'
4 AT&T MOBILITY LLC Kathrein-Scala 800-10121 Panel 850 263 87.6 4.5 11.35 0 1 0 439.5 138.5' 163.5' 127.7'
5 AT&T MOBILITY LLC (PROPOSED) CCI Antennas HPA-65R-BUU-H8 Panel 2300 143 63.3 7.7 15.26 0 0 1 1285.3 144.8' 169.6' 126.2'
5 AT&T MOBILITY LLC (PROPOSED) CCI Antennas HPA-65R-BUU-H8 Panel 850 143 58.1 7.7 14.46 1 0 0 571.5 144.8' 169.6' 126.2'
6 AT&T MOBILITY LLC Kmw AM-X-CD-17-65-00T Panel 1900 143 68 8 15.16 0 0 1 2421 142.6' 166.4' 126'
6 AT&T MOBILITY LLC Kmw AM-X-CD-17-65-00T Panel 737 143 68 8 14.66 0 0 1 1475.7 142.6' 166.4' 126'
7 AT&T MOBILITY LLC Kathrein-Scala 800-10121 Panel 1900 23 85.7 4.5 14.32 0 2 0 438.6 134.4' 174.7' 127.7'
7 AT&T MOBILITY LLC Kathrein-Scala 800-10121 Panel 850 23 87.6 4.5 11.35 0 1 0 400.9 134.4' 174.7' 127.7'
8 AT&T MOBILITY LLC (PROPOSED) CCI Antennas HPA-65R-BUU-H8 Panel 850 263 58.1 7.7 14.46 1 0 0 414 137.2' 166.5' 126.2'
8 AT&T MOBILITY LLC (PROPOSED) CCI Antennas HPA-65R-BUU-H8 Panel 2300 263 63.3 7.7 15.26 0 0 1 1285.3 137.2' 166.5' 126.2'
9 AT&T MOBILITY LLC Andrew SBNH-1D6565C Panel 737 263 71 8 13.733 0 0 1 1475.7 135.7' 169.8' 126'
9 AT&T MOBILITY LLC Andrew SBNH-1D6565C Panel 1900 263 57 8 15.504 0 0 1 2421 135.7' 169.8' 126'
10 VERIZON WIRELESS Generic Panel 850 330 65 4.6 12.77 - - - 756.9 133.1' 167.8' 117.7'
11 VERIZON WIRELESS Generic Panel 1900 330 65 4.6 15.43 - - - 2793.1 135' 169.8' 117.7'
12 VERIZON WIRELESS Generic Panel 2100 330 65 4.6 15.23 - - - 2000.6 136.9' 171.7' 117.7'
13 VERIZON WIRELESS Generic Panel 751 330 65 4.6 12.14 - - - 982.1 138.8' 174.2' 117.7'
14 VERIZON WIRELESS Generic Panel 850 330 65 4.6 12.77 - - - 756.9 140.6' 176.4' 117.7'
15 VERIZON WIRELESS Generic Panel 850 90 65 4.6 12.77 - - - 756.9 141.9' 176.2' 117.7'
16 VERIZON WIRELESS Generic Panel 1900 90 65 4.6 15.43 - - - 2793.1 142.9' 173.3' 117.7'
17 VERIZON WIRELESS Generic Panel 2100 90 65 4.6 15.23 - - - 2000.6 143.7' 170.7' 117.7'
18 VERIZON WIRELESS Generic Panel 751 90 65 4.6 12.14 - - - 982.1 144.6' 168.1' 117.7'
19 VERIZON WIRELESS Generic Panel 850 90 65 4.6 12.77 - - - 756.9 145.7' 165.2' 117.7'
20 VERIZON WIRELESS Generic Panel 850 200 65 4.6 12.77 - - - 756.9 145.1' 164.3' 117.7'
21 VERIZON WIRELESS Generic Panel 1900 200 65 4.6 15.43 - - - 2793.1 142.2' 164.8' 117.7'
22 VERIZON WIRELESS Generic Panel 2100 200 65 4.6 15.23 - - - 2000.6 139.5' 165.4' 117.7'
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Ant ID Operator Antenna Make & Model Type
TX Freq
(MHz)


Az
(Deg)


Hor BW
(Deg)


Ant Len
(ft)


Ant Gain
(dBd)


2G GSM
Radio(s)


3G UMTS
Radio(s)


4G
Radio(s)


Total ERP
(Watts) X Y


Z
(AGL)


23 VERIZON WIRELESS Generic Panel 751 200 65 4.6 12.14 - - - 982.1 136.6' 166' 117.7'
24 VERIZON WIRELESS Generic Panel 850 200 65 4.6 12.77 - - - 756.9 133.7' 166.4' 117.7'
25 SPRINT (DECOMMISSIONED) Generic Panel 862 0 65 4.6 12.77 - - - 0 135.2' 174.6' 107.7'
26 SPRINT (DECOMMISSIONED) Generic Panel 862 0 65 4.6 12.77 - - - 0 138.2' 174.2' 107.7'
27 SPRINT (DECOMMISSIONED) Generic Panel 862 0 65 4.6 12.77 - - - 0 142' 173.8' 107.7'
28 SPRINT (DECOMMISSIONED) Generic Panel 862 0 65 4.6 12.77 - - - 0 145.9' 173.5' 107.7'
29 SPRINT (DECOMMISSIONED) Generic Panel 862 120 65 4.6 12.77 - - - 0 146.3' 172' 107.7'
30 SPRINT (DECOMMISSIONED) Generic Panel 862 120 65 4.6 12.77 - - - 0 144.3' 169.2' 107.7'
31 SPRINT (DECOMMISSIONED) Generic Panel 862 120 65 4.6 12.77 - - - 0 142.7' 167' 107.7'
32 SPRINT (DECOMMISSIONED) Generic Panel 862 120 65 4.6 12.77 - - - 0 140.1' 163.1' 107.7'
33 SPRINT (DECOMMISSIONED) Generic Panel 862 240 65 4.6 12.77 - - - 0 138.4' 163.6' 107.7'
34 SPRINT (DECOMMISSIONED) Generic Panel 862 240 65 4.6 12.77 - - - 0 137' 167' 107.7'
35 SPRINT (DECOMMISSIONED) Generic Panel 862 240 65 4.6 12.77 - - - 0 135.4' 170' 107.7'
36 SPRINT (DECOMMISSIONED) Generic Panel 862 240 65 4.6 12.77 - - - 0 133.4' 173.8' 107.7'
37 METROPCS Generic Panel 2100 330 65 4.6 15.23 - - - 2000.6 134' 174.6' 97.7'
38 METROPCS Generic Panel 2100 90 65 4.6 15.23 - - - 2000.6 146.1' 171.3' 97.7'
39 METROPCS Generic Panel 2100 220 65 4.6 15.23 - - - 2000.6 138.2' 164' 97.7'
40 T-MOBILE Generic Panel 2100 0 65 4.6 15.23 - - - 2000.6 133.3' 171.2' 87.7'
41 T-MOBILE Generic Panel 1900 0 65 4.6 15.43 - - - 2094.8 143.1' 175.7' 87.7'
42 T-MOBILE Generic Panel 2100 120 65 4.6 15.23 - - - 2000.6 144.6' 174.9' 87.7'
43 T-MOBILE Generic Panel 1900 120 65 4.6 15.43 - - - 2094.8 143.8' 164' 87.7'
44 T-MOBILE Generic Panel 2100 240 65 4.6 15.23 - - - 2000.6 142.4' 163.3' 87.7'
45 T-MOBILE Generic Panel 1900 240 65 4.6 15.43 - - - 2094.8 133.4' 169.6' 87.7'
46 SPRINT Generic Panel 862 0 65 6.3 13.43 - - - 881.2 140.4' 171.7' 76.9'
46 SPRINT Generic Panel 1900 0 65 6.3 16.26 - - - 1690.7 140.4' 171.7' 76.9'
47 SPRINT Generic Panel 862 120 65 6.3 13.43 - - - 881.2 141.9' 168.3' 76.9'
47 SPRINT Generic Panel 1900 120 65 6.3 16.26 - - - 1690.7 141.9' 168.3' 76.9'
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Ant ID Operator Antenna Make & Model Type
TX Freq
(MHz)


Az
(Deg)


Hor BW
(Deg)


Ant Len
(ft)


Ant Gain
(dBd)


2G GSM
Radio(s)


3G UMTS
Radio(s)


4G
Radio(s)


Total ERP
(Watts) X Y


Z
(AGL)


48 SPRINT Generic Panel 862 240 65 6.3 13.43 - - - 881.2 138.2' 168.9' 76.9'
48 SPRINT Generic Panel 1900 240 65 6.3 16.26 - - - 1690.7 138.2' 168.9' 76.9'
49 UNKNOWN Generic Omni 450 0 360 9.5 5.97 - - - 100 134.7' 173.6' 135.3'


NOTE: X, Y and Z indicate relative position of the bottom of the antenna to the origin location on the site, displayed in the model results diagram.
Specifically, the Z reference indicates the bottom of the antenna height above the main site level unless otherwise indicated. The distance to the bottom of
the antenna is calculated by subtracting half of the length of the antenna from the antenna centerline. Effective Radiated Power (ERP) is provided by the
operator or based on Sitesafe experience. The values used in the modeling may be greater than are currently deployed. For other operators at this site the
use of “Generic” as an antenna model or “Unknown” for a wireless operator means the information with regard to operator, their FCC license and/or
antenna information was not available nor could it be secured while on site. Other operator’s equipment, antenna models and powers used for modeling are
based on obtained information or Sitesafe experience.
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5 Site Compliance
5.1 Site Compliance Statement


Upon evaluation of the cumulative RF emission levels from all operators at this site, RF
hazard signage and antenna locations, Sitesafe has determined that:


AT&T Mobility, LLC will be compliant when the remediation recommended in section 5.2
or other appropriate remediation is implemented.


The compliance determination is based on General Public RFE levels derived from
theoretical modeling, RF signage placement, proposed antenna inventory and the
level of restricted access to the antennas at the site. Any deviation from the AT&T
Mobility, LLC’s proposed deployment plan could result in the site being rendered non-
compliant.


Modeling is used for determining compliance and the percentage of MPE contribution.


5.2 Actions for Site Compliance
Based on FCC regulations, common industry practice, and our understanding of AT&T
Mobility, LLC RF Safety Policy requirements, this section provides a statement of
recommendations for site compliance. Recommendations have been proposed based
on our understanding of existing access restrictions, signage, and an analysis of
predicted RFE levels.


The site will be made compliant if the following changes are implemented:


Site Access Location
Yellow caution 2 sign required.


AT&T Mobility, LLC Proposed Alpha Sector Location
No action required.


AT&T Mobility, LLC Proposed Beta Sector Location
No action required.


AT&T Mobility, LLC Proposed Gamma Sector Location
No action required.
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6 Engineer Certification


The professional engineer whose seal appears on the cover of this document hereby


certifies and affirms that:


I am registered as a Professional Engineer in the jurisdiction indicated in the professional


engineering stamp on the cover of this document; and


That I am an employee of Sitesafe, Inc., in Arlington, Virginia, at which place the staff and I


provide RF compliance services to clients in the wireless communications industry; and


That I am thoroughly familiar with the Rules and Regulations of the Federal


Communications Commission (FCC) as well as the regulations of the Occupational Safety and


Health Administration (OSHA), both in general and specifically as they apply to the FCC


Guidelines for Human Exposure to Radio-frequency Radiation; and


That I have thoroughly reviewed this Site Compliance Report and believe it to be true


and accurate to the best of my knowledge as assembled by and attested to by Sam Cosgrove.


February 16, 2016
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Appendix A – Statement of Limiting Conditions


Sitesafe has provided computer generated model(s) in this Site Compliance Report to
show approximate dimensions of the site, and the model is included to assist the reader
of the compliance report to visualize the site area, and to provide supporting
documentation for Sitesafe’s recommendations.


Sitesafe may note in the Site Compliance Report any adverse physical conditions, such
as needed repairs, that Sitesafe became aware of during the normal research involved
in creating this report. Sitesafe will not be responsible for any such conditions that do
exist or for any engineering or testing that might be required to discover whether such
conditions exist.  Because Sitesafe is not an expert in the field of mechanical
engineering or building maintenance, the Site Compliance Report must not be
considered a structural or physical engineering report.


Sitesafe obtained information used in this Site Compliance Report from sources that
Sitesafe considers reliable and believes them to be true and correct. Sitesafe does not
assume any responsibility for the accuracy of such items that were furnished by other
parties.  When conflicts in information occur between data collected by Sitesafe
provided by a second party and data collected by Sitesafe, the data will be used.
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Appendix B – Regulatory Background Information
FCC Rules and Regulations


In 1996, the Federal Communication Commission (FCC) adopted regulations for the
evaluating of the effects of RF emissions in 47 CFR § 1.1307 and 1.1310. The guideline
from the FCC Office of Engineering and Technology is Bulletin 65 (“OET Bulletin 65”),
Evaluating Compliance with FCC Guidelines for Human Exposure to Radio Frequency
Electromagnetic Fields, Edition 97-01, published August 1997. Since 1996 the FCC
periodically reviews these rules and regulations as per their congressional mandate.


FCC regulations define two separate tiers of exposure limits: Occupational or
“Controlled environment” and General Public or “Uncontrolled environment”. The
General Public limits are generally five times more conservative or restrictive than the
Occupational limit. These limits apply to accessible areas where workers or the
general public may be exposed to Radio Frequency (RF) electromagnetic fields.


Occupational or Controlled limits apply in situations in which persons are exposed as a
consequence of their employment and where those persons exposed have been
made fully aware of the potential for exposure and can exercise control over their
exposure.


An area is considered a Controlled environment when access is limited to these aware
personnel. Typical criteria are restricted access (i.e. locked or alarmed doors, barriers,
etc.) to the areas where antennas are located coupled with proper RF warning
signage. A site with Controlled environments is evaluated with Occupational limits.


All other areas are considered Uncontrolled environments. If a site has no access
controls or no RF warning signage it is evaluated with General Public limits.


The theoretical modeling of the RF electromagnetic fields has been performed in
accordance with OET Bulletin 65.  The Maximum Permissible Exposure (MPE) limits utilized
in this analysis are outlined in the following diagram:


FCC Limits for Maximum Permissible Exposure (MPE)
Plane-wave Equivalent Power Density
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Limits for Occupational/Controlled Exposure (MPE)
Frequency
Range
(MHz)


Electric
Field
Strength (E)
(V/m)


Magnetic
Field
Strength
(H) (A/m)


Power
Density  (S)
(mW/cm2)


Averaging Time |E|2,
|H|2 or S (minutes)


0.3-3.0 614 1.63 (100)* 6
3.0-30 1842/f 4.89/f (900/f2)* 6
30-300 61.4 0.163 1.0 6
300-1500 -- -- f/300 6
1500-
100,000


-- -- 5 6


Limits for General Population/Uncontrolled Exposure (MPE)
Frequency
Range
(MHz)


Electric
Field
Strength (E)
(V/m)


Magnetic
Field
Strength
(H) (A/m)


Power
Density  (S)
(mW/cm2)


Averaging Time |E|2,
|H|2 or S (minutes)


0.3-1.34 614 1.63 (100)* 30
1.34-30 824/f 2.19/f (180/f2)* 30
30-300 27.5 0.073 0.2 30
300-1500 -- -- f/1500 30
1500-
100,000


-- -- 1.0 30


f = frequency in MHz *Plane-wave equivalent power density


OSHA Statement
The General Duty clause of the OSHA Act (Section 5) outlines the occupational safety
and health responsibilities of the employer and employee.  The General Duty clause in
Section 5 states:


(a) Each employer –
(1) shall furnish to each of his employees employment and a place of


employment which are free from recognized hazards that are
causing or are likely to cause death or serious physical harm to his
employees;


(2) shall comply with occupational safety and health standards
promulgated under this Act.


(b) Each employee shall comply with occupational safety and health standards and
all rules, regulations, and orders issued pursuant to this Act which are applicable to
his own actions and conduct.


OSHA has defined Radiofrequency and Microwave Radiation safety standards for
workers who may enter hazardous RF areas. Regulation Standards 29 CFR § 1910.147
identify a generic Lock Out Tag Out procedure aimed to control the unexpected
energization or start up of machines when maintenance or service is being performed.
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Appendix C – Safety Plan and Procedures
The following items are general safety recommendations that should be administered
on a site by site basis as needed by the carrier.


General Maintenance Work: Any maintenance personnel required to work
immediately in front of antennas and / or in areas indicated as above 100% of the
Occupational MPE limits should coordinate with the wireless operators to disable
transmitters during their work activities.


Training and Qualification Verification: All personnel accessing areas indicated as
exceeding the General Population MPE limits should have a basic understanding of
EME awareness and RF Safety procedures when working around transmitting antennas.
Awareness training increases a workers understanding to potential RF exposure
scenarios.  Awareness can be achieved in a number of ways (e.g. videos, formal
classroom lecture or internet based courses).


Physical Access Control: Access restrictions to transmitting antennas locations is the
primary element in a site safety plan.  Examples of access restrictions are as follows:


 Locked door or gate
 Alarmed door
 Locked ladder access
 Restrictive Barrier at antenna (e.g. Chain link with posted RF Sign)


RF Signage: Everyone should obey all posted signs at all times.  RF signs play an
important role in properly warning a worker prior to entering into a potential RF Exposure
area.


Assume all antennas are active: Due to the nature of telecommunications
transmissions, an antenna transmits intermittently.  Always assume an antenna is
transmitting.  Never stop in front of an antenna.  If you have to pass by an antenna,
move through as quickly and safely as possible thereby reducing any exposure to a
minimum.


Maintain a 3 foot clearance from all antennas: There is a direct correlation between
the strength of an EME field and the distance from the transmitting antenna.  The further
away from an antenna, the lower the corresponding EME field is.


Site RF Emissions Diagram: Section 4 of this report contains an RF Diagram that outlines
various theoretical Maximum Permissible Exposure (MPE) areas at the site.  The
modeling is a worst case scenario assuming a duty cycle of 100% for each transmitting
antenna at full power.  This analysis is based on one of two access control criteria:
General Public criteria means the access to the site is uncontrolled and anyone can
gain access.  Occupational criteria means the access is restricted and only properly
trained individuals can gain access to the antenna locations.
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Appendix D – RF Emissions
The RF Emissions Simulation(s) in this report display theoretical spatially averaged
percentage of the Maximum Permissible Exposure for all systems at the site unless
otherwise noted. These diagrams use modeling as prescribed in OET Bulletin 65 and
assumptions detailed in Appendix E.


The key at the bottom of each RF Emissions Simulation indicates percentages displayed
referenced to FCC General Public Maximum Permissible Exposure (MPE) limits. Color
coding on the diagram is as follows:


 Areas indicated as Gray are predicted to be below 5% of the MPE limits. Gray
represents areas more than 20 times below the most conservative exposure limit.


 Green represents areas are predicted to be between 5% and 100% of the MPE
limits. Green areas are accessible to anyone.


 Blue represents areas predicted to exceed the General Public MPE limits but are
less than Occupational limits. Blue areas should be accessible only to RF trained
workers.


 Yellow represents areas predicted to exceed Occupational MPE limits. Yellow
areas should be accessible only to RF trained workers able to assess current
exposure levels.


 Red represents areas predicted to have exposure more than 10 times the
Occupational MPE limits. Red indicates that the RF levels must be reduced prior to
access. An RF Safety Plan is required which outlines how to reduce the RF energy in
these areas prior to access.
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Appendix E – Assumptions and Definitions
General Model Assumptions


In this site compliance report, it is assumed that all antennas are operating at full power
at all times. Software modeling was performed for all transmitting antennas located on
the site.  Sitesafe has further assumed a 100% duty cycle and maximum radiated
power.


The site has been modeled with these assumptions to show the maximum RF energy
density. Sitesafe believes this to be a worst-case analysis, based on best available data.
Areas modeled to predict emissions greater than 100% of the applicable MPE level may
not actually occur, but are shown as a worst-case prediction that could be realized
real time. Sitesafe believes these areas to be safe for entry by occupationally trained
personnel utilizing appropriate personal protective equipment (in most cases, a
personal monitor).


Thus, at any time, if power density measurements were made, we believe the real-time
measurements would indicate levels below those depicted in the RF emission
diagram(s) in this report.  By modeling in this way, Sitesafe has conservatively shown
exclusion areas – areas that should not be entered without the use of a personal
monitor, carriers reducing power, or performing real-time measurements to indicate
real-time exposure levels.


Use of Generic Antennas
For the purposes of this report, the use of “Generic” as an antenna model, or
“Unknown” for an operator means the information about a carrier, their FCC license
and/or antenna information was not provided and could not be obtained while on site.
In the event of unknown information, Sitesafe will use our industry specific knowledge of
equipment, antenna models, and transmit power to model the site.  If more specific
information can be obtained for the unknown measurement criteria, Sitesafe
recommends remodeling of the site utilizing the more complete and accurate data.
Information about similar facilities is used when the service is identified and associated
with a particular antenna. If no information is available regarding the transmitting
service associated with an unidentified antenna, using the antenna manufacturer’s
published data regarding the antenna’s physical characteristics makes more
conservative assumptions.


Where the frequency is unknown, Sitesafe uses the closest frequency in the antenna’s
range that corresponds to the highest Maximum Permissible Exposure (MPE), resulting in
a conservative analysis.
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Definitions


5% Rule – The rules adopted by the FCC specify that, in general, at multiple transmitter
sites actions necessary to bring the area into compliance with the guidelines are the
shared responsibility of all licensees whose transmitters produce field strengths or power
density levels at the area in question in excess of 5% of the exposure limits.  In other
words, any wireless operator that contributes 5% or greater of the MPE limit in an area
that is identified to be greater than 100% of the MPE limit is responsible taking corrective
actions to bring the site into compliance.


Compliance – The determination of whether a site is safe or not with regards to Human
Exposure to Radio Frequency Radiation from transmitting antennas.


Decibel (dB) – A unit for measuring power or strength of a signal.


Duty Cycle – The percent of pulse duration to the pulse period of a periodic pulse train.
Also, may be a measure of the temporal transmission characteristic of an intermittently
transmitting RF source such as a paging antenna by dividing average transmission
duration by the average period for transmission. A duty cycle of 100% corresponds to
continuous operation.


Effective (or Equivalent) Isotropic Radiated Power (EIRP) – The product of the power
supplied to the antenna and the antenna gain in a given direction relative to an
isotropic antenna.


Effective Radiated Power (ERP) – In a given direction, the relative gain of a transmitting
antenna with respect to the maximum directivity of a half wave dipole multiplied by
the net power accepted by the antenna from the connecting transmitter.


Gain (of an antenna) – The ratio of the maximum intensity in a given direction to the
maximum radiation in the same direction from an isotropic radiator.  Gain is a measure
of the relative efficiency of a directional antennas as compared to an omni directional
antenna.


General Population/Uncontrolled Environment – Defined by the FCC, as an area where
exposure to RF energy may occur to persons who are unaware of the potential for
exposure and who have no control of their exposure. General Population is also
referenced as General Public.


Generic Antenna – For the purposes of this report, the use of “Generic” as an antenna
model means the antenna information was not provided and could not be obtained
while on site.  In the event of unknown information, Sitesafe will use our industry specific
knowledge of antenna models to select a worst case scenario antenna to model the
site.


Isotropic Antenna – An antenna that is completely non-directional.  In other words, an
antenna that radiates energy equally in all directions.


Maximum Measurement – This measurement represents the single largest measurement
recorded when performing a spatial average measurement.


Maximum Permissible Exposure (MPE) – The maximum levels of RF exposure a person
may be exposed to without harmful effect and with acceptable safety factor.


Occupational/Controlled Environment – Defined by the FCC, as an area where Radio
Frequency Radiation (RFR) exposure may occur to persons who are aware of the
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potential for exposure as a condition of employment or specific activity and can
exercise control over their exposure.


OET Bulletin 65 – Technical guideline developed by the FCC’s Office of Engineering and
Technology to determine the impact of Radio Frequency radiation on Humans.  The
guideline was published in August 1997.


OSHA (Occupational Safety and Health Administration) – Under the Occupational
Safety and Health Act of 1970, employers are responsible for providing a safe and
healthy workplace for their employees. OSHA's role is to promote the safety and health
of America's working men and women by setting and enforcing standards; providing
training, outreach and education; establishing partnerships; and encouraging
continual process improvement in workplace safety and health. For more information,
visit www.osha.gov.


Radio Frequency (RF) – The frequencies of electromagnetic waves which are used for
radio communications. Approximately 3 kHz to 300 GHz.


Radio Frequency Exposure (RFE) – The amount of RF power density that a person is or
might be exposed to.


Spatial Average Measurement – A technique used to average a minimum of ten (10)
measurements taken in a ten (10) second interval from zero (0) to six (6) feet.  This
measurement is intended to model the average power density an average sized
human will be exposed to at a location.


Transmitter Power Output (TPO) – The radio frequency output power of a transmitter’s
final radio frequency stage as measured at the output terminal while connected to a
load.
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Appendix F – References
The following references can be followed for further information about RF Health and
Safety.


Sitesafe, Inc.
http://www.sitesafe.com
FCC Radio Frequency Safety
http://www.fcc.gov/encyclopedia/radio-frequency-safety
National Council on Radiation Protection and Measurements (NCRP)
http://www.ncrponline.org
Institute of Electrical and Electronics Engineers, Inc., (IEEE)
http://www.ieee.org
American National Standards Institute (ANSI)
http://www.ansi.org
Environmental Protection Agency (EPA)
http://www.epa.gov/radtown/wireless-tech.html
National Institutes of Health (NIH)
http://www.niehs.nih.gov/health/topics/agents/emf/
Occupational Safety and Health Agency (OSHA)
http://www.osha.gov/SLTC/radiofrequencyradiation/
International Commission on Non-Ionizing Radiation Protection (ICNIRP)
http://www.icnirp.org
World Health Organization (WHO)
http://www.who.int/peh-emf/en/
National Cancer Institute
http://www.cancer.gov/cancertopics/factsheet/Risk/cellphones
American Cancer Society (ACS)
http://www.cancer.org/docroot/PED/content/PED_1_3X_Cellular_Phone_Towers.asp?sit
earea=PED
European Commission Scientific Committee on Emerging and Newly Identified Health
Risks
http://ec.europa.eu/health/ph_risk/committees/04_scenihr/docs/scenihr_o_022.pdf
Fairfax County, Virginia Public School Survey
http://www.fcps.edu/fts/safety-security/RFEESurvey/
UK Health Protection Agency Advisory Group on Non-ionising Radiation
http://www.hpa.org.uk/webw/HPAweb&HPAwebStandard/HPAweb_C/1317133826368
Norwegian Institute of Public Health
http://www.fhi.no/dokumenter/545eea7147.pdf
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StartAntennaData It is advisable to provide an ID (ant 1) for all antennas
(MHz) Trans Trans Coax Coax Other Input


ID Name Freq Power Count Len Type Losses Power
1 AT&T MOB  850 16.03274 2 0 32.06547
1 AT&T MOB  1900 16.25543 1 0 16.25543
2 AT&T MOB  850 35.07451 1 0 35.07451
2 AT&T MOB  2300 40.64447 1 0 40.64447
3 AT&T MOB  737 54.07534 1 0 54.07534
3 AT&T MOB  1900 71.28514 1 0 71.28514
4 AT&T MOB  1900 8.091101 2 0 16.1822
4 AT&T MOB  850 32.21057 1 0 32.21057
5 AT&T MOB  2300 38.28257 1 0 38.28257
5 AT&T MOB  850 20.46414 1 0 20.46414
6 AT&T MOB  1900 73.79045 1 0 73.79045
6 AT&T MOB  737 50.46625 1 0 50.46625
7 AT&T MOB  1900 8.109592 2 0 16.21918
7 AT&T MOB  850 29.37674 1 0 29.37674
8 AT&T MOB  850 14.82483 1 0 14.82483
8 AT&T MOB  2300 38.28257 1 0 38.28257
9 AT&T MOB  737 62.47425 1 0 62.47425
9 AT&T MOB  1900 68.17108 1 0 68.17108
10 VERIZON W 850 40 1 0 40
11 VERIZON W 1900 80 1 0 80
12 VERIZON W 2100 60 1 0 60
13 VERIZON W 751 60 1 0 60
14 VERIZON W 850 40 1 0 40
15 VERIZON W 850 40 1 0 40
16 VERIZON W 1900 80 1 0 80
17 VERIZON W 2100 60 1 0 60
18 VERIZON W 751 60 1 0 60
19 VERIZON W 850 40 1 0 40
20 VERIZON W 850 40 1 0 40
21 VERIZON W 1900 80 1 0 80
22 VERIZON W 2100 60 1 0 60
23 VERIZON W 751 60 1 0 60
24 VERIZON W 850 40 1 0 40
25 SPRINT 862 0 1 0 0
26 SPRINT 862 0 1 0 0
27 SPRINT 862 0 1 0 0
28 SPRINT 862 0 1 0 0
29 SPRINT 862 0 1 0 0
30 SPRINT 862 0 1 0 0
31 SPRINT 862 0 1 0 0
32 SPRINT 862 0 1 0 0
33 SPRINT 862 0 1 0 0
34 SPRINT 862 0 1 0 0
35 SPRINT 862 0 1 0 0







36 SPRINT 862 0 1 0 0
37 METROPCS 2100 60 1 0 60
38 METROPCS 2100 60 1 0 60
39 METROPCS 2100 60 1 0 60
40 T-MOBILE 2100 60 1 0 60
41 T-MOBILE 1900 60 1 0 60
42 T-MOBILE 2100 60 1 0 60
43 T-MOBILE 1900 60 1 0 60
44 T-MOBILE 2100 60 1 0 60
45 T-MOBILE 1900 60 1 0 60
46 SPRINT 862 40 1 0 40
46 SPRINT 1900 40 1 0 40
47 SPRINT 862 40 1 0 40
47 SPRINT 1900 40 1 0 40
48 SPRINT 862 40 1 0 40
48 SPRINT 1900 40 1 0 40
49 UNKNOWN 450 25.29298 1 0 25.29298
StartSymbolData







Calc (ft) (ft) (ft) (ft) dBd
Power Mfg Model X Y Z Type Aper Gain


Kathrein-Sc800-10121 146.46 172.37 127.729 Panel 4.542 11.35
Kathrein-Sc800-10121 146.46 172.37 127.729 Panel 4.542 14.32
Andrew SBNHH-1D6 138.36 174.2 127.7085 Panel 4.583 11.47
Andrew SBNHH-1D6 138.36 174.2 127.7085 Panel 4.583 14.3
Kmw AM-X-CD-1 142.43 173.79 128 Panel 4 11.66
Kmw AM-X-CD-1 142.43 173.79 128 Panel 4 13.86
Kathrein-Sc800-10121 138.45 163.5 127.729 Panel 4.542 14.32
Kathrein-Sc800-10121 138.45 163.5 127.729 Panel 4.542 11.35
CCI Antenn HPA-65R-B 144.76 169.6 126.15 Panel 7.7 15.26
CCI Antenn HPA-65R-B 144.76 169.6 126.15 Panel 7.7 14.46
Kmw AM-X-CD-1 142.56 166.42 126 Panel 8 15.16
Kmw AM-X-CD-1 142.56 166.42 126 Panel 8 14.66
Kathrein-Sc800-10121 134.35 174.7 127.729 Panel 4.542 14.32
Kathrein-Sc800-10121 134.35 174.7 127.729 Panel 4.542 11.35
CCI Antenn HPA-65R-B 137.15 166.49 126.15 Panel 7.7 14.46
CCI Antenn HPA-65R-B 137.15 166.49 126.15 Panel 7.7 15.26
Andrew SBNH-1D65 135.65 169.75 125.9835 Panel 8.033 13.733
Andrew SBNH-1D65 135.65 169.75 125.9835 Panel 8.033 15.504
Generic 4 Ft./65 De 133.14 167.75 117.7 Panel 4.6 12.77
Generic 4 Ft./65 De 134.96 169.76 117.7 Panel 4.6 15.43
Generic 4 Ft./65 De 136.89 171.68 117.7 Panel 4.6 15.23
Generic 4 Ft./65 De 138.76 174.22 117.7 Panel 4.6 12.14
Generic 4 Ft./65 De 140.61 176.42 117.7 Panel 4.6 12.77
Generic 4 Ft./65 De 141.87 176.2 117.7 Panel 4.6 12.77
Generic 4 Ft./65 De 142.89 173.29 117.7 Panel 4.6 15.43
Generic 4 Ft./65 De 143.72 170.68 117.7 Panel 4.6 15.23
Generic 4 Ft./65 De 144.63 168.09 117.7 Panel 4.6 12.14
Generic 4 Ft./65 De 145.69 165.18 117.7 Panel 4.6 12.77
Generic 4 Ft./65 De 145.09 164.29 117.7 Panel 4.6 12.77
Generic 4 Ft./65 De 142.24 164.81 117.7 Panel 4.6 15.43
Generic 4 Ft./65 De 139.49 165.35 117.7 Panel 4.6 15.23
Generic 4 Ft./65 De 136.56 165.95 117.7 Panel 4.6 12.14
Generic 4 Ft./65 De 133.7 166.36 117.7 Panel 4.6 12.77
Generic 4 Ft./65 De 135.16 174.6 107.7 Panel 4.6 12.77
Generic 4 Ft./65 De 138.17 174.2 107.7 Panel 4.6 12.77
Generic 4 Ft./65 De 142.01 173.77 107.7 Panel 4.6 12.77
Generic 4 Ft./65 De 145.88 173.49 107.7 Panel 4.6 12.77
Generic 4 Ft./65 De 146.29 172.02 107.7 Panel 4.6 12.77
Generic 4 Ft./65 De 144.32 169.24 107.7 Panel 4.6 12.77
Generic 4 Ft./65 De 142.69 166.95 107.7 Panel 4.6 12.77
Generic 4 Ft./65 De 140.08 163.14 107.7 Panel 4.6 12.77
Generic 4 Ft./65 De 138.36 163.62 107.7 Panel 4.6 12.77
Generic 4 Ft./65 De 136.97 166.96 107.7 Panel 4.6 12.77
Generic 4 Ft./65 De 135.36 169.95 107.7 Panel 4.6 12.77







Generic 4 Ft./65 De 133.43 173.78 107.7 Panel 4.6 12.77
Generic 4 Ft./65 De 133.96 174.59 97.7 Panel 4.6 15.23
Generic 4 Ft./65 De 146.12 171.28 97.7 Panel 4.6 15.23
Generic 4 Ft./65 De 138.16 164.02 97.7 Panel 4.6 15.23
Generic 4 Ft./65 De 133.31 171.17 87.7 Panel 4.6 15.23
Generic 4 Ft./65 De 143.12 175.69 87.7 Panel 4.6 15.43
Generic 4 Ft./65 De 144.62 174.85 87.7 Panel 4.6 15.23
Generic 4 Ft./65 De 143.84 163.97 87.7 Panel 4.6 15.43
Generic 4 Ft./65 De 142.35 163.33 87.7 Panel 4.6 15.23
Generic 4 Ft./65 De 133.43 169.62 87.7 Panel 4.6 15.43
Generic 6 Ft./65 De 140.36 171.69 76.854 Panel 6.292 13.43
Generic 6 Ft./65 De 140.36 171.69 76.854 Panel 6.292 16.26
Generic 6 Ft./65 De 141.89 168.32 76.854 Panel 6.292 13.43
Generic 6 Ft./65 De 141.89 168.32 76.854 Panel 6.292 16.26
Generic 6 Ft./65 De 138.16 168.92 76.854 Panel 6.292 13.43
Generic 6 Ft./65 De 138.16 168.92 76.854 Panel 6.292 16.26
Generic 450 MHz/9  134.71 173.6 135.25 Omni 9.5 5.97







BWdth Uptime ON
Pt Dir Profile flag
87.6;143 100% ON•
85.7;143 100% ON•
61;23 100% ON•
61;23 100% ON•
67;23 100% ON•
65;23 100% ON•
85.7;263 100% ON•
87.6;263 100% ON•
63.3;143 100% ON•
58.1;143 100% ON•
68;143 100% ON•
68;143 100% ON•
85.7;23 100% ON•
87.6;23 100% ON•
58.1;263 100% ON•
63.3;263 100% ON•
71;263 100% ON•
57;263 100% ON•
65;330 100% ON•
65;330 100% ON•
65;330 100% ON•
65;330 100% ON•
65;330 100% ON•
65;90 100% ON•
65;90 100% ON•
65;90 100% ON•
65;90 100% ON•
65;90 100% ON•
65;200 100% ON•
65;200 100% ON•
65;200 100% ON•
65;200 100% ON•
65;200 100% ON•
65;0 100% ON•
65;0 100% ON•
65;0 100% ON•
65;0 100% ON•
65;120 100% ON•
65;120 100% ON•
65;120 100% ON•
65;120 100% ON•
65;240 100% ON•
65;240 100% ON•
65;240 100% ON•







65;240 100% ON•
65;330 100% ON•
65;90 100% ON•
65;220 100% ON•
65;0 100% ON•
65;0 100% ON•
65;120 100% ON•
65;120 100% ON•
65;240 100% ON•
65;240 100% ON•
65;0 100% ON•
65;0 100% ON•
65;120 100% ON•
65;120 100% ON•
65;240 100% ON•
65;240 100% ON•
360;0 100% ON•
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COMPOUND PLAN


EXISTING EQUIPMENT PLAN


PROPOSED EQUIPMENT PLAN
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EXISTING WEST ELEVATION PROPOSED WEST ELEVATION


EXISTING ANTENNA LAYOUT


PROPOSED ANTENNA LAYOUT
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DC SURGE SUPPRESSOR DETAIL


PROPOSED SURGE


ARRESTOR MOUNTING DETAIL
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RF PLUMBING DIAGRAM
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GROUNDING RISER DIAGRAM


GROUND BAR - DETAIL


GROUND WIRE TO GROUND BAR CONNECTION DETAIL TYPICAL GROUND BAR CONNECTION DETAIL





