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ISSUED FOR 30OWNER REVIEW06/10/05A ALLEAP

REISSUED FOR OWNER REVIEW08/19/05B ALLEAP GCM DLK

10/21/05C ALLCCREISSUED FOR OWNER COMMENTS

03/07/06D MJINCORPORATE QA CHECK COMMENTS

03/20/06E MJADDED CONTROL BLDG TO SECTION

ALL

ALL

04/04/06F MJADDED LIGHTING MAST AND STRUCTURE TO SECTION ALL

NOTES

REFERENCE DRAWINGS

SUBSTATION DETAILS 25249-405SH1

SUBSTATION MATERIAL LIST 25249-499

SUBSTATION SECTIONS 25249-403SH2

SUBSTATION PLAN 25249-402

SUBSTATION LIGHTNING SHIELDING PLAN 25249-406SH1

SUBSTATION LIGHTNING SHIELDING PLAN 25249-406SH2

SUBSTATION GRADING PLAN 25249-401

SUBSTATION SITE PLAN 25249-001

TRANSMISSION LINE ASSEMBLIES 25249-405SH2

1. SEE MATERIAL LIST FOR DESCRIPTIONS OF EQUIPMENT,
	  STRUCTURES, AND FITTINGS.

2. SEE DRAWING 25249-402 FOR LEGEND AND CONDUCTOR

	  LEGEND.

3. CONTRACTOR SHALL INSTALL CABLE SPACERS WITH 5 FOOT

	  MAXIMUM SPACING BETWEEN SPACERS.
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