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Petition No. 647

New Haven Water Pollution Control Authority

New Haven, Connecticut

Staff Report

October 14, 2003

On Monday, October 6, 2003 Connecticut Siting Council (Council) member Philip T. Ashton with Derek Phelps of Council staff met New Haven Water Pollution Control Authority (WPCA New Haven) representative Charlie Biggs, Site Director, Engineering; John F. Carbone, Chief Operating Officer, and Vic Riscassi, Project Manager, of Nxegen, Inc. (Nxegen); for a field review of this petition.  WPCA New Haven, through Nxegen, is petitioning the Council for approval via a declaratory ruling to install a fuel cell at the WPCA New Haven site on East Shore Parkway in New Haven.

WPCA New Haven proposes to install a PC25 Power Plant (fuel cell) manufactured by UTC Fuel Cells LLC.  The proposed fuel cell project consists of a single unit that is approximately ten feet wide, 18 feet long, and ten feet high.  A fuel cell module contains electrochemical cells that produce direct current electricity.  An electrical module converts the direct current power to alternating current power.  A mechanical module contains fuel and water treatment equipment, air blowers, and a heat exchanger that utilizes waste heat to preheat fuel and water.

The fuel cell unit produces 200kW of electric power at 480 volts and is equipped with a “high grade” heat recovery system that produces approximately 450,000 BTU/hr at 250ºF.  The high-temperature output will be used for heating the Fats, Oils, & Grease (FOG) tanks and the low-temperature output will be used for preheating the circulating water in the maintenance building heating system, pending further analysis. As a result of operating the unit, monthly peak demand will be reduced by 200 kW, garnering approximately $3,100.00/month in utility demand charges.  Energy purchases from the utility will be reduced by approximately 190,000kWh/month thereby saving an additional $9,500.00 in utility charges.

The fuel cell will utilize natural gas as a fuel and will be water-cooled.  The fuel cell would consume approximately 2,050 standard cubic feet per hour of natural gas, which will be provided by the Southern Connecticut Gas Company.  Approximately 240 gallons of water per day would be consumed by the fuel cell.  The fuel cell exhaust will contain low levels of oxides of nitrogen, oxides of sulfur, carbon monoxide, and volatile organic compounds.  An air permit will not be required due to low emission levels of these regulated constituents.

The fuel cell proposed has a decibel rating of 60 dba at a distance of 30 feet, including noise from the cooling module fans.  This level is considered similar to a conversational tone.  At the WPCA New Haven property line on East Shore Parkway, approximately 120 feet from the proposed fuel cell site, the sound level would be below the zoning noise criteria for industrial and commercial areas.

The fuel cell would be sited 25 feet to the east (rear) of the WPCA New Haven Maintenance Building.
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