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INTRODUCTION 
 
 The Bureau of School Facilities (BSF) of the State Department of Education (SDE) is 

responsible for reviewing and approving school construction documents for 
completeness and code conformity.  The BSF is the only group that reviews for all state 
and federal codes and laws simultaneously, and is in a unique position to construct this 
Master List. 

 
 
 
PURPOSE 
 
 The purpose of this publication is to act as a guide to assist design professionals and 

local code enforcement officials to easily cross-reference code requirements for many 
aspects of construction, i.e., egress, additions, assembly/stage, etc.  This will expedite 
our review by helping to ensure that the number of code violations and oversights on 
plans submitted are at an absolute minimum.  It is not intended to replace any code 
requirement, but to act as a building plan design/review aid.  Also, this document in no 
way alleviates the design professional's responsibility to complete construction 
documents in conformance with all legal requirements, not just those listed herein. 

 
 
 
FUTURE UPDATES 
 
 The SDE cannot be responsible for changes that may occur to codes that render parts 

of this document inaccurate.  Users who agree to accept and use this document should 
be willing to make necessary changes to it if code requirements change, until revisions 
and reprinting can be made by this department. 
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BUREAU OF SCHOOL FACILITIES 
MASTER LIST 

 
THIS DOCUMENT IS ADVISORY ONLY, AND IS NOT INTENDED TO REPLACE ANY LOCAL, STATE OR 
FEDERAL REQUIREMENTS.  IT IS A COMBINATION OF MAJOR CODE ITEMS DRAWN FROM 
APPLICABLE STATE CODES AND FEDERAL LAWS AS THEY PERTAIN TO CONNECTICUT SCHOOLS 
PRE-K THROUGH 12.  THE MOST RESTRICTIVE CODES APPLY AND NOT ALL ITEMS WOULD 
PERTAIN TO ALL SCHOOLS.  THIS DOCUMENT CAN BE EFFECTIVELY USED AS A CHECKLIST FOR 
DEVELOPING OR REVIEWING CONSTRUCTION DOCUMENTS AND IS SUBJECT TO REVISIONS. 
 
 LEGEND 
 
 (New)        NEW OCCUPANCY OR NEW CONSTRUCTION 
         (including work within existing buildings)  
 
 (Existing)        EXISTING BUILDINGS 
 
 (IBC)        2003 INTERNATIONAL BUILDING CODE (adopted by the 2005 State Building Code) 
 
 (IFC)        2003 INTERNATIONAL FIRE CODE (adopted by the 2005 State Fire Code, 
      Parts l, ll, & lll) 
 
 (NFPA 101)     2003 NFPA 101 (adopted by the 2005 State Fire Code, Part lV 
 
 (504)        SECTION 504, REHABILITATION ACT 1973 
 
 (ADA)        AMERICANS WITH DISABILITIES ACT 
 
 (0SHA)        CURRENT O.S.H.A. - TITLE 29/LABOR 
 
 (HEALTH)        CURRENT CONNECTICUT PUBLIC HEALTH CODE 
 
 (CGS)        CONNECTICUT GENERAL STATUTES 
 
 
1. EGRESS 
 

A. Separate exits from each floor  
 (New) 1018.1, Table 1018.1, 1014.2.1, 1014.2.2, (IBC, IFC)  
  4.3.10 and Part 104: Subparts A, B, C (504)  
  4.1.3(8)(9), 4.3.10 (ADA)  
 (Existing) 15.2.4, 15.2.1.1, 7.4 (NFPA 101)  
  4.3.10 and Part 104: Subparts A, B, C (504)  
    
B. Area of refuge:  
 (New) 4.1.2(7)(d) and Part 104: Subparts A, B, C (504)  
 (Existing) 4.1.6(1)(a), 4.1.2(7)(d), and Part 104: Subparts A, B, C (504)  
    
C. Doors in direction of travel:  
 (New) 1008.1.2 (IBC, IFC)  
 (Existing) 15.2.1.1, 7.2.1.4.2, 7.2.1.4.3 (NFPA 101)  
    
D. No exit through hazardous areas:  
 (New) 1013.2 (IBC, IFC)  
 (Existing) 15.2.1.1, 7.5.1.6 (NFPA 101)  
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1. EGRESS (cont.) 
 

E. Number of assembly exits:  
 (New) 1018.1, Table 1018.1 (IBC, IFC)  
  4.3.10 and Part 104: Subparts A, B, C (504)  
  4.1.3(8)(9), 4.3.10 (ADA)  
 (Existing) 15.1.2.2.1, 13.2.4, 7.4 (NFPA 101)  
  4.3.10 and Part 104: Subparts A, B, C (504)  
    
F. Assembly main entrance/exit:  
 (New) 1024.2 (IBC, IFC)  
  Section 3 (CGS P.A. 03-231)  
 (Existing 15.1.2.2.1, 13.2.3.6.1, 13.2.3.6.5 (NFPA 101)  
    
G. Assembly other exits:  
 (New) 1024.3 (IBC, IFC)  
 (Existing) 15.1.2.2.1, 13.2.3.7, 13.2.3.7.4 (NFPA 101)  
    
H. Occupant load and exit capacity:  
 Educational:  
 (New) 1004.1, 1005.1, 1024.1, Table 1004.1.2, Table 1005.1 (IBC, IFC)  
 (Existing) 15.1.7, 15.2.3.1, 7.3, Table 7.3.1.2, Table 7.3.3.1 (NFPA 101)  
    
 Assembly:   
 (New) 1004.1, 1005.1, Table 1004.1.2, Table 1005.1 (IBC, IFC)  
 (Existing) 15.1.2.2.1, 13.2.3.1, Table 7.3.1.2, Table 7.3.3.1 (NFPA 101)  
    
I. Two remote doorways  
 (New) 1014 (IBC, IFC)  
  4.3.10 and Part 104: Subparts A, B, C (504)  
  4.1.3(8)(9), 4.3.10 (ADA)  
    
J. Travel distance and common path:  
 (New) 1015.1, Table 1015.1, 1013.3, 1024.8 (IBC, IFC)  
 (Existing) 15.2.6, 15.2.5.3, 15.2.1.1, 7.12.1, 15.1.2.2.1, 13.2.5.1.1, 13.2.6 (NFPA 101)  

 
2. ADDITIONS, NEW CONSTRUCTION, AND EXISTING (when applicable) 
 

A. Determine use group, construction type, and fire 
resistance rating of structure elements: 

 

 (New) 301.1, 401.1, 602.1, Table 601 (IBC)  
   
B. Building limitations:  
 (New) Chapters 5 and 6 (IBC)  
    
C. Fire walls and opening protectives:  
 (New) 705.1, 715 (IBC)  
    
D. Fire separation distance, exterior walls, and openings:  
 (New) 704.5, 704.8, 704.12; Tables 601, 602, 704.8 (IBC)  
    
E. Mixed occupancies:  
 (New) 302.3 (IBC)  
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2. ADDITIONS, NEW CONSTRUCTION, AND EXISTING (when applicable) (cont.) 
 

F. Separation of occupancies and opening protectives  
 (New) 302.3.2, Table 302.3.2, 706.3.6, 706.7, 715, Table 715.3 (IBC)  
    
G. Existing structures  
 (Existing)    Chapter 34 (IBC)  

 
3. ASSEMBLY, STAGE, PLATFORM (interior and exterior areas) 
 

A. Assembly seating (interior and exterior and assistive listening)  
 (New) 1108.2, 1108.2.7 (IBC), 1024.9, 1024.1.1 (IBC, IFC)  
  4.1.2(18), 4.33 (504)  
  4.1.3(19), 4.33 (ADA)  
 (Existing) 15.1.2.2.1, 13.2.5.4.4, 13.2.5.6.3 (NFPA 101)  
  4.33, 4.1.6(4)(f), and Part 104: Subparts A, B, C (504)  
  4.33, 4.1.6(3)(f), and Part 35: Subparts B, C, D (ADA)  
   
B. Stage standpipes:  
 (New) 410.7 (IBC), 905.3.4 (IBC, IFC)  
 (Existing) 15.1.2.2.1, 13.4.5.12.1 (NFPA 101)  
   
C. Stage vents:  
 (New) 410.3.7, (IBC), 401.10 (IFC)  
 (Existing) 15.1.2.2.1, 13.4.5.5 (NFPA 101)  
  
D. Stage curtain: 
 (New) 410.3.5 (IBC), 401.10 (IFC)  
 (Existing) 15.1.2.2.1, 13,3.3.1, 13.4.5.7, 10.2, 10.3.1 (NFPA 101)  
   
E. Proscenium walls:  
 (New) 410.3.4 (IBC), 401.10 (IFC)  
    
F. Catwalks:  
 (New and Existing)   
  1910.23(c),(e)(1), (e)(4) (OSHA)  
    
G. Stage and platform access:  
 (New) 1108.2.8 (IBC)  
  4.33.5 and Part 104: Subparts A, B, C (504)  
  4.33.5 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.1.6(4)(f)(ii), 4.33.5, and Part 104: Subparts A, B, C (504)  
  4.1.6(3)(f)(ii), 4.33.5, and Part 35: Subparts B, C, D (ADA)  
   
H. Stage accessory rooms:  
 (New) 410.5 (IBC), 401.10 (IFC)  

 
4. CLASSROOMS AND ALL OTHER ROOMS (not specifically named in this checklist) 
 

A. Window for rescue & ventilation for all student occupancies:  
 (New) 1025.1.1 (IBC, IFC)  
 (Existing) 15.2.11.1.1, 15.2.11.1.2 (NFPA 101)  
    
B. Preschool through second grade and level of exit discharge:  
 (New) 419.1.1, 419.1.2 (IBC), 401.16 (IFC)  
 (Existing) 15.2.1.2 (NFPA 101)  
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4.      CLASSROOMS AND ALLOTHER ROOMS (not specifically named in this checklist) (cont.) 
 

C. Sinks:  
 (New) 1101.2, 1109.3, and ICC A117.1 Section 606.1 (IBC)  
  4.24 and Part 104: Subparts A, B, C (504)  
  4.24 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.24 and Part 104: Subparts A, B, C (504)  
  4.24 and Part 35: Subparts B, C, D (ADA)  
   
D. Drinking fountains:  
 New) 1101.2, 1109.5, and ICC A117.1 Section 602.1 (IBC)  
  4.15 and Part 104: Subparts A, B, C (504)  
  4.15 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.15 and Part 104: Subparts A, B, C (504)  
  4.15 and Part 35: Subparts B, C, D (ADA)  
    
E. Toilet rooms:  
 (New) 1101.2, 1109.2, and ICC A117.1 Section 601.1 (IBC)  
  4.22 and Part 104: Subparts A, B, C (504)  
  4.22 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.22 and Part 104: Subparts A, B, C (504)  
  4.22 and Part 35: Subparts B, C, D (ADA)  
    
F. Workstations:  
 (New) 1101.2, 1109.11, and ICC A117.1 (IBC)  
  4.1.2(17), 4.32, and Part 104: Subparts A, B, C (504)  
  4.1.3(18), 4.32, and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.32, and Part 104: Subparts A, B, C (504)  
  4.32, and Part 35: Subparts B, C, D (ADA)  
    
G. Accessibility to tiers:  
 (New) 1104, 1101.2 and ICC A117.1 Sections 301.1, 401.1 (IBC)  
  4.33.5 and Part 104: Subparts A, B, C (504)  
  4.33.5 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.33.5 and Part 104: Subparts A, B, C (504)  
  4.33.5 and Part 35: Subparts B, C, D (ADA)  
   

 
5. CORRIDOR 
 

A. Protection:  
 (New) 1016.1 (IBC, IFC)  
 (Existing) 15.3.6 (NFPA 101)  
    
B. Opening protectives (except hazardous areas and stairs)  
 (New) 1016.1, 708.6, Table 715.3, 1101.2 and ICC A117.1 Section 404.2.10 (IBC)  
 (Existing) 15.3.6, 8.3, and Table 8.3.4.2 (NFPA 101)  
    
C. Drinking fountains:  
 (New) 1101.2, 1109.5, and ICC A117.1 Section 601.1 (IBC)  
  4.15 and Part 104: Subparts A, B, C (504)  
  4.15 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.15 and Part 104: Subparts A, B, C (504)  
  4.15 and Part 35: Subparts B, C, D (ADA)  
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5. CORRIDOR (cont.) 
 

D. Deadends:  
 (New) 1016.3 (IBC, IFC)  
 (Existing) 15.2.5.2, 13.2.5.1.2 (NFPA 101)  
    
E. Smoke compartments:  
 (Existing) 15.3.7.1 (NFPA 101)  
    
F. Continuity:  
 (New) 1003 (IBC, IFC)  
 (Existing) 15.2.1.1, 15.7.4.2, 7.1.10 (NFPA 101)  
    
G. Width:  
 (New) 1016.2 (IBC, IFC)  
 (Existing) 15.2.1.1, 7.3.4, 15.2.3.2 (NFPA 101)  

 
6. DOORS 
 

A. Size:  
 (New) 1008.1.1 (IBC, IFC)  
  4.13 and Part 104: Subparts A, B, C (504)  
  4.13 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 15.2.2.2.1, 7.2.1.2.4 (NFPA 101)  
  4.13.5 and Part 104: Subparts A, B, C (504)  
  4.13.5 and Part 35: Subparts B, C, D (ADA)  
    
B. Door encroachment:  
 (New) 1005.2 (IBC, IFC)  
 (Existing) 15.2.5.5, 7.2.1.4.4 (NFPA 101)  
    
C. Maneuvering clearance at doors:  
 (New) 1101.2 and ICC A117.1 Section 404.2.3 (IBC)  
  4.13.6 and part 104: Subparts A, B, C (504)  
  4.13.6 and part 35: Subparts B, C, D (ADA)  
 (Existing) 413.6, and part 104: Subparts A, B, C (504)  
  413.6, and part 35: Subparts B, C, D (ADA)  
    
D. Safety glass:  
 (New) 2406.1, 2406.3 (IBC)  
    
E. Door surface:  
 (New) 1101.2 and ICC A117.1 Section 404.2.9 (IBC)  
    
F. Guard bars on sidelights:  
 (Existing) 15.2.1.1, 7.2.1.1.2 (NFPA 101)  
    
G. Doors in series:  
 (New) 1008.1.7 (IBC, IFC)  
  4.13.7 and Part 104: Subparts A, B, C (504)  
  4.13.7 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.13.7 and Part 104: Subparts A, B, C (504)  
  4.13.7 and Part 35: Subparts B, C, D (ADA)  
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7. ELEVATORS AND LIFTS 
 

A. Elevators and lifts:  
 (New) 1109.6, 1109.7, 1101.2 and ICC A117.1 Sections 407, 410,   
  Table 407.4.1, Figure 407.1 (IBC)  
  4.10.9, 4.11 and Part 104: Subparts A, B, C (504)  
  4.10.9, 4.11 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.1.6(4)(c), 4.10.9, 4.11 and Part 104: Subparts A, B, C (504)  
  4.1.6(3)(c), 4.10.9, 4.11 and Part 35: Subparts B, C, D (ADA)  
   
B. Controls and operations:  
 (New) 1101.2 and ICC A117.1 Section 407, 410 (IBC)  
  4.10, 4.11, 4.27 and part 104: Subparts A, B, C (504)  
  4.10, 4.11 and part 35: Subparts B, C, D (ADA)  
 (Existing) 4.10, 4.11, 4.27, and part 104: Subparts A, B, C (504)  
  4.10, 4.11, and part 35: Subparts B, C, D (504)  
   
C. Enclosure:  
 (New) 3002.1, 707.4, 3006.4 (IBC)  
 (Existing 15.3, 8.6 (NFPA 101)  

 
8. FINISHES AND FURNISHINGS 
 

A. Classification and requirements:  
 (New)  801.1(IBC, IFC)  
 (Existing) 15.3.3, 13.3.3, 10.2 (NFPA 101)  

 
9. HARDWARE 
 

A. Positive latching locksets or latchsets:  
 (New) 708.6, 715.3.7.1 (IBC)  
 (Existing) Connecticut State Fire Code Supplement, Part 11, Sec. 29-292-12e (&13e), and 1

NFPA 80 Sect 2-4.4 
 

    
B. Closers:  
 (New) 708.6, 715.3.7, 302.1.1 (IBC)  
 (Existing) 15.3.6, 8.3.3.3, 8.4.3.5; 15.2.1.1, 7.1.3.2.1(4); 15.3.2.1, 8.3.3.3 (NFPA 101)  
    
C. Panic exit devices:  
 (New) 1008.1.9 (IBC, IFC)  
  4.13.9 and Part 104: Subparts A, B, C (504)  
  4.13.9 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 15.2.2.2.2 (NFPA 101)  
  4.13.9 and Part 104: Subparts A, B, C (504)  
  4.13.9 and Part 35: Subparts B, C, D (ADA)  
    
D. Accessible door hardware:  
 (New) 1101.2 and ICC A117.1 Section 404.2.6 (IBC)  
  4.13.9 and Part 104: Subparts A, B, C (504)  
  4.13.9 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.13.9 and Part 104: Subparts A, B, C (504)  
  4.13.9 and Part 35: Subparts B, C, D (ADA)  
   
E. Tactile warnings:  
 (New & Existing 4.29.3, and Part 104: Subparts A, B, C (504)  
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10. HAZARDOUS AREAS (also see sprinklers) 
 

A. Protection:  
   
 Shops:   
 (New) 302.1.1, Table 302.1.1 (IBC)  
 (Existing) 15.3.2.1(2) (NFPA 101)  
    
 Storage:   
 (New) 302.1.1, Table 302.1.1 (IBC)  
 (Existing) 15.3.2.1(1) (NFPA 101)  
    
 Boiler:  
 (New) 302.1.1, Table 302.1.1 (IBC)  
 (Existing) 15.3.2.1(1)(a) (NFPA 101)  
    
 Waste:   
 (New) 302.1.1, Table 302.1.1 (IBC)  
 (Existing) 15.3.2.1(1) (NFPA 101)  
   
 Garage:   
 (New) 302.1.1, Table 302.1.1 (IBC)  
 (Existing) 15.3.2.1(2), 40.3.2 (NFPA 101)  
   
 Finish:  
 (New) 302.1.1, Table 302.1.1 (IBC)  
 (Existing) 15.3.2.1(2)(a) (NFPA 101)  
    
 Labs/Prep:  
 (New) C.G.S. 29-337; 1996 NFPA 45 Sect 3-1.6 (IFC)  
 (Existing) 15.3.2.1(2) (NFPA 101)  
   
 Rooms with hazardous contents:  
 (New) 302.1.1, Table 302.1.1 (IBC)  
 (Existing) 15.3.2.1(2)(a) (NFPA 101)  
    
 Janitor closets:  
 (New) 302.1.1, Table 302.1.1 (IBC)  
 (Existing) 15.3.2.1(1)(d) (NFPA 101)  
    
B. Opening protectives:  
 (New) 302.1.1.1, 706.1, Table 715.3 (IBC)  
 (Existing) 15.3.2.1, 8.3.4, Table 8.3.4.2 (NFPA 101)  
    
C. Penetrations:  
 (New) 712.1 (IBC)  
  703.1 (IFC)  
 (Existing) 15.3.2.1, 8.7, 8.3 (NFPA 101)  
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11. HOME ECONOMICS (including culinary, life skills, staff lounges, etc.) 
 

A. Appliances:  
 (New) 1101.2, ICC A117.1 Section 804.6, IMC Section 505 (IBC)  
  4.34.6.7 thru 4.34.7.3, 4.27, and Part 104: Subparts A, B, C (504)  
  2.27 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.34.6.7 thru 4.34.7.3, 4.27, and Part 104: Subparts A, B, C (504)  
  4.27, and Part 35: Subparts B, C, D (ADA)  
    
B. Controls:  
 (New) 1101.2 and ICC A117.1 Section 804.6.4 (IBC)  
  4.34.6.6, 4.27 and Part 104: Subparts A, B, C (504)  
  4.27 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.34.6.6, 4.27, and Part 104: Subparts A, B, C (504)  
  4.27 and Part 35: Subparts B, C, D (ADA)  
    
C. Sinks:  
 (New) 1101.2 and ICC A117.1 Section 606.1 (IBC)  
  4.24 and Part 104: Subparts A, B, C (504)  
  4.24 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.24 and Part 104: Subparts A, B, C (504)  
  4.24 and Part 35: Subparts B, C, D (ADA)  
    
D. Workstations:  
 (New) 1101.2 and ICC A117.1 Section 902.1 (IBC)  
  4.1.2(17), 4.32 and Part 104: Subparts A, B, C (504)  
  4.1.3(18), 4.32 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.32 and Part 104: Subparts A, B, C (504)   
  4.32 and Part 35: Subparts B, C, D (ADA)  

 
12. KITCHENS 
 

A. Serving line  
 (New) 1101.2 and ICC A117.1 Section 403.5 (IBC)  
  5.2 and Part 104: Subparts A, B, C (504)  
  5.5 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 5.2 and Part 104: Subparts A, B, C (504)  
  5.5 and Part 35: Subparts B, C, D (ADA)  
    
B. Suppression system:  
 (New) 2801.1 and IMC Sections 506, 507, 508, 509 (IBC)  
 (Existing) 15.3.2.2, 9.2.3, and NFPA 96 (NFPA 101)  
    
C. Ceilings:  
 (New & 

Existing) 
19-13-B42(c) (HEALTH)  

    
D. Floors:  
 (New & 

Existing) 
19-13-B42(b) (HEALTH)  

    
E. Walls:  
 (New & 

Existing) 
19-13-B42(c) (HEALTH)  
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12. KITCHENS (cont.) 
 

F. Handwash sink:  
 (New & Exist) 19-13-B42(h) (HEALTH)  
    
G. Food prep sink:  
 (New & Exist) 4.24 and Part 104: Subparts A, B, C (504)  
    
H. Workstation:  
 (New & Exist) 4.32 and Part 104: Subparts A, B, C (504)  
    
I. Fire extinguisher:  
 (New) 904.11.5 (IFC), 906.1 (IBC, IFC)  

 
13. LABORATORIES 
 

A. Emergency gas shutoff (Recommendation):  
 (New) 2801.1, 101.4.2; CGS 29-329, 29-330, 29-331 (IBC)  
  CGS 29-329; 1996 NFPA 54 Sect 3.10.2 (IFC)  
 (Existing) CGS 29-329; and 1996 NFPA 54 Sect 3.10.2 (NFPA 101)  
    
B. Eyewash & bodywash:  
 (New &  

Existing) 
1910.151 (c) (OSHA)  

    
C. Sink:  
 (New) 1101.2 and ICC A117.1 Section 606.1 (IBC)  
  4.24 and Part 104: Subparts A, B, C (504)  
  4.24 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.24 and Part 104: Subparts A, B, C (504)  
  4.24 and Part 35: Subparts B, C, D (ADA)  
    
D. Workstations (student and instructor):  
 (New) 1101.2 and ICC A117.1 Section 901.1 (IBC)  
  4.1.2(17), 4.32, and Part 104: Subparts A, B, C (504)  
  4.1.3(18), 4.32, and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.32 and Part 104: Subparts A, B, C (504)   
  4.32 and Part 35: Subparts B, C, D (ADA)  
    
E. Laboratory prep room vent:  
 (New) 2801.1, 101.4.2; CGS 29-329, 29-330, 29-331 (IBC)  
  CGS 29-320; 1996 NFPA 30 Sect 4-4.2.11 (IFC)  
 (Existing) CGS 29-320; 1996 NFPA 30 Sect 4-4.2.11 (NFPA 101)  
    
F. Fire extinguisher:  
 (New) 906.1 (IBC, IFC), CGS 29-337; 1996 NFPA 45 Sect 4-1 (IFC)  
 (Existing) CGS 29-337; 1996 NFPA 45 Sect 4-1 (NFPA 101)  
    
G. Fume hoods:  
 (New) 2801.1, 101.4.2, CGS 29-329, 29-330, 29-331; IMC 510 (IBC)  
  CGS 29-337; 1996 NFPA 45 Chapter 6 (IFC)  
 (Existing) CGS 29-337; 1996 NFPA 45 Chapter 6 (NFPA 101)  
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14. LOCKER/SHOWER 
 

A. Toilet room, water closet:  
 (New) 1101.2, 1109.1, and ICC A117.1 Section 601.1 (IBC)  
  4.22, 4.23, and Part 104: Subparts A, B, C (504)  
  4.22, 4.23, and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.1.6(4)(e), 4.22, 4.23, and Part 104: Subparts A, B, C (504)  
  4.1.6(3)(e), 4.22, 4.23, and Part 35: Subparts B, C, D (ADA)  
   
B. Unisex toilet and bathing rooms:  
 (New) 1109.2.1 (IBC)  
    
C. Lavatory:  
 (New) 1101.2, 1109.1, and ICC A117.1 Section 601.1 (IBC)  
  4.19 and Part 104: Subparts A, B, C (504)  
  4.19 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.19 and Part 104: Subparts A, B, C (504)  
  4.19 and Part 35: Subparts B, C, D (ADA)  
    
D. Shower:  
 (New) 1101.2, 1109.1, and ICC A117.1 Section 601.1 (IBC)  
  4.21 and Part 104: Subparts A, B, C (504)  
  4.21 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.21 and Part 104: Subparts A, B, C (504)  
  4.21 and Part 35: Subparts B, C, D (ADA)  
    
E. Bench:  
 (New) 1101.2, 1109.1, and ICC A117.1 Sections 803.4 and 903.3 (IBC)  
    
F. Access to gymnasium:  
 (New) 1101.2, 1104, and ICC A117.1 Section 401.1 (IBC)  
  4.3 and Part 104: Subparts A, B, C (504)  
  4.3 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.3 and Part 104: Subparts A, B, C (504)  
  4.3 and Part 35: Subparts B, C, D (ADA)  

 
15. MECHANICAL/ELECTRICAL/PLUMBING 
 

A. Mechanical:  
 (New) 2801.1 (IBC)  
 (Existing) 15.5.2.1 (NFPA 101)  
   
B. Electrical:  
 (New) 2701.1 (IBC)  
 (Existing) 15.5.1, 9.1.2, NFPA 70 (NFPA 101)  
.    
C. Plumbing:  
 (New) 2901.1 (IBC)  
   
D. GFI:  
 (New) 1910.303(b) (OSHA)  
 (Existing) 1910.303(b) (OSHA)  
  15.5.1, 9.1.2, NFPA 70 (NFPA 101)  
    
E. Dampers at ducts and air transfer openings in walls and through floors:  
 (New) 716, 712 (IBC)  
 (Existing) 15.5.2, 9.2, and NFPA 90A and 90B (NFPA 101)  
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15. MECHANICAL/ELECTRICAL/PLUMBING (cont 

    
F. Minimum number of plumbing fixtures:  
 (New) 2902.1 (IBC)  
   
G. Backflow preventer:  
 (New) 2901.1 and IPC Section 608 (IBC)  
    
H. Building exterior gas shut-off valve:  
 (New) 2801.1, 101.4.2, C.G.S. 29-329, 29-330, 29-331 (IBC)  
  CGS 29-329; 1996 NFPA 54 Sect 3.10.3 (IFC)  
 (Existing) 15.3.2.1(2), 8.7.3, 8.7.4, and 1996 NFPA 54 Sect 3.10.3; CGS 29-329 (NFPA 101)  
    
I. Space above ceilings (plenum):  
 (New) 1016.4.1 (IBC, IFC)  
 (Existing 15.5, 9.1, NFPA 90, and NFPA 70 (NFPA 101)  
    
J. Emergency lights:  
   
 Assembly:  
 (New) 1006.3 (IBC, IFC)  
 (Existing) 15.1.2.2.1, 13.2.9 (NFPA 101)  
    
 Stairs, Corridors:  
 (New) 1006.3 (IBC, IFC)  
 (Existing) 15.2.9, 7.9 (NFPA 101)  
    
 Means of egress:  
 (Existing) 15.2.9, 7.9 (NFPA 101)  
    
 Emergency power:  
 (New) 1006.3, 2702, (IBC, IFC)  
 (Existing) 15.2.9, 7.9 (NFPA 101)  
    
K. Exit signs:  
   
 At exits, visible from any direction, tactile:   
 (New) 1011.1 (IBC, IFC)  
 (Existing) 15.2.10, 7.10 (NFPA 101)  
    
 Assembly:  
 (New) 1011.1 (IBC, IFC)  
 (Existing) 15.1.2.2.1, 13.2.10.1, 7.10 (NFPA 101)  
    
 Emergency power:  
 (New) 1011.5.3 (IBC, IFC)  
 (Existing) 15.2.10, 7.10 (NFPA 101)  
    
L. Miscellaneous penetrations:  
 (New) 701.1 (IBC)  
 (Existing) Chapter 8 (NFPA 101)  
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16. NOTIFICATION, INITIATION, AND DETECTION 

   
A. Fire alarms:  
   
 Assembly:  
 (New) 907.2, 907.2.1, 907.2.3, 907.9, and ICC A117.1 Section 701.1 (IBC, IFC)  
  4.1.2(13), 4.28 and Part 104: Subparts A, B, C (504)  
  4.1.3(14), 4.28 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 15.1.2.1, 6.1.14.3.2, 15.3.4.3.1.1, 9.6.3.5 (NFPA 101)  
  4.28 and Part 104: Subparts A, B, C (504)  
  4.28 and Part 35: Subparts B, C, D (ADA)  
   
 Educational:  
 (New) 907.2, 907.2.3, 907.9, and ICC A117.1 Section 701.1 (IBC, IFC)  
  4.1.2(13), 4.28 and Part 104: Subparts A, B, C (504)  
  4.1.3(14), 4.28 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 15, 3.4.3.1.1, 9.6.3.5 (NFPA 101)  
  4.28 and Part 104: Subparts A, B, C (504)  
  4.28 and Part 35: Subparts B, C, D (ADA)  
   
 Emergency power:  
 (New) 907.4 (IBC, IFC)  
 (Existing) 15.3.4.3.1.1, 9.6 (NFPA 101)  
    
B. Alarm notification activation:  
 (New) 907.6 (IBC, IFC)  
 (Existing) 15.3.4.3.1.1, 9.6 (NFPA 101)  
    
C. Manual fire alarm stations:  
   
 Assembly:  
 (New) 907.2.1, 907.2.3, 907.3, and ICC A117.1 Section 701.1 (IBC, IFC)  
 (Existing) 15.1.2.1, 6.1.14.3.2, 15.3.4.2, 9.6.2 (NFPA 101)  
    
 Exits:  
 (New) 907.2.1, 907.2.3, 907.3, and ICC A117.1 Section 701.1 (IBC, IFC)  
 (Existing) 15.3.4.2, 9.6.2 (NFPA 101)  

 
17. SHOPS/FINISH 
 

A. Emergency electrical shutoffs:  
 (New) 2701.1 and NFPA 70 (IBC)  
 (Existing) 15.5.1, 9.1, and NFPA 70 (NFPA 101)  
  
B. Eyewash & bodywash: 
 (New & 

Existing) 
1910.151(c) (OSHA)  

    
C. Sinks:   
 (New) 1101.2, 1109.3, and ICC A117.1 Section 606.1 (IBC)  
  4.24 and Part 104: Subparts A, B, C (504)  
  4.24 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.24 and Part 104: Subparts A, B, C (504)  
  4.24 and Part 35: Subparts B, C, D (ADA)  
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17. SHOPS/FINISH (cont.) 

    
D. Workstations (student and instructor):  
 (New) 1101.2, 1109.11, and ICC A117.1 Section 901.1 (IBC)  
  4.1.2(17), 4.32 and Part 104: Subparts A, B, C (504)  
  4.1.3(18), 4.32 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.32 and Part 104: Subparts A, B, C (504)  
  4.32 and Part 35: Subparts B, C, D (ADA)  
E. Drinking fountain:  
 (New) 1101.2, 1109.5, and ICC A117.1 Section 602.1 (IBC)  
  4.15 and Part 104: Subparts A, B, C (504)  
  4.15 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.15 and Part 104: Subparts A, B, C (504)  
  4.15 and Part 35: Subparts B, C, D (ADA)  
    
F. Contaminant removal system:  
 (New) 2801.1 and IMC 510.1, 511.1 (IBC)  
  1910.134 (OSHA)  
 (Existing) 15.5.2.1, 9.2.2, NFPA 91 (NFPA 101)  
  1910.134 (OSHA)  
G. Finish room equipment:  
 (New) 2701.1 and NFPA 70 (IBC)  
 (Existing) 15.5.1, 9.1, and NFPA 70 (NFPA)  
   
H. Finish room hood:  
 (New) 2801.1 and IMC 510.1, 511.1 (IBC)  
 (Existing) 15.5.2.1, 9.2.2, NFPA 91 (NFPA 101)  
     
I. Fire Extinguisher:  
 (New) 906.1 (IBC, IFC)  

 
18. SITE (also see Sections 3 and 21) 
 

A. Parking: 
 (New) 1106, 1101.2, and ICC A117.1 Section 501.1 (IBC) 
  4.1.1(5), 4.6, and Part 104: Subparts A, B, C (504) 
  4.1.2(5), 4.6, and Part 35: Subparts B, C, D (ADA) 
 (Existing) 4.6 and Part 104: Subparts A, B, C (504) 
  4.6 and Part 35: Subparts B, C, D (ADA) 
  
B. Passenger loading zone: 
 (New) 1106.7, 1110.1, 1101.2, and ICC A117.1 Section 503.1 (IBC) 
  4.6 and Part 104: Subparts A, B, C (504) 
  4.6.6 and Part 35: Subparts B, C, D (ADA) 
 (Existing) 4.6, and Part 104: Subparts A, B, C (504) 
  4.6.6, and Part 35: Subparts B, C, D (ADA) 
    
C. Entrances, exits, accessible routes, public way: 
 (New) 1104, 1105, 1106, 1101.2, and ICC A117.1 Section 401.1 (IBC) 
  4.1.1, 4.1.2(8), 4.3, 4.3.10, 4.5.1, 4.7, and Part 104: Subparts A, B, C (504) 
  4.1.2, 4.1.3(8)(9), 4.3, 4.3.10, 4.5.1, 4.7, 4.29, and Part 35: Subparts B, C, D (ADA) 
 (Existing) 15.2.1.1, 7.1.10.1 (NFPA 101) 
  4.3, 4.3.10, 4.5.1, 4.7, and Part 104: Subparts A, B, C (504) 
  4.3, 4.3.10, 4.5.1, 4.7, 4.29, and Part 35: Subparts B, C, D (ADA) 
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18. SITE (cont.) 

   
D. Access to athletic fields, bleachers, playgrounds, dugouts, press boxes, concessions: 
 (New) 1104,1101.2, and ICC A117.1 Section 401.1 (IBC) 
  4.3 and Part 104: Subparts A, B, C (504) 
  4.3 and Part 35: Subparts B, C, D (ADA) 
 (Existing) 4.3 and Part 104: Subparts A, B, C (504) 
  4.3 and Part 35: Subparts B, C, D (ADA) 

 
19. SPACE ELEMENTS 
 

A. Space allowance:   
 (New) 1101.2 and ICC A117.1 Sections 301.1, 401.1 (IBC)  
  4.2, 4.3, 4.4, and Part 104: Subparts A, B, C (504)  
  4.2, 4.3, 4.4, and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.2, 4.3, 4.4, and Part 104: Subparts A, B, C (504)  
  4.2, 4.3, 4.4, and Part 35: Subparts B, C, D (ADA)  
    
B. Reach ranges:  
 (New) 1101.2, 1109.13, and ICC A117.1 Sections 308.1 (IBC)  
  4.2.5, 4.2.6, and Part 104: Subparts A, B, C (504)  
  4.2.5, 4.2.6, and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.2.5, 4.2.6, and Part 104: Subparts A, B, C (504)  
  4.2.5, 4.2.6, and Part 35: Subparts B, C, D (ADA)  
   
C. Signs for accessible elements and directional:  
 (New) 1101.1, 1110, 1011, 1101.2, and ICC A117.1 Section 703.1 (IBC)  
  4.30 and Part 104: Subparts A, B, C (504)  
  4.30 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.30 and Part 104: Subparts A, B, C (504)  
  4.30 and Part 35: Subparts B, C, D (ADA)  
    

 
20. SPRINKLERS 
 

A. Locations:  
   
 Educational occupancy:  
 (New) Public Act No.05-31 (CGS)  
  903.2.2 (IBC, IFC)  
 (Existing) 10.3.5.3 (NFPA 101)  
    
 Assembly occupancy:  
 (New) 903.2 (IBC, IFC)  
 (Existing) 15.3.2.3, 13.3.5.4 (NFPA 101)  
    
 Finish room:  
 (New) 302.1.1, Table 302.1.1 (IBC)  
 (Existing) 15.3.2.1(2)(a) (NFPA 101)  
   
 Stage and accessory rooms:  
 (New) 410.6 (IBC)  
 (Existing) 15.3.2.3, 13.4.5.10 (NFPA 101)  
    
B. Smoketight:  
 (Existing) 15.3.6(2) (NFPA 101)  
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20. SPRINKLERS (cont.) 

    
C. Location of Heads:  
 (New) 903 (IBC, IFC)  
 (Existing) 15.3.5.5, 9.7.1.1(1) (NFPA 101)  

 
21. STAIRS/RAMPS (interior and exterior) 
 

A. Stair enclosure rating (and adjacent exterior walls):  
 (New) 1019.1 (IBC, IFC)  
 (Existing) 15.2.1.1, 15.2.4, 7.1.3.2.1 (NFPA 101)  
    
B. Stair door rating:  
 (New) 1019.1.1 (IBC, IFC); 715.0, Tables 715.3, 715.4.3 (IBC)  
 (Existing) 15.2.1.1, 7.1.3.2.1, 8.2.2, 8.3.3, 8.3.4, Table 8.3.4.2 (NFPA 101)  
    
C. Stair handrails and guards:  
 (New) 1009.11, 1012 (IBC, IFC)  
  4.9.4 and Part 104: Subparts A, B, C (504)  
  4.9.4 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 15.2.1.1, 7.2.2.4 (NFPA 101)  
  4.9.4 and Part 104: Subparts A, B, C (504)  
  4.9.4 and Part 35: Subparts B, C, D (ADA)  
  1910.23 (a)(e) (OSHA)  
    
D. Stair landing guards:  
 (New) 1012 (IBC, IFC)  
 (Existing) 15.2.1.1, 7.2.2.4 (NFPA 101)  
  1910.23 (a)(e) (OSHA)  
    
E. Stair tread tapered nosing:  
 (New) 1009.3.2 (IBC, IFC)  
  4.9.3 and Part 104: Subparts A, B, C (504)  
  4.9.3 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 15.2.1.1, 7.2.2.3.3.2 (NFPA 101)  
  4.9.3 and Part 104: Subparts A, B, C (504)  
  4.9.3 and Part 35: Subparts B, C, D (ADA)  
    
F. Stairs to exit discharge:  
 (New) 1023.1, 1023.6 (IBC, IFC)  
 (Existing) 15.2.1.1, 7.7 (NFPA 101)  
    
G. No hazardous or non-occupancy opening into stairs:  
 (New) 1019.1.2 (IBC, IFC)  
 (Existing) 15.2.1.1, 7.1.3.2.1 (NFPA 101)  
    
H. Stair width:  
 (New) 1009.1 (IBC, IFC)  
 (Existing) 15.2.1.1 (NFPA 101)  
    
I. Ramp width:  
 (New) 1010.5 (IBC, IFC)  
  4.8.3 and Part 104: Subparts A, B, C (504)  
  4.8.3 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 15.2.1.1, 7.2.5.2(2) (NFPA 101)  
  4.8.3 and Part 104: Subparts A, B, C (504)  
  4.8.3 and Part 35: Subparts B, C, D (ADA)  
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21. STAIRS/RAMPS (interior and exterior) (cont.) 

    
J. Ramp handrails and guards:  
 (New) 1010.8, 1010.10 (IBC, IFC)  
  4.8 and Part 104: Subparts A, B, C (504)  
  4.8 (and Part 35: Subparts B, C, D ADA)  
 (Existing) 15.2.1.1, 7.2.5.4 (NFPA 101)  
  4.8 and Part 104: Subparts A, B, C (504)  
  4.8 and Part 35: Subparts B, C, D (ADA)  
    
K. Ramp surface and edge protection:  
 (New) 1010.7.1, 1010.9, (IBC, IFC)  
  4.8.6, 4.8.7, and Part 104: Subparts A, B, C (504)  
  4.8.6, 4.8.7, and Part 35: Subparts B, C, D (ADA)  
 (Existing) 15.2.1.1, 7.2.5.3.1 (NFPA 101)  
  4.8.6 and Part 104: Subparts A, B, C (504)  
  4.8.6 and Part 35: Subparts B, C, D (ADA)  
    
L. Ramp landings:  
 (New) 1010.6 (IBC, IFC)  
  4.8.4 and Part 104: Subparts A, B, C (504)  
  4.8.4 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 15.2.1.1, 7.2.5.3.2 (NFPA 101)  
  4.8.4 and Part 104: Subparts A, B, C (504)  
  4.8.4 and Part 35: Subparts B, C, D (ADA)  
    
M. Ramp slope:  
 (New) 1010.2 (IBC, IFC)  
  4.8.2 and Part 104: Subparts A, B, C (504)  
  4.8.2 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 15.2.1.1, 7.2.5.2(2) (NFPA 101)  
  4.8.2 and Part 104: Subparts A, B, C (504)  
  4.8.2 and Part 35: Subparts B, C, D (ADA)  

 
22. TOILET ROOMS 
 

A. Toilet rooms, water closets:  
 (New) 1109.2, 1109.2.1, 1109.2.2, 1109.2.3, 1101.2, and ICC A117.1 Section 601.1 (IBC)  
  4.22 and Part 104: Subparts A, B, C (504)  
  4.22 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.1.6(4)(e), 4.22, and Part 104: Subparts A, B, C (504)  
  4.1.6(3)(e), 4.22, and Part 35: Subparts B, C, D (ADA)  
   
B. Unisex toilet and bathing rooms:  
 (New) 1109.2.1 (IBC)  
    
C. Lavatory:  
 (New) 1109.2, 1101.2, and ICC A117.1 Section 601.1 (IBC)  
  4.22.6 and Part 104: Subparts A, B, C (504)  
  4.22.6 and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.22.6 and Part 104: Subparts A, B, C (504)  
  4.22.6 and Part 35: Subparts B, C, D (ADA)  
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22. TOILET ROOMS (cont.) 

   
D. Floor space:  
 (New) 1101.2, and ICC A117.1 Sections 301.1, 601.1 (IBC)  
  4.22.2, 4.22.3, 4.19.3, and Part 104: Subparts A, B, C (504)  
  4.22.2, 4.22.3, and Part 35: Subparts B, C, D (ADA)  
 (Existing) 4.22.2, 4.22.3, 4.19.3, and Part 104: Subparts A, B, C (504)  
  4.22.2, 4.22.3, and Part 35: Subparts B, C, D (ADA)  
    
E. Ventilation:  
 (New & 

Existing) 
19-13-B110 (HEALTH)  

 
23. VERTICAL OPENINGS (other than exit enclosures) 
 

A. Protection:  
 (New) 404, 707 (IBC)  
  701.1 (IFC)  
 (Existing) 15.3, 8.6 (NFPA 101)  

 
24. MISCELLANEOUS: 
 

A. Fire extinguishers: 
 (New) 906.1 (IBC, IFC), 13.6 of Part V (NFPA 1) 
   
B. Review contract documents for any code requirements other than those listed in this document: 

 
STATE CODES AND FEDERAL LAWS GOVERNING SCHOOL CONSTRUCTION 
 

1. CONNECTICUT STATE BUILDING CODE 
 
                 - 2003 International Building Code (IBC) 
                 - 2003 International Mechanical Code (IMC) 
                 - 2005 NFPA 70 National Electrical Code  
                 - 2003 International Plumbing Code (IPC) 
                 - 2003 ICC/ANSI A117.1 
                  -2003 International Existing Building Code (IEBC) 
                 - 2005 Connecticut Supplement 
 
2. CONNECTICUT STATE FIRE SAFETY CODE 
                 - 2003 International Fire Code (IFC) 
                  -2003 NFPA 101 
                 - 2003 NFPA 1 Uniform Fire Code 
                 - 2005 NFPA 70 National Electrical Code 
                 - 2005 Connecticut Supplement 
 
3. FEDERAL LAWS 
 
                 - Section 504, Rehabilitation Act 1973 including  
                   Uniform Federal Accessibility Standards (UFAS) and 504 Regulations 
                 - Americans with Disabilities Act, Title II, including Americans with Disabilities 
                   Act Accessibility Guidelines (ADAAG) and ADA Regulations 
 
4. CURRENT PUBLIC HEALTH CODE 
 
5. CURRENT O.S.H.A. - TITLE 29/LABOR 
 

GUIDE2  Revised 1-23-09 


