SAMPLE PRR
(REVIEWER’S LETTERHEAD GOES HERE)
PLAN REVIEW RECORD (PRR)

	BSF Project No.:
	
	Prepared by:
	

	Project Phase No.:
	          of 
	
	(Name and Title)

	
	
	
	

	Facility Name:
	
	                   Date:
	

	
	
	
	

	School District:
	
	Submission Date:
	


This project cannot be approved because the following listed items appear to violate applicable state codes and/or federal laws, or are being questioned as to code compliance.

When the author(s) of the items listed below is (are) satisfied that the noted violation has been resolved, then that author shall mark either “Documents Revised” or “State Modification Received”, then sign and date for that specific listed item (as “Local Official”).

FIRE SAFETY CODE:

00.
Sections 15.2.1.1, 15.2.4, 7.1.3.2.1 (Part IV) = Exits shall be separated from other parts of the building in accordance with Section 8.2.  The separation shall have not less than a 1-hour fire-resistance rating where the exit connects three stories or less.  See Sheet XXXX.

Documents Revised ______ State Modification Received ______

Local Official ______________________________________________Date __________

BUILDING CODE:

00.
Sections 1109.2.1, 1101.2 and ICC A117.1 Section 601.1 = One accessible unisex toilet room shall be provided where an aggregate of six or more male and female water closets is required.  See Sheets XXXX.

Documents Revised ______ State Modification Received ______

Local Official ______________________________________________Date __________

FEDERAL 504/ADA
00.
Part 104: Subparts A, B, C, D (504), and Section 608 (ADA) = Shower facilities in Locker Room XXX shall be accessible to persons with disabilities.  Shower stall size and clear floor space shall comply with Fig. 35(a) or (b).  The shower stall [Fig. 35(a)] shall be 36 inches by 36 inches.  A seat shall be provided in shower stalls 36 inches by 36 inches and shall be as shown in Fig. 36.  The seat shall be mounted 17 inches to 19 inches from the bathroom floor and shall extend the full depth of the stall.  The seat shall be on the wall opposite the controls.  See Sheet XXXXX.

Documents Revised ______ 

Local Official ______________________________________________Date __________

00.
Part 104: Subparts A, B, C, D (504), and Section 505.4 (ADA) = Stair handrails on accessible routes shall be usable for children age 12 and under.  A maximum height of 28 inches measured to the top of the gripping surface from the stair nosing is considered useable.  Sufficient vertical clearance between the upper and lower handrails (9 inches minimum) should be provided to help prevent entrapment.  See Sheet XXXX.
Documents Revised ______ 

Local Official ______________________________________________Date __________

XXXXX School

XXX-XXX XX, Phase X of X

Page X of X

HEALTH CODE:

00.
Section 19-13-B42(h) = Kitchen shall have a separate handwashing sink (that is accessible to persons with disabilities) located within the room where food is prepared.  See Sheet XXXXX.

Documents Revised ______ State Modification Received ______

Local Official ______________________________________________Date __________

O.S.H.A.:

00.
Section 1910.151(c), 1910.132(d) = Where the eyes or body of any person may be exposed to injurious corrosive materials (as determined by a hazard assessment) (including in Science Labs and Prep Room) suitable facilities for quick drenching or flushing of the eyes and body (eyewash and bodywash that is accessible to persons with disabilities) shall be provided within the work area for immediate emergency use.  OSHA refers to ANSI Z358.1 for guidance on installation and operation of an emergency eyewash and shower.  Eye/Face Drench unit does not appear to meet the requirements for protection.  Drop-down units do not comply.  See Sheet XXXXX.

Documents Revised ______ State Modification Received ______

Local Official ______________________________________________Date __________

MISCELLANEOUS COMMENTS:

00.
Please submit revised Code plans and Site layout plans (to the BSF for files) if changes have occurred to those sheets since the PCT submission or as a result of any item in this report.

00.
Please check each sheet for reviewer's red marks, which are to be used for further clarification in conjunction with citations and comments, and/or for additional relevant information, and/or to make revisions.

This project was reviewed for compliance with the current Connecticut State Building Code and the current Connecticut State Fire Safety Code Guidebook (effective date December 31, 2005, with current amendments), Section 504 Rehabilitation Act 1973 (including ADA Standards for Accessible Design references), the current Connecticut Public Health Code, and the current OSHA Regulations.  The extent of this review is limited to the contract documents (that bear the reviewer’s “Received” stamp), titled      (Project Title)      dated __/__/____ as prepared and submitted by       (A/E Firm)     .
Please submit all addenda, change orders, and/or revisions to the final contract documents to the BSF office for review and approval.

                                  Plan Review Record responses reviewed and approved by:

                                  ____________________________ Date: ______________

                                  Reviewer/Title
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