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ITEM #1107006A ‑ PRE‑EMPTION PUSHBUTTONPRIVATE 

Description:



Install a wall-mounted pushbutton to initiate the pre‑emption sequence at the traffic signal.

Materials:


Electrical Metallic Tubing and Fittings.



One inch diameter.



Comply with National Electric Code, Article 348‑15.


Pushbutton.



Momentary.



Mushroom head, 1 3/8 ‑ inch diameter.



One 1 normally open, 1 normally closed contacts.



Heavy duty, oil and dust tight.



7" X 5" Advisory Sign with the following legend:




TRAFFIC SIGNAL PRE‑EMPTION



Enclosure and cover.




Heavy duty, oil and dust tight.




UL listed.




Welded seams.




Neoprene cover gasket.




4.5" L X 3.5" W

Construction Methods:



Install E.M.T. with 16/3 pair cable from point of entry through building foundation, above bay ceiling, down interior wall of each fire department bay to surface mounted momentary contact pushbutton. Verify location of pushbuttons with appropriate Fire Department personnel.



The Fire Chief prior to the start of work shall approve the location for conduits entering the building and the locations of pushbuttons. All work shall meet the latest National Electrical Code.

Method of Measurement:



This item will be measured for payment as an each item.

Basis of Payment:



This item shall be paid for at the contract price each for "Pre‑emption Pushbutton" which price shall include all electrical metallic tubing, electrical junction boxes, hangers, clamps, couplings, fittings etc., pushbutton and housing, tools, equipment and labor, also any necessary permits required by the municipality.
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