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DA

a
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X1
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2
DA

b b

2
DA

b2
DA

LIGHTING FIXTURE HEIGHTS IN THIS ROOM
SHALL BE  21'-6" TO BOTTOM OF FIXTURE.

TYPICAL OF ALL LIGHTING FIXTURES.

LIGHTING FIXTURE HEIGHTS IN THIS ROOM
SHALL BE  21'-6" TO BOTTOM OF FIXTURE.

TYPICAL OF ALL LIGHTING FIXTURES.

LIGHTING FIXTURE HEIGHTS IN THIS ROOM
SHALL BE  21'-6" TO BOTTOM OF FIXTURE.

TYPICAL OF ALL LIGHTING FIXTURES.
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2
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PAINT SPRAY BOOTH
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1

1

E2E E2E E2 E2E

LPG1-3

LPG1-1

WIRED VIA DAC
LOCATE DAC IN
ELECTRICAL ROOM

#10 AWG
LPG1-4

LPG1-1
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LPG1-1LPG1-1
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LPG1-4
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A

B

2120.22019.519.11918.818.61817.9
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2
DA

2
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d
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dd
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d

d

d

d

d

e
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e

e

e

e e e e

e

f f f f

f f f f

e,f

e,f

d

d

e,f

LIGHT FIXTURES SHALL BE MOUNTED ABOVE
PAINT BOOTHS. SWITCHES FOR FIXTURES ABOVE
PAINT BOOTHS SHALL BE LOCATED AT LADDER
LEADING TO ABOVE BOOTHS

1

KEYED NOTES FOR ELE-107

SCALE

CHECKED BY:

PROJECT TITLEDESIGNER/DRAFTER PROJECT NO.

DRAWING NO.

SHEET NO.

TOWN

DRAWING TITLE

THE INFORMATION, INCLUDING ESTIMATED
QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

File Name:Plotted:

STATE OF CONNECTICUT
DEPARTMENT OF TRANSPORTATION

SIGNATURE/BLOCK:

 1/8" = 1'-0"
C:\Users\ART-PC1\Documents\ELEC_CTDOT_Rocky Hill Repair Facility_Central_Chris.rvt6/9/2014 5:00:50 PM

AR REPAIR FACILITY
CW 118-0167

ELE-107

LIGHTING - PART PLAN G

ROCKY HILL

 1/8" = 1'-0"1 Lighting - Part Plan G

A B
C

KEY PLAN

D
E F

G

N

NO. Revision Description Date 11.18



SP

SP

SP

SP

SP

SP

VES

M

DO

M

DO

PB

PB

M

DO

PB

J

C

C

C

EQUIPMENT
INSPECTION / CNG
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XP
C
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3
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PPB2-17
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PPB2-13,15
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28B

22A
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65

2

2

2
C

PPA1-30,32
4

XP

XP

#10 AWG

#10 AWG

#8 AWG

#8 AWG

1

L2

L5

PPA1-40,42

7

SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS, CONTROL,
AND STARTERS.  OVERHEAD DOORS ARE 2HP, TYP.

INSPECTION BAY INSTALLATION SHALL BE IN ACCORDANCE WITH
NFPA 52 STANDARDS.  ALL DEVICES INSTALLED WITHIN THE
INSPECTION BAY SHALL BE CLASSIFIED FOR NFPA CLASS 1 DIV. 2
ENVIROMENTS.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE 18 AWG 2
CONDUCTOR SHIELDED IN 1" CONDUIT.

1.

2.

3.

GENERAL NOTES

KEYED NOTES FOR ELE-111

SUB METERS FOR ELECTRICAL PANELS.  REFER TO
ELECTRICAL DISTRIBUTION RISER.

WELDING RECEPTACLE SHALL BE NEMA TYPE 6-50R WITH A 50
AMP CIRCUIT BREAKER.

DEDICATED DOUBLE DUPLEX RECEPTACLE FOR MOBILE 4
POST PEDESTAL LIFT (72,000 lbs.) BATTERY CHARGING
STATION. COORDINATE EXACT LOCATION IN THE FIELD WITH
OWNER AND ARCHITECT.

POWER FOR 5 TON CRANE. COORDINATE EXACT LOCATION
OF DISCONNECT IN THE FIELD WITH THE OWNER AND
ARCHITECT.

VIDEO ENTRANCE STATION (VES) AT DOOR 22A SHALL RING
VIDEO BELL RINGER (VBR) IN THE STORES MATERIAL
MANAGEMENT OFFICE AND STORES SUPERVISOR OFFICE.

120V POWER FOR DOOR SECURITY.

POWER FOR TWO POST LIFT.  COORDINATE EXACT LOCATION
IN THE FIELD WITH THE OWNER AND THE ARCHITECT.

1

2

3

4

5

6

7
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D D D D D D
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PPB2-4

PPB2-6

PPB2-6

PPB1-3

PPB1-3

PPB1-4PPB2-10

PPB1-4

PPB1-4

1

PPB1-9,11
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4

C C C C C

4

#10 AWG
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#10 AWG
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CC C
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4

CC
PPB1-5 PPB1-5

E40E42

E46

E45

E43

PPB1-2

PMS-50,52PPB1-2

PPB1-7

PPB1-35,37,39

PPB1-43,45,47

PPB1-46

PPB1-46

PPB1-46

PMS-54,56,58

2

PPB1-29,31,33CR-2

PMS-60,62
E48

SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS,
CONTROL, AND STARTERS. OVERHEAD DOORS ARE 2HP,
TYPICAL

CONDUITS FROM PP-RS-1 TO THE REPAIR STORAGE YARD
SHALL BE ROUTED UNDERGROUND.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE 18 GAUGE 2
CONDUCTOR SHIELDED IN 1" CONDUIT.

GENERAL NOTES

1.

2.

3.

KEYED NOTES FOR ELE-112

DEDICATED DOUBLE DUPLEX RECEPTACLE FOR MOBILE 4 POST
PEDESTAL LIFT (72,000 lbs.) BATTERY CHARGING STATION.
COORDINATE EXACT LOCATION IN THE FIELD WITH OWNER AND
ARCHITECT.

POWER FOR 3-TON CRANE. COORDINATE EXACT LOCATION OF
DISCONNECT IN THE FIELD WITH  OWNER AND ARCHITECT.

SUB METERS FOR ELECTRICAL PANELS.  REFER TO ELECTRICAL
DISTRIBUTION RISER.

100A 3-POLE WELDING RECEPTACLE, COORDINATE EXACT
LOCATION IN THE FIELD.

POWER FOR RELOCATED FOUR-POST HEAVY DUTY LIFT (33,000
lbs.) COORDINATE EXACT LOCATION OF DISCONNECT IN THE
FIELD WITH OWNER AND ARCHITECT.
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4

5
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4

1
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PPC1-23
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6.265431

OD-1
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WP

PPC1-10,12
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23C 32P

25C

25D
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C C C C

C C C C C
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PPC1-17 PPC1-21

2

3

CCC

PPC1-19

1

2

C C

PPC11

CC

PPC1-9

PPC1-13

1

NEMA 3R

C

SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS, CONTROL,
AND STARTERS. OVERHEAD DOORS ARE 2HP, TYP.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE 18 GAUGE 2
CONDUCTOR SHIELDED IN 1" CONDUIT.

ALL ELECTRICAL EQUIPMENT AND BOXES IN WASH BAY AND
PARTS WASHER SHALL BE NEMA 4X.

RECEPTACLES IN WASH BAY SHALL BE NEMA 4X WITH IN-USE
COVERS.

GENERAL NOTES

1.

2.

3.

KEYED NOTES FOR ELE-113

WELDING RECEPTACLE SHALL BE NEMA TYPE 6-50R WITH A 50
AMP CIRCUIT BREAKER.

POWER FOR 32' PARALLELOGRAM LIFT (65,000 lb). COORDINATE
EXACT LOCATION OF DISCONNECT IN THE FIELD WITH OWNER
AND ARCHITECT.

POWER FOR 3-TON MONORAIL CRANE. COORDINATE EXACT
LOCATION OF DISCONNECT IN THE FIELD WITH OWNER AND
ARCHITECT.

POWER FOR PRESSURE WASHER. COORDINATE EXACT
LOCATION IN THE FIELD WITH OWNER AND ARCHITECT.
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SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS, CONTROL,
AND STARTERS. OVERHEAD DOORS ARE 2HP, TYP.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE 18 GAUGE 2
CONDUCTOR SHIELDED IN 1" CONDUIT.

GENERAL NOTES

1.

2.

KEYED NOTES FOR ELE-114

VIDEO MONITOR, REFER TO C.C.T.V. MONITOR MOUNTING DETAIL.
MONITOR SHALL BE INSTALLED IN THE STORES MANAGEMENT
OFFICE ABOVE THE WINDOW THAT SEPERATES THE OFFICE FROM
THE SERVICE VESTIBULE.

FUEL ISLAND DISPENSER CONTROL SWITCHES, ISLAND LIGHT
CONTROL SWITCH, CONSOLE AND MUSHROOM PUSH BUTTONS.
SEE CIVIL PLANS FOR ADDITIONAL INFORMATION.

POWER FOR 3-TON MONORAIL CRANE. COORDINATE EXACT
LOCATION OF DISCONNECT IN THE FIELD WITH OWNER AND
ARCHITECT.

TANK MONITORING SYSTEM CONSOLE.

POWER FOR CAROUSEL CONTROL PANEL, COORDINATE EXACT
LOCATION IN THE FIELD.

1

2

3

4

5

SCALE

CHECKED BY:

PROJECT TITLEDESIGNER/DRAFTER PROJECT NO.

DRAWING NO.

SHEET NO.

TOWN

DRAWING TITLE

THE INFORMATION, INCLUDING ESTIMATED
QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

File Name:Plotted:

STATE OF CONNECTICUT
DEPARTMENT OF TRANSPORTATION

SIGNATURE/BLOCK:

 1/8" = 1'-0"
C:\Users\ART-PC1\Documents\ELEC_CTDOT_Rocky Hill Repair Facility_Central_Chris.rvt6/9/2014 5:01:24 PM

AR REPAIR FACILITY
CW 118-0167

ELE-114

POWER - PART PLAN D

ROCKY HILL

 1/8" = 1'-0"1 Power - Part Plan D

A B
C

KEY PLAN

D
E F

G

N

NO. Revision Description Date 11.22



F

SP

SP

SP

SP SP

SP

SP

SP

SP

SP

SP

SP

SP

SP

SP

VES

VMS

VMS

VB
R

D

D

VM
S

VMS

D

D

VB
R

VE
S

SP

SP

SP

SP

SP

SP

J

J

SP

MACHINE SHOP
CREW LEADER &
CLERK OFFICE

04

MACHINE SHOP
SUPERVISIOR

03

BREAK ROOM

07

REPAIR CREW
LEADER &

SUPERVISOR OFFICE

16

MEDIA STORAGE
ROOM

18

EQUIPMENT
INSPECTION AND

IN-SERVICE OFFICE

17

GARAGE SUPERVISOR

15

EQUIPMENT GENERAL
SUPERVISOR

14

CONFERENCE ROOM

05

MECHANICAL ROOM

10

C

C

WP, WIC

WP, WIC

WP, WIC

VEST
01

C C

PPE1-16

PPE1-29

PPE1-32

PPE1-16

PPE1-15

PPE1-25

PPE1-14

PPE1-25

PPE1-13

PPE1-26

PPE1-12

PPE1-29

PPE1-32

PPE1-29

PPE1-29PPE1-30

PPE1-30

PPE1-27
PPE1-10

PPE1-27

PPE1-28

PPE1-27

PPE1-27

PPE1-3

PPE1-26

PPE1-15

PPE1-25

PPE1-25

PPE1-32

PPE1-32

PPE1-30

PPE1-28 PPE1-28

PPE1-28

PPE1-30 PPE1-11

PPE1-17

PPE1-17

PPE1-17

PPE1-16

PPE1-15

PPE1-31

PPE1-31
PPE1-31

PPE1-33

PPE1-33

PPE1-34PPE1-31

PPE1-23

PPE1-23

PPE1-23

PPE1-23

PPE1-21

PPE1-21

PPE1-22

PPE1-22

PPE1-16
PPE1-3

PPE1-22

PPE1-3

JAN

06

PPE1-26

PPE1-22

PPE1-21

PPE1-21

HALL

02

ELECTRICAL ROOM

09

COMM

08

VEST

11

SPRINKLER ROOM

40

B

C

D

D.6

D.9

E

E.4

F

G

G.1

14.714.614.51413.6131211.7 11.9

11

PPE1-17

PPE1-46PPE1-42

1

PPE1-7

C

PPE1-8

PPE1-9

09A

40A

W

MENS ROOM

12

PPE1-44
2

3

4

4

5

#10 AWG

#10 AWG

#10 AWG

#10 AWG#10 AWG

#10 AWG

#10 AWG

#10 AWG

#10 AWG

PPE1-21

W

11A 11B

05A 01A

01B

SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS,
CONTROL, AND STARTERS. OVERHEAD DOORS ARE 2HP, TYP.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE 18 GAUGE 2
CONDUCTOR SHIELDED IN 1" CONDUIT.

REFER TO SPECIALTY EQUIPMENT SCHEDULE ON MISC.
EQUIPMENT SCHEDULE SHEET.

ELECTRIC LOCKS LOCATED AT THE INTERIOR VESTIBULE
DOORS SHALL BE WIRED TO PUSHBUTTONS IN THE MACHINE
SHOP CREW LEADER OFFICE, THE REPAIR CREW LEADER
OFFICE, THE STORES STOCK ROOM SUPERVISOR OFFICE, AND
THE STORES MATERIAL MANAGEMENT OFFICE. THE VIDEO
ENTRANCE STATIONS (VES) IN EACH VESTIBULE SHALL BE
EQUIPPED WITH AN INTERCOM FACILITATING COMMUNICATION
WITH THESE OFFICES AND SHALL BE WIRED TO THE VIDEO
BELL RINGER (VBR) IN THESE OFFICES. REFER TO ACCESS
CONTROL SYSTEM RISER DIAGRAM.

GENERAL NOTES

1.

2.

KEYED NOTES FOR ELE-115

ON/OFF SWITCH FOR SPEAKER.

POWER FOR WATER COOLER. COORDINATE EXACT LOCATION IN
THE FIELD.

GENERATOR ANNUNCIATOR PANEL.

REFER TO "ENLARGED ELECTRICAL AND TELECOM ROOMS" SHEET.

(4) 4" TELECOMMUNCATIONS CONDUITS FROM SITE.

3.

4.

4
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1

5

SCALE

CHECKED BY:

PROJECT TITLEDESIGNER/DRAFTER PROJECT NO.

DRAWING NO.

SHEET NO.

TOWN

DRAWING TITLE

THE INFORMATION, INCLUDING ESTIMATED
QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

File Name:Plotted:

STATE OF CONNECTICUT
DEPARTMENT OF TRANSPORTATION

SIGNATURE/BLOCK:

 1/8" = 1'-0"
C:\Users\ART-PC1\Documents\ELEC_CTDOT_Rocky Hill Repair Facility_Central_Chris.rvt6/9/2014 5:01:33 PM

AR REPAIR FACILITY
CW 118-0167

ELE-115

POWER - PART PLAN E

ROCKY HILL

 1/8" = 1'-0"1 Power - Part Plan E

A B
C

KEY PLAN

D
E F

G

N

NO. Revision Description Date 11.23



T

SP

SP

SP

SP

SP
SP

SP

T

M

M

M DO

PB

DO

PBM

DO

PB

DO

PB
C

C

C

C

T

J

T

T

AERIAL BUCKET
BAYS

32

MACHINE SHOP

31

PPF1

WP, WIC

WP, WIC

WP, WIC

LPF1HPF1

E4

E3
E1

E13

E8

E9 E10

E21
E7 E14 E15

E2

E12

E23

E27

E20

E11

E18

E16

E5

E17

D

D

D

CR-5

CR-6

2

PPF1-1,3,5PMS-1,3,5

PPF1-7,9,11

PMS-2,4,6

PMS-7,9,11

PPF1-8,10,12

PMS-13,15

PPF1-14,16,18 PPF1-13,15,17

PMS-20,22,24
PPF1-19,21,23

PMS-8,10,12PMS-29,31

PMS-17,19,21

PMS-26,28,30

PPF1-34

PMS-23,25,27
PPF1-43,45,47

PMS-14,16,18

PMS-36,38

PPF1-22

PPF1-24

PPF1-22

PPF1-6
PPF1-6

PPF1-6

PPF1-49

PPF1-20

PPF1-49

PPF1-49

PPF1-4

PPF1-2
PPF1-2

PPF1-40

PPF1-40

PPF1-40

PPF1-54

PPF1-54

PPF1-41

PPF1-36

PPF1-36

PPF1-38

PPF2-7,9,11

PPF2-13,15,17

PPF2

PPF1-26

PPF1-26

PPF1-55

PPF1-55

PPF1-55

PPE1-4

PPE1-4

PPE1-4

PPF1-44

PPE1-2

PPF2-2

PPE1-2

PPF2-5

PPF1-51

PPF1-51

PPF1-52

PPF1-52

PPF1-52

PPF1-52

PPF2-3

PPF2-2

PPF1-44

PPF1-26

PPF2-1

PPF2-12,14,16

PPF2-6,8,10

1

E28

E22

3

B

C

D

D.6

D.9

E

E.4

F

G

G.1

2120.22019.519.11918.818.61817.9171615.41514.714.614.5

OD-1

OD-1

OD-1

PMS-37,39,41 PPF1-39

31D31E 31C

32B

33D

33E

33FE24

PPF1-48

PPF1-25

4 PPF1-33,35,37

PPF1-27,29,31

PPB1-34,36,38

E6

PMS-33,35

E26

C C C C

CCCC

PPF1-53 PPF1-53 PPF1-53 PPF1-53

PPF1-50

PPF1-50
PPF1-50 PPF1-50

PPF2-4 PPF2-4 PPF2-4

PPF2-4

PPF2-18 PPF2-18

PPF2-18

PPF2-18

E19

5

#10 AWG

#10 AWG

#10 AWG

#10 AWG

#8 AWG #10 AWG

#10 AWG

PMS

C C C C

C

6

PPF1-4

C C C

WELD / FABRICATION SHOP
33

PPF2-1

E33E34E31

PMS-43,45,47 PMS-44,46,48

E25

PPF1-46

PPF1-40

E32

PPF1-42

E30

PMS-49,51,53

PPF1-53

PPF1-53

CR-4

2

PPF1-28,30,32

3

PMS-32,34
PPF1-56,58,60

#10 AWG

SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS,
CONTROL, AND STARTERS. OVERHEAD DOORS ARE 2HP, TYP.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE 18 GAUGE 2
CONDUCTOR SHIELDED IN 1" CONDUIT.

FOR FULL EQUIPMENT LIST REFER TO SHEET ELE-702.

EXACT LOCATIONS OF FUSED DISCONNECTS AND GFCI
RECEPTACLES ASSOCIATED WITH MACHINE SHOP EQUIPMENT
SHALL BE COORDINATED IN THE FIELD WITH THE OWNER.

GENERAL NOTES

1.

2.

KEYED NOTES FOR ELE-116

SUB METERS FOR ELECTRICAL PANELS. REFER TO ELECTRICAL
DISTRIBUTION RISER.

POWER FOR 3-TON CRANE. COORDINATE EXACT LOCATION OF
DISCONNECT IN THE FIELD WITH OWNER AND ARCHITECT.

ARBOR PRESS.

POWER FOR LEBLOND LATHE CONTROLS. COORDINATE EXACT
LOCATION IN THE FIELD.

DAKE PRESS.

POWER FOR 5-TON CRANE. COORDINATE EXACT LOCATION OF
THE DISCONNECT IN THE FIELD WITH THE OWNER AND
ARCHITECT.

100A 3-POLE WELDING RECEPTACLE, COORDINATE EXACT
LOCATION IN THE FIELD.
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SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS,
CONTROL, AND STARTERS. OVERHEAD DOORS ARE 2HP, TYP.

PAINTBOOTH AND PAINT BAY INSTALLATION SHALL BE IN
ACCORDANCE WITH NFPA 33 STANDARDS. ALL DEVICES
INSTALLED WITHIN THE BOOTH SHALL BE CLASSIFIED FOR NFPA
CLASS 1 DIV 1 ENVIROMENTS. ALL DEVICES INSTALLED WITHIN 3
FEET OF A DOOR OPENING OF THE PAINTBOOTH SHALL BE
CLASSIFIED FOR NFPA CLASS 1 DIV 2 ENVIROMENTS.

ALL ELECTRICAL EQUIPMENT AND BOXES IN WASH BAY AND
PARTS WASHER SHALLBE NEMA 4X.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE 18 GAUGE 2
CONDUCTOR SHIELDED IN 1" CONDUIT.

PAINTBOOTH FIRE ALARM AND ANNUNCIATION EQUIPMENT
SHALL HAVE AN OPERATING TEMPERATURE RANGE ABOVE
180F.

GENERAL NOTES

1.

2.

3.

4.

KEYED NOTES FOR ELE-117

POWER FOR ENGINE WASHER. COORDINATE EXACT LOCATION
OF THE DISCONNECT IN THE FIELD WITH OWNER AND
ARCHITECT.

POWER FOR PRESSURE WASHER. COORDINATE EXACT
LOCATION IN THE FIELD WITH OWNER AND ARCHITECT.

CONNECTIONS FOR PAINT BOOTH BREATHING AIR STROBE AND
SIRENS. COORDINATE EXACT LOCATION IN THE FIELD. (TYPICAL
OF 4).

PAINT BOOTH CONTROL PANEL FOR BLAST BOOTH PROVIDED
BY OTHERS, INSTALLED BY ELECTRICAL CONTRACTOR.
COORDINATE EXACT LOCATION IN THE FIELD. SEE DISTRIBUTION
RISER FOR ADDITIONAL INFORMATION.

PAINT BOOTH CONTROL PANEL FOR SPRAY BOOTH AND MIXING
ROOM PROVIDED BY OTHERS, INSTALLED BY ELECTRICAL
CONTRACTOR. COORDINATE EXACT LOCATION IN THE FIELD.
SEE DISTRIBUTION RISER FOR ADDITIONAL INFORMATION.

PAINT BOOTH CONTROL PANEL FOR COMPRESSOR PROVIDED
BY OTHERS, INSTALLED BY ELECTRICAL CONTRACTOR.
COORDINATE EXACT LOCATION IN THE FIELD. SEE DISTRIBUTION
RISER FOR ADDITIONAL INFORMATION.

PAINT BOOTH CONTROL PANEL FOR VAC PROVIDED BY OTHERS,
INSTALLED BY ELECTRICAL CONTRACTOR. COORDINATE EXACT
LOCATION IN THE FIELD. SEE DISTRIBUTION RISER FOR
ADDITIONAL INFORMATION.

RECEPTACLE MOUNTED ABOVE PAINT BOOTH.
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KEYED NOTES FOR ELE-121

INSTALL COMBUSTIBLE GAS DETECTOR ON THE WALL AND 6"
FROM THE CEILING OF THE INSPECTION BAY.

INSTALL COMBUSTIBLE GAS DETECTOR ON THE WALL AND 12"
FROM THE FLOOR OF THE INSPECTION BAY.
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KEYED NOTES FOR ELE-135

1 POWER FOR HVAC BURNER CONTROL PANEL.  COORDINATE
EXACT LOCATION IN THE FIELD.

POWER FOR HVAC CONTROLS.  COORDINATE EXACT
LOCATION IN THE FIELD.
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS
CONTRACTOR.

GENERAL NOTES

1.

KEYED NOTES FOR ELE-138

1 POWER FOR HVAC CONTROLS. COORDINATE EXACT LOCATION
IN THE FIELD.

POWER FOR DAMPERS, COORDINATE EXACT LOCATION IN THE
FIELD.

SUB METER FOR HVAC EQUIPMENT, COORDINATE EXACT
LOCATION IN THE FIELD.
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS
CONTRACTOR.

GENERAL NOTES

1.

KEYED NOTES FOR ELE-143

INDOOR UNIT TO BE POWERED FROM OUTDOOR UNIT;
ELECTRICAL CONTRACTOR SHALL RUN 1"C, 2#12 & #12 GND
(CONTROL INTERLINK WIRING) BETWEEN INDOOR AND OUTDOOR
UNIT.  COORDINATE WIRE AND CONDUIT SIZES WITH THE SYSTEM
VENDOR PRIOR TO INSTALLATION.

POWER FOR DAMPERS, COORDINATE EXACT LOCATION IN THE
FIELD.
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ELECTRICAL MECHANICAL EQUIPMENT SCHEDULE
TAG DESCRIPTION FLA MCA TRIP POLES VOLTAGE PANEL CKT # DISC./FUSE NEMA FEEDER

UH UNIT HEATER 2.6 3.25 20 3 208 V HPF1 2,4,6 30AS/20AF 3/4"C,3#10,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPF1 2,4,6 30AS/20AF 3/4"C,3#10,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPF1 8,10,12 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPF1 7,9,11 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPP 13,15,17 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPE2 12,14,16 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPF1 36,38,40 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPF1 36,38,40 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPB1 7,9,11 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPA1 44,46,48 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPE1 20,22,24 30AS/20AF 3/4"C,3#12,#12G
VAV-6 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 15 3/4"C,2#12,#12G
VAV-6 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 8 3/4"C,2#12,#12G
VAV-6 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 15 3/4"C,2#12,#12G
VAV-6 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 10 3/4"C,2#12,#12G
VAV-8 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 10 3/4"C,2#12,#12G
VAV-8 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE1 15 3/4"C,2#12,#12G
VAV-8 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE1 15 3/4"C,2#12,#12G
VAV-8 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 15 3/4"C,2#12,#12G
VAV-8 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 8 3/4"C,2#12,#12G
VAV-10 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE1 15 3/4"C,2#12,#12G
VAV-10 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE1 15 3/4"C,2#12,#12G
VAV-12 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 18 3/4"C,2#12,#12G
VAV-12 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 18 3/4"C,2#12,#12G
VAV-12 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 18 3/4"C,2#12,#12G
VAV-12 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 18 3/4"C,2#12,#12G
VES-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPB2 8,10,12 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VES-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPB2 13,15,17 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VES-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPB1 8,10,12 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VES-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPA1 32,34,36 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VES-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPA1 39,41,43 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VES-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPB2 2,4,6 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VES-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPA1 26,28,30 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VES-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPA1 33,35,37 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VES-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPF1 61,63,65 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VF-1 VENTILATING FAN (5HP) 17.5 21.87 40 3 208 V HPA1 8,10,12 30AS/30AF NEMA 3R 3/4"C,3#8,#10G
VF-2 VENTILATING FAN (2HP) 7.8 9.8 20 3 208 V HPA1 19,21,23 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VF-2 VENTILATING FAN (5HP) 17.5 21.87 40 3 208 V HPB1 1,3,5 30AS/30AF NEMA 3R 3/4"C,3#8,#10G
VF-3 VENTILATING FAN (2HP) 7.8 9.8 20 3 208 V HPP 32,34,36 30AS/10AF NEMA 3R 3/4"C,3#10,#10G
VF-3 VENTILATING FAN (3/4HP) 3.6 4.5 20 3 208 V HPB1 2,4,6 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VF-4 VENTILATING FAN (1HP) 4.8 6 20 3 208 V HPB1 21,23,25 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VF-5 VENTILATING FAN (1.5HP) 6.9 8.62 20 3 208 V HPE1 1,3,5 30AS/10AF NEMA 3R 3/4"C,3#10,#10G
VF-6 VENTILATING FAN (1.5HP) 6.9 8.62 20 3 208 V HPE1 2,4,6 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VF-7 VENTILATING FAN (.5HP) 2.5 3.12 20 3 208 V HPA1 14,16,18 30AS/6AF NEMA 3R 3/4"C,3#12,#12G
VF-8 VENTILATING FAN (1.5HP) 6.9 8.62 20 3 208 V HPA1 13,15,17 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VF-9 VENTILATING FAN (3/4HP) 7.8 9.8 20 3 208 V HPF1 13,15,17 30AS/10AF NEMA 3R 3/4"C,3#10,#10G
VF-10 VENTILATING FAN (2HP) 7.8 9.8 20 3 208 V HPF1 14,16,18 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VF-11 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPF1 19,21,23 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VF-12 VENTILATING FAN (1.5HP) 6.9 8.62 20 3 208 V HPA1 7,9,11 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VF-13 VENTILATING FAN (1/4HP) 1.9 2.37 20 3 208 V HPF1 43,45,47 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VF-14 VENTILATING FAN (1/4HP) 1.9 2.37 20 3 208 V HPF1 42,44,46 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
VF-15 VENTILATING FAN (1/2HP) 2.5 3.12 20 3 208 V HPF1 49,51,53 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
WB-1 BURNER 8.8 11 20 3 208 V HPE2 1,3,5 30AS/20AF 3/4"C,3#12,#12G
WB-2 BURNER 8.8 11 20 3 208 V HPE2 2,4,6 30AS/20AF 3/4"C,3#12,#12G
WB-3 BURNER 8.8 11 20 3 208 V HPE2 7,9,11 30AS/20AF 3/4"C,3#12,#12G

ELECTRICAL MECHANICAL EQUIPMENT SCHEDULE
TAG DESCRIPTION FLA MCA TRIP POLES VOLTAGE PANEL CKT # DISC./FUSE NEMA FEEDER

AC-1 SPLIT AC (INDOOR UNIT) 0.54 0.68 20 2 208 V HPE2 22,24 30AS/20AF 3/4"C,2#12,#12G
AC-2 SPLIT AC (INDOOR UNIT) 0.54 0.68 20 2 208 V HPE2 21,23 30AS/20AF 3/4"C,2#12,#12G
ACCU-1 SPLIT AC (OUTDOOR UNIT) 18 18 30 2 208 V HPE2 22,24 30AS/25AF NEMA 3R 3/4"C,2#8,#10G
ACCU-2 SPLIT AC (OUTDOOR UNIT) 20.8 26 40 2 208 V HPE2 21,23 30AS/30AF NEMA 3R 3/4"C,2#8,#10G
ACMP-1 AIR COMPRESSOR (15HP) 48.4 60.5 100 3 208 V MDP 13,15,17 60AS/60AF 1"C,3#4,#8G
ARD-1 AIR DRYER 12 15 20 1 120 V HPA1 27 3/4"C,2#8,#10G
CUH CABINET UNIT HEATER 1 1.25 20 1 120 V HPE2 19 3/4"C,2#12,#12G
CUH CABINET UNIT HEATER 1 1.25 20 1 120 V HPE1 42 3/4"C,2#12,#12G
DAC-1 DRY SYSTEM AIR

COMPRESSOR (3 HP)
11 13.75 25 3 208 V HPE1 31,33,35 30AS/20AF 3/4"C,3#10,#10G

EF-1A EXHAUST FAN (25HP) 78.4 98 175 3 208 V HPP 19,21,23 100AS/100AF NEMA 3R 1-1/4"C, 3#1,#8G
EF-1B EXHAUST FAN (25HP) 78.4 98 175 3 208 V HPP 14,16,18 100AS/100AF NEMA 3R 1-1/4"C, 3#1,#8G
EF-1C EXHAUST FAN (25HP) 78.4 98 175 3 208 V HPP 20,22,24 100AS/100AF NEMA 3R 1-1/4"C, 3#1,#8G
EF-1D EXHAUST FAN (25HP) 78.4 98 175 3 208 V HPP 25,27,29 100AS/100AF NEMA 3R 1-1/4"C, 3#1,#8G
EHF-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPB1 14,16,18 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
EHF-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPF1 20,22,24 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
EHF-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPF1 48,50,52 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
EHF-1 EXHAUST FAN (2HP) 7.8 9.8 20 3 208 V HPF1 54,56,58 30AS/10AF NEMA 3R 3/4"C,3#12,#12G
ERU-1 ENERGY RECOVERY UNIT 39.55 49.44 90 3 208 V HPP 2,4,6 100AS/90AF NEMA 3R 1"C,3#6,#8G
ERU-2 ENERGY RECOVERY UNIT 55.65 69.56 125 3 208 V HPP 1,3,5 200AS/125AF NEMA 3R 1"C,3#4,#8G
ERU-3 ENERGY RECOVERY UNIT 13.1 16.38 30 3 208 V HPP 7,9,11 30AS/30AF NEMA 3R 3/4"C,3#10,#10G
ERU-4 ENERGY RECOVERY UNIT 39.55 49.44 90 3 208 V HPP 8,10,12 100AS/90AF NEMA 3R 1"C,3#6,#8G
EWH-1 EYE WASH HEATER 50 62.5 70 3 208 V HPA1 38,40,42 100AS/70AF 1"C,3#4,#8G
EWH-1 EYE WASH HEATER 50 62.5 70 3 208 V HPB2 14,16,18 100AS/70AF 1"C,3#4,#8G
EWH-1 EYE WASH HEATER 50 62.5 70 3 208 V HPB1 22,24,26 100AS/70AF 1"C,3#4,#8G
EWH-1 EYE WASH HEATER 50 62.5 70 3 208 V HPB1 27,29,31 100AS/70AF 1"C,3#4,#8G
EWH-1 EYE WASH HEATER 50 62.5 70 3 208 V HPA1 45,47,49 100AS/70AF 1"C,3#4,#8G
EWH-1 EYE WASH HEATER 50 62.5 70 3 208 V HPE1 25,27,29 100AS/70AF 1"C,3#4,#8G
EWH-1 EYE WASH HEATER 50 62.5 70 3 208 V HPF1 37,39,41 100AS/70AF 1"C,3#4,#8G
EWH-1 EYE WASH HEATER 50 62.5 70 3 208 V HPF1 31,33,35 100AS/70AF 1"C,3#4,#8G
EWH-1 EYE WASH HEATER 50 62.5 70 3 208 V HPF1 30,32,34 100AS/70AF 1"C,3#4,#8G
EWH-1 EYE WASH HEATER 50 62.5 70 3 208 V HPF1 55,57,59 100AS/70AF 1"C,3#4,#8G
FPC-1 FIRE PUMP CONTROLLER 1 1.25 20 1 120 V HPE1 23 3/4"C,2#12,#12G
FPH-1 FIRE PUMP HEATER 1 1.25 20 1 120 V HPE1 44 3/4"C,2#12,#12G
GWH-1 GAS WATER HEATER 1 1.25 20 1 120 V HPE1 26 3/4"C,2#12,#12G
GWH-1 GAS WATER HEATER 1 1.25 20 1 120 V HPE1 28 3/4"C,2#12,#12G
GWH-1 GAS WATER HEATER 1 1.25 20 1 120 V HPE1 30 3/4"C,2#12,#12G
GWH-1 GAS WATER HEATER 1 1.25 20 1 120 V HPA1 25 3/4"C,2#12,#12G
HWP-1 PUMP (5 HP) 17.5 21.87 40 3 208 V HPE1 8,10,12 30AS/30AF 3/4"C,3#8,#10G
HWP-2 PUMP (10 HP) 32.3 40.37 80 3 208 V HPE1 7,9,11 60AS/50AF 1"C,3#6,#10G
HWP-3 PUMP (10 HP) 32.3 40.37 80 3 208 V HPE1 14,16,18 60AS/50AF 1"C,3#6,#10G
HWP-4 AC 62.3 77.87 150 3 208 V MDP 19,21,23 100AS/90AF 1-1/4"C,3#3,#8G
JP-1 JOCKEY PUMP 7.8 9.8 20 3 208 V HPE1 32,34,36 30AS/10AF 3/4"C,3#12,#12G
JPC-1 JOCKEY PUMP CONTROLLER 4 5 20 2 208 V HPE1 38,40 30AS/20AF 3/4"C,2#12,#12G
RTU-1 ROOFTOP UNIT 89.6 112 125 3 208 V HPP 26,28,30 200AS/125AF NEMA 3R 1-1/4"C, 3#1,#6G
TE-1 EXHAUST FAN (1/2HP) 2.5 3.12 20 3 208 V HPP 31,33,35 30AS/6AF NEMA 3R 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPA1 1,3,5 30AS/20AF 3/4"C,3#10,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPA1 1,3,5 30AS/20AF 3/4"C,3#12,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPA1 2,4,6 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPA1 2,4,6 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPA1 1,3,5 30AS/20AF 3/4"C,3#10,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPB2 7,9,11 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPB1 7,9,11 30AS/20AF 3/4"C,3#10,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPB1 7,9,11 30AS/20AF 3/4"C,3#10,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPA1 20,22,24 30AS/20AF 3/4"C,3#10,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPA1 20,22,24 30AS/20AF 3/4"C,3#10,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPA1 20,22,24 30AS/20AF 3/4"C,3#10,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPA1 44,46,48 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPE1 20,22,24 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPE1 20,22,24 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPE2 12,14,16 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPE2 12,14,16 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPB2 1,3,5 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPB1 13,15,17 30AS/20AF 3/4"C,3#12,#12G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPF1 1,3,5 30AS/20AF 3/4"C,3#10,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPF1 1,3,5 30AS/20AF 3/4"C,3#10,#10G
UH UNIT HEATER 2.6 3.25 20 3 208 V HPF1 1,3,5 30AS/20AF 3/4"C,3#10,#10G

N.T.S. 11.63
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AR REPAIR FACILITY
CW 118-0167

ELE-602
MISC. EQUIPMENT

SCHEDULE

ROCKY HILL

NO. Revision Description Date

SPECIALTY EQUIPMENT SCHEDULE

TAG DESCRIPTION
CT-DOT

TAG HP FLA MCA MOCP DISC./FUSE PANEL POLES VOLTAGE CIRCUIT # FEEDER
E1 #1 LEBLOND LATHE 51-110 3 11 A 13.75 A 30 30AS/30AF PPF1 3 208 V 1,3,5 3/4",3#12,#12G
E2 #2 AXELSON LATHE 51-062 5 13.3 A 16.63 A 40 60AS/40AF PMS 3 230 V 2,4,6 3/4",3#12,#12G
E3 #3 LEBLOND LATHE 49-2627 3 11 A 13.75 A 40 60AS/40AF PMS 3 230 V 1,3,5 3/4",4#10,#10G
E4 #4 CINCINNATI LATHE 51-478 16.5 A 20.63 A 45 60AS/45AF PPF1 3 208 V 7,9,11 3/4"C,3#10,#10G
E5 #5 SEBASTIAN LATHE 51-067 2 7.8 A 9.8 A 20 30AS/20AF PMS 3 230 V 7,9,11 3/4",3#12,#12G
E6 #6 SOUTHBEND LATHE 51-111 2 10 A 12.5 A 20 30AS/20AF PPB1 3 208 V 34,36,38 3/4"C,3#10,#10G
E7 #7 OSTER THREADING MACHINE 50-673 3 11 A 13.75 A 60 60AS/60AF PMS 3 230 V 8,10,12 3/4",3#10,#10G
E8 #8 ROCKWELL MILLING MACHINE 51-516 3/4 5.3 A 10.6 A 20 30AS/20AF PMS 2 230 V 13,15 3/4",2#12,#12G
E9 #9 BRIDGEPORT 51-234 1 4.8 A 6 A 20 30AS/20AF PPF1 3 208 V 14,16,18 3/4",3#12,#12G
E10 #10 BRIDGEPORT 51-10079 2 7.8 A 9.8 A 20 30AS/20AF PPF1 3 208 V 13,15,17 3/4",3#12,#12G
E11 #11 BRIDGEPORT (ENGINE REPAIR) 51-591 1 4.8 A 6 A 20 30AS/20AF PMS 3 230 V 14,16,18 3/4",3#12,#12G
E12 #12 MRF MILL 51-334 20.3 A 25.38 A 60 60AS/60AF PMS 3 230 V 17,19,21 3/4",3#12,#12G
E13 #13 JOHANSSON DRILL PRESS 52-10120 3 8.5 A 9.3 A 30 30AS/30AF PPF1 3 208 V 8,10,12 3/4",3#12,#12G
E14 #14 DO-ALL TOOL MAKER SURFACE

GRINDER
53-10053 15 A 18.75 A 40 40AS/40AF PPF1 3 208 V 19,21,23 3/4",3#10,#10G

E15 #15 ID-OD GRINDER MACHINE 53-10060 8.1 A 10.13 A 25 30AS/25AF PMS 3 230 V 20,22,24 3/4",3#12,#12G
E16 #16 HEAD GRINDER 53-339 5 13 A 16.25 A 40 30AS/30AF PPF1 3 208 V 43,45,47 3/4",3#10,#10G
E17 #17 CYLINDER HONE 58-1196 10 A 12.5 A 20 PPF1 1 120 V 38 3/4",3#12,#12G
E18 #18 FLYWHEEL GRINDER 53-212 1 4.8 A 6 A 20 30AS/20AF PMS 3 230 V 23,25,27 3/4",3#12,#12G
E20 #20 MARVEL SAW 51-301 15.4 A 19.25 A 40 60AS/40AF PMS 3 230 V 26,28,30 3/4",3#12,#12G
E21 #21 ROCKWELL BANDSAW 51-10013 13.5 A 16.88 A 35 60AS/35AF PMS 2 230 V 29,31 3/4",2#12,#12G
E23 #23 CYLINDER BORING MACHINE 49-2597 10.8 A 13.5 A 20 PPF1 1 120 V 34 3/4",3#12,#12G
E24 #24 VALVE GRINDER 11 A 13.75 A 30 PPF1 1 120 V 48 3/4",3#12,#12G
E25 #25 CONNECTED ROD FITTING MACHINE 49-2957 8.2 A 10.25 A 20 PPF1 1 120 V 46 3/4",3#12,#12G
E26 #26 SAND BLAST CABINET 58-1195 1 6.5 A 13 A 25 30AS/25AF PMS 2 230 V 33,35 3/4"C,3#10,#10G
E27 #27 BENCH GRINDER BELT SANDER 8.4 A 10.5 A 25 30AS/25AF PMS 2 230 V 36,38 3/4",3#12,#12G
E28 #28 JET 1340 ENGINE LATHE 51-0557 2 9.2 A 11.5 A 25 30AS/25AF PMS 3 230 V 37,39,41 3/4",3#12,#12G
E30 #30 MILLER SYNCHOWAVE 250 55-10124 96 A 120 A 125 200AS/125AF PMS 2 230 V 32,34 1-1/4"C,2#1,#6G
E31 #31 SHEAR/PUNCH 55-10036 14.8 A 18.5 A 20 30AS/20AF PMS 3 230 V 43,45,47 3/4",3#12,#12G
E32 #32 VALVE CUTTER 53-561 8.2 A 10.25 A 20 30AS/20AF PPF1 1 120 V 42 3/4",3#12,#12G
E33 #33 MANLEY HYD PRESS 54-0034 3.4 A 4.25 A 20 30AS/20AF PMS 3 230 V 49,51,53 3/4",3#12,#12G
E34 #34 BUFFALO DRILL PRESS 52-149 6.4 A 8 A 20 30AS/20AF PMS 3 230 V 44,46,48 3/4",3#12,#12G
E40 #40 HUNTER #DSP9200-D TIRE

BALANCER
49-10353 15 A 18.5 A 20 30AS/20AF PMS 2 230 V 50,52 3/4",2#12,#12G

E42 #42 MODEL #EEBR312A BRAKE DRUM
LATHE

51-10042 11 A 13.75 A 20 PPB1 1 120 V 7 3/4",3#12,#12G

E43 STANDARD MODEL #24FAS PEDESTAL
GRINDER

53-117 5.4 A 6.75 A 20 30AS/20AF PMS 3 240 V 54,56,58 3/4",3#12,#12G

E45 #44 JOHNSON MODEL BAND SAW 51-333 3.6 A 4.5 A 20 30AS/10AF PPB1 3 208 V 43,45,47 3/4",3#12,#12G
E46 #46 WALKER/TURNER MODEL #121614

DRILL PRESS
52-870 2 A 2.5 A 20 30AS/20AF PPB1 3 208 V 35,37,39 3/4",3#12,#12G

E48 #30 MILLER SYNCHOWAVE 250 96 A 120 A 125 200AS/125AF PMS 2 230 V 60,62 1-1/4"C,2#1,#6G

N.T.S.

MISC. EQUIP[MENT SCHEDULE
TAG DESCRIPTION FLA MCA TRIP DISC./FUSE PANEL CIRCUIT # POLES VOLTAGE FEEDER NOTES

CR-1 5 TON CRANE 47 A 59 A 60 60AS/60AF PPA1 44,46,48 3 208 V 1"C,3#4,#10G
CR-2 3 TON CRANE 40 A 50 A 50 60AS/50AF PPB1 29,31,33 3 208 V 1"C,3#6,#10G
CR-3 3 TON MONORAIL CRANE (3 HP) 11 A 14 A 25 30AS/25AF PMS 55,57,59 3 240 V 3/4"C,3#10,#10G
CR-4 3 TON CRANE 40 A 50 A 50 60AS/50AF PPF1 28,30,32 3 208 V 1"C,3#6,#10G
CR-5 3 TON CRANE 40 A 50 A 50 60AS/50AF PPF1 33,35,37 3 208 V 1"C,3#6,#10G
CR-6 5 TON CRANE 47 A 59 A 60 60AS/60AF PPF1 27,29,31 3 208 V 1"C,3#4,#10G
CRS-1 CAROUSEL (1 HP) 25 A 32 A 60 60AS/45AF PMS 40,42 2 240 V 1"C,3#4,#10G
L1 HEAVY DUTY DRIVE-ON-LIFT (33,000 LBS) 14 A 18 A 20 30AS/20AF PPB1 40,42,44 3 208 V 3/4"C,3#10,#10G
L2 SMALL DRIVE ON-LIFT (12,000 LBS) 13 A 16 A 20 30AS/20AF PPA1 30,32 2 208 V 3/4"C,2#12,#12G
L3 PARALLELOGRAM LIFT 62 A 78 A 150 100AS/90AF MDP 1,3,5 3 208 V 1-1/2"C,3#1/0,#6G
L3 PARALLELOGRAM LIFT 62 A 78 A 150 100AS/90AF MDP 2,4,6 3 208 V 1-1/2"C,3#1/0,#6G
L4 CHARGING STATION FOR MOBILE LIFT

(72,000 LB)
13 A 17 A 20 PPA1 2 1 120 V 3/4"C,2#12,#12G

L4 CHARGING STATION FOR MOBILE LIFT
(72,000 LB)

13 A 17 A 20 PPB1 1 1 120 V 3/4"C,2#12,#12G

L5 TWO POST LIFT (2HP) 14 A 17 A 35 30AS/25AF PPA1 40,42 2 208 V 3/4"C,2#12,#12G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/10AF PPG1 2,4,6 3 208 V 3/4"C,3#12,#12G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/20AF PPF2 6,8,10 3 208 V 3/4"C,3#10,#10G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/20AF PPA1 11,13,15 3 208 V 3/4"C,3#12,#12G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/20AF PPA1 5,7,9 3 208 V 3/4"C,3#12,#12G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/20AF PPC1 22,24,26 3 208 V 3/4"C,3#12,#12G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/20AF PPC1 28,30,32 3 208 V 3/4"C,3#12,#12G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/20AF PPA1 4,6,8 3 208 V 3/4"C,3#12,#12G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/10AF PPF2 7,9,11 3 208 V 3/4"C,3#8,#10G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/10AF PPF2 13,15,17 3 208 V 3/4"C,3#8,#10G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/10AF PPF2 12,14,16 3 208 V 3/4"C,3#10,#10G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/10AF PPB1 21,23,25 3 208 V 3/4"C,3#12,#12G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/10AF PPE1 36,38,40 3 208 V 3/4"C,3#10,#10G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/10AF PPB1 28,30,32 3 208 V 3/4"C,3#12,#12G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/10AF PPC1 34,36,38 3 208 V 1"C,3#6,#10G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/10AF PPG1 15,17,19 3 208 V 3/4"C,3#12,#12G
OD-1 OVERHEAD DOOR 10 A 13 A 20 30AS/10AF PP-CS 1,3,5 3 208 V 3/4"C,3#12,#12G
PRW-1 PRESSURE WASHER (7.5HP) 25 A 32 A 60 60AS/45AF PPC1 35,37,39 3 208 V 1"C,3#4,#10G
PRW-1 PRESSURE WASHER (7.5HP) 25 A 32 A 60 60AS/45AF PPG1 1,3,5 3 208 V 1"C,3#4,#10G
PW-1 ENGINE WASHER 10 A 13 A 300 200AS/175A

F
MDP 7,9,11 3 208 V 1-1/2"C,3#1/0,#6G

WR WELDING RECEPTACLE 40 A 50 A 50 PPA1 22,24 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPA1 37,39 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPA1 25,27 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPA1 26,28 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPA1 29,31 2 208 V 1"C,2#4,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPB2 13,15 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPB2 5,7 2 208 V 1"C,2#4,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPB1 9,11 2 208 V 1"C,2#4,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPB1 10,12 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPB1 14,16 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPB1 22,24,26 3 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPB1 18,20 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPB1 17,19 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPB1 13,15 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPC1 14,16 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPC1 6,8 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPC1 10,12 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPA1 41,43 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPC1 2,4 2 208 V 1"C,2#6,#10G 3-WIRE
WR WELDING RECEPTACLE 40 A 50 A 50 PPC1 18,20 2 208 V 1"C,2#6,#10G 3-WIRE
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AR REPAIR FACILITY
CW 118-0167

ELE-603
LIGHTING FIXTURE

SCHEDULE

ROCKY HILL

LIGHTING FIXTURE SCHEDULE
TAG DESCRIPTION MOUNTING MANUF. MODEL LAMP VOLTAGE NOTES

C2 2'x2' Direct/Indirect Fixture CEILING CORELITE 22EN-LD1-34-UNV-L835-CD1-U LED 120 V Wired via digital to analog converter (DAC).
C2E 2'x2' Direct/Indirect Fixture CEILING CORELITE 22EN-LD1-34-UNV-EL-L835-CD1-U LED 120 V Wired via DAC. Provide with emergency emergency battery pack.
E2 4' Vaportite Fixture CEILING/PENDANT METALUX VT-LD2-55DR-W-UNV-L835-CD2-WLTEH-CHAIN SET-VT2-SS-MBK LED 120 V Wired via DAC. Wet listed.
E2E 4' Vaportite Fixture CEILING/PENDANT METALUX VT-LD2-55DR-W-UNV-EL400-L835-CD2-WLTEH-CHAIN SET-VT2-SS-MBK LED 120 V Wired via DAC. Wet listed.
G 4' Wraparound CEILING/PENDANT PRUDENTIAL S1-LED35HO-04-WA-YGW-UNV-CA96 LED 120 V Wired via DAC.
GE 4' Wraparound CEILING/PENDANT PRUDENTIAL S1-LED35HO-04-WA-YGW-UNV-CA96-EMH LED 120 V Wired via DAC.
J Recessed Downlight RECESSED PORTFOLIO LD6A-10-DE010-ERW6A10-835-6LW0-LI LED 120 V Wired via DAC.
P High Bay Fixture PENDANT METALUX HBLED-LD2-18-W-CL-UNV-L840-CD-2-U-CUSTOM LENGTH CHAIN SET LED 120 V Wired via DAC.
PE High Bay Fixture PENDANT METALUX HBLED-LD2-18-W-CL-UNV-EL14-L840-CD-2-U-CUSTOM LENGTH CHAIN SET LED 120 V Wired via DAC.
R Utility Fixture ENVOY VPLED955-120V LED 120 V Wired via DAC.
S LED Skylight CEILING SOLATUBE S750DSC-DAI-F11 FI-E2 AK E-L1 LN-I-WITH DAYLIGHT DIMMER-SEE NOTES LED 120 V Provide each unit with daylight dimmer and a total of two dimmer switches.
X1 Exit Sign  - Single Sided With Battery Backup CEILING/PENDANT/WALL SURE-LITES LPX-7-WH-SD-CUSTOM PENDANT LENGTH LED 120 V
X1W Exit Sign  - Weatherproof With Battery Backup CEILING/PENDANT/WALL SURE-LITES UX7-1-R-WH-UXPKA-VRSD-CUSTOM PENDANT LENGTH LED 120 V
X2 Exit Sign  - Dual Sided With Battery Backup CEILING/PENDANT/WALL SURE-LITES LPX-7-WH-SD-CUSTOM PENDANT LENGTH LED 120 V
Z1 Pole Mounted Fixture POLE LUMARK NAV-AA-02-D-UNV-SL3-10K-COLOR  AS SELECTED BY

ARCHITECT-PROVIDE WITH 30'  POLE
LED 120 V Wired via DAC.

ZA Exterior Wall Pack WALL LUMARK XTOR9A-DIM-CBP LED 120 V Wired via DAC.
ZB Exterior Wall Pack WALL LUMARK XTOR5A-DIM-CBP LED 120 V
ZF Pole Mounted Fixture POLE CYCLONE CT24T4-TGAO-5L-67W-4K-120-EA1-COLOR AS SELECTED BY ARCHITECT LED 120 V Wired via DAC.

NO. Revision Description Date
N.T.S.

GENERAL NOTES

1.  THE ELECTRICAL CONTRACTOR SHALL DETERMINE ACTUAL LIGHT
     FIXTURE COUNTS FROM THE  DRAWINGS.

2.  THE ELECTRICAL CONTRACTOR IS RESPONSIBLE FOR PROVIDING THE
     REQUIRED FLANGE TYPES. COORDINATE WITH THE ARCHITECTURAL
     PLANS FOR CEILING TYPES. PROVIDE GWB FLANGES FOR ALL THE LIGHT
     FIXTURES TO BE INSTALLED IN GWB CEILINGS.

3.  ALL LIGHT FIXTURES SHALL BE SUPPORTED FROM THE BUILDING
     STRUCTURE, AND SHALL BE INDEPENDENT OF DUCTS, PIPES, CEILINGS
     AND THEIR SUPPORTING MEMBERS.

4.  ALL LIGHT FIXTURES SHALL BE CONTROLLED BY THE NETWORK LIGHTING
     CONTROL SYSTEM EXCEPT FOR FIXTURE TYPES R, X1, X1W, X2, AND THE
     LIGHT FIXTURES IN THE COLD STORAGE ROOM.

5.  EACH FIXTURE TYPE S CONSISTES OF:
     750 DS DOME & TUBE RING KIT 1
     INNER DOME ACRYLIC 750 DS 1
     330/750 FLASHING 11" NO PITCH 1
     ROOFING SEALANT - BLACK 3
     330/750 EXT TUBE 24" LENGTH 2
     330/750 DS-C NATL EFFECT LENS 1
     330/750 TOP/BOTTOM ANGLE KIT 1
     SUSPENSION WIRE KIT 1
     330/750 DS FLASHING INSULATOR 1
     330/750 DIFFUSER KIT OPTIVIEW 1
     DAYLIGHT DIMMER 1
     * PROVIDE A TOTAL OF TWO DIMMER SWITCHES.

5.  PROVIDE 90 MINUTES BACK UP BATTERY FOR ALL EXIT SIGNS.

6.  ALL FIXTURE COLORS TO BE SELECTED BY THE ARCHITECT.

7.  LIGHTING FIXTURES SHALL BE BY COOPER, HUBBELL, LITHONIA OR
     APPROVED EQUAL.

8.  LIGHTING CONTROL SYSTEM SHALL BE BY LUTRON, COOPER, LEVITON OR
     APPROVED EQUAL. BASIS OF DESIGN IS BY COOPER.
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AR REPAIR FACILITY
CW 118-0167

ELE-604

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date

107 -- -- -- 0 0 -- -- -- 108
105 -- -- -- 0 0 -- -- -- 106
103 Spare 150 A 3 0 0 3 150 A Spare 104
101 -- -- -- 13.18 0 -- -- -- 102
99 -- -- -- 14.3 0 -- -- -- 100
97 HPE2 400 A 3 7 0 3 300 A Spare 98
95 -- -- -- 1.2 0 -- -- -- 96
93 -- -- -- 2.16 0 -- -- -- 94
91 PP-CS 80 A 3 2.1 0 3 200 A Spare 92
89 -- -- -- 21.46 48.87 -- -- -- 90
87 -- -- -- 21.1 48.56 -- -- -- 88
85 PPC1 400 A 3 25.62 66.18 3 400 A T-PMS 86
83 -- -- -- 67.67 1 -- -- -- 84
81 -- -- -- 67.67 0.86 -- -- -- 82
79 HPP 800 A 3 67.67 1 3 100 A DP-1 80
77 -- -- -- 11.98 24 -- -- -- 78
75 -- -- -- 12.16 24 -- -- -- 76
73 PBP 175 A 3 12.22 24 3 200 A PMX 74
71 -- -- -- 3.18 24 -- -- -- 72
69 -- -- -- 4.62 24 -- -- -- 70
67 LPF1 200 A 3 5.42 24 3 200 A PBB 68
65 -- -- -- 2.69 36 -- -- -- 66
63 -- -- -- 4.25 36 -- -- -- 64
61 LPE1 200 A 3 4.96 36 3 300 A PBC 62
59 -- -- -- 1.19 0 -- -- -- 60
57 -- -- -- 3.38 0 -- -- -- 58
55 LPB2 200 A 3 3.58 0 3 60 A GPP 56
53 -- -- -- 1.79 5.24 -- -- -- 54
51 -- -- -- 1.19 6.1 -- -- -- 52
49 LPB1 200 A 3 3.58 10.12 3 200 A PPB2 50
47 -- -- -- 3.58 31.27 -- -- -- 48
45 -- -- -- 2.81 30.91 -- -- -- 46
43 LPA1 200 A 3 4.54 33.99 3 400 A PPB1 44
41 -- -- -- 34.12 27.35 -- -- -- 42
39 -- -- -- 34.12 29.84 -- -- -- 40
37 HPF1 400 A 3 34.12 34.84 3 400 A PPA1 38
35 -- -- -- 22.06 5.7 -- -- -- 36
33 -- -- -- 23.22 5.7 -- -- -- 34
31 HPE1 400 A 3 22.38 5.52 3 100 A PPF2 32
29 -- -- -- 23.86 29.31 -- -- -- 30
27 -- -- -- 25.3 29.62 -- -- -- 28
25 HPA1 300 A 3 23.98 29.34 3 400 A PPF1 26
23 -- -- -- 7.48 18.23 -- -- -- 24
21 -- -- -- 7.48 18.23 -- -- -- 22
19 HWP-4 150 A 3 7.48 18.23 3 300 A HPB1 20
17 -- -- -- 5.81 9.43 -- -- -- 18
15 -- -- -- 5.81 9.43 -- -- -- 16
13 AIR COMPRESOR 100 A 3 5.81 9.43 3 200 A HPB2 14
11 -- -- -- 1.2 6.78 -- -- -- 12
9 -- -- -- 1.2 8.54 -- -- -- 10
7 PW-1 300 A 3 1.2 9.4 3 400 A PPE1 8
5 -- -- -- 7.48 7.48 -- -- -- 6
3 -- -- -- 7.48 7.48 -- -- -- 4
1 L3A 150 A 3 7.48 7.48 3 150 A L3B 2

CKT Circuit Description Trip Poles
A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: Wires: 4
Mounting: Phases: 3
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH Mains Rating: 3000 A

Panel: MDP New Panel

N.T.S.

11 Spare 20 A 1 0 0 1 20 A Spare 12
9 Spare 20 A 1 0 0 1 20 A Spare 10
7 Spare 20 A 1 0 0 1 20 A Spare 8
5 Spare 20 A 1 0 0 1 20 A Spare 6
3 -- -- -- 0 0 1 20 A GENERATOR BATTERY CHARGER 4
1 GENERATOR ENGINE COOLANT HEATER 20 A 2 0 0 1 20 A GENERATOR LIGHT AND RECEPTACLE 2

CKT Circuit Description Trip Poles
A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: Volts: 120/208 3PH Mains Rating: 60 A

Panel: GPP New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 Spare 20 A 1 0 0 1 20 A Spare 40
37 Spare 20 A 1 0 0 1 20 A Spare 38
35 Spare 20 A 1 0 0 1 20 A Spare 36
33 Spare 20 A 1 0 0 1 20 A Spare 34
31 Spare 20 A 1 0 0 1 20 A Spare 32
29 Spare 20 A 1 0 0 1 20 A Spare 30
27 Spare 20 A 1 0 0 1 20 A Spare 28
25 Spare 20 A 1 0 0 1 20 A Spare 26
23 Spare 20 A 1 0 0 1 20 A Spare 24
21 Spare 20 A 1 0 0 1 20 A Spare 22
19 Spare 20 A 1 0 0 1 20 A Spare 20
17 MOTOR FUEL ISLAND CCTV CAMERAS 20 A 1 0.04 0 1 20 A Spare 18
15 TANK OVERFILL ALARM (HORN AND LIGHT)... 20 A 1 0.04 0 1 20 A Spare 16
13 UNLEADED FUEL DISPENSER 20 A 1 0.04 0 1 20 A Spare 14
11 DIESEL FUEL DISPENSER 20 A 1 0.04 0 1 20 A Spare 12
9 UNLEADED TANK SELONOID VALVE 20 A 1 0.04 0 1 20 A Spare 10
7 DIESEL TANK SELONOID VALVE 20 A 1 0.04 0.54 -- -- -- 8
5 -- -- -- 0.4 0.54 2 20 A FUEL MANAGEMENT UNIT... 6
3 UNLEADED SUBMERSIBLE PUMP DISCONNEC... 30 A 2 0.4 0.4 -- -- -- 4
1 SHUNT TRIP FOR FUEL ISLAND 20 A 1 0 0.4 2 30 A DIESEL SUBMERSIBLE PUMP DISCONNECT... 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH Mains Rating: 100 A

Panel: DP1 New Panel
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AR REPAIR FACILITY
CW 118-0167

ELE-605

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date
N.T.S.

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 Spare 20 A 1 0 0 1 20 A Spare 40
37 Spare 20 A 1 0 0 1 20 A Spare 38
35 Spare 20 A 1 0 0 1 20 A Spare 36
33 Spare 20 A 1 0 0 1 20 A Spare 34
31 Spare 20 A 1 0 0 1 20 A Spare 32
29 Spare 20 A 1 0 0 1 20 A Spare 30
27 Spare 20 A 1 0 0 1 20 A Spare 28
25 Spare 20 A 1 0 0 1 20 A Spare 26
23 Spare 20 A 1 0 0 1 20 A MOTORIZED DAMPER 24
21 Spare 20 A 1 0 0 1 20 A HVAC REPAIR BAYS-1 28-1 22
19 Spare 20 A 1 0 0 1 20 A MOTORIZED DAMPER 20
17 -- -- -- 0.94 6 -- -- -- 18
15 -- -- -- 0.94 6 -- -- -- 16
13 VES-1 20 A 3 0.94 6 3 70 A EWH-1 14
11 -- -- -- 0.31 0.94 -- -- -- 12
9 -- -- -- 0.31 0.94 -- -- -- 10
7 UH 20 A 3 0.31 0.94 3 20 A VES-1 8
5 -- -- -- 0.31 0.94 -- -- -- 6
3 -- -- -- 0.31 0.94 -- -- -- 4
1 UH 20 A 3 0.31 0.94 3 20 A VES-1 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: REPAIR BAYS 28 Volts: 120/208 3PH Mains Rating: 200 A

Panel: HPB2 New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54
51 Spare 20 A 1 0 0 1 20 A Spare 52
49 Spare 20 A 1 0 0 1 20 A Spare 50
47 Spare 20 A 1 0 0 1 20 A Spare 48
45 DAMPERS 20 A 1 0.5 0 1 20 A Spare 46
43 DAMPERS 20 A 1 0.5 0.12 1 20 A FPH-1 44
41 DAMPERS 20 A 1 0.5 0.12 1 20 A CUH 42
39 DAMPERS 20 A 1 0.5 0.42 -- -- -- 40
37 MOTORIZED DAMPERS 20 A 1 0 0.42 2 20 A JPC-1 38
35 -- -- -- 1.32 0.94 -- -- -- 36
33 -- -- -- 1.32 0.94 -- -- -- 34
31 DAC-1 25 A 3 1.32 0.94 3 20 A JP-1 32
29 -- -- -- 6 0.12 1 20 A GWH-1 30
27 -- -- -- 6 0.12 1 20 A GWH-1 28
25 EWH-1 70 A 3 6 0.12 1 20 A GWH-1 26
23 FPC-1 20 A 1 0.12 0.94 -- -- -- 24
21 BURNER CONTROLS 20 A 1 0.5 0.94 -- -- -- 22
19 BURNER CONTROLS 20 A 1 0.5 0.94 3 20 A UH 20
17 BURNER CONTROLS 20 A 1 0.5 3.88 -- -- -- 18
15 VAVS 20 A 1 0.48 3.88 -- -- -- 16
13 Lighting 20 A 1 0.02 3.88 3 80 A HWP-3 14
11 -- -- -- 3.88 2.1 -- -- -- 12
9 -- -- -- 3.88 2.1 -- -- -- 10
7 HWP-2 80 A 3 3.88 2.1 3 40 A HWP-1 8
5 -- -- -- 0.83 0.83 -- -- -- 6
3 -- -- -- 0.83 0.83 -- -- -- 4
1 VF-5 20 A 3 0.83 0.83 3 20 A VF-6 2

CKT Circuit Description Trip Poles
A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH Mains Rating: 400 A

Panel: HPE1 New Panel

65 Spare 20 A 1 0 0 1 20 A Spare 66
63 Spare 20 A 1 0 0 1 20 A Spare 64
61 Spare 20 A 1 0 0 1 20 A Spare 62
59 Spare 20 A 1 0 0 1 20 A Spare 60
57 Spare 20 A 1 0 0 1 20 A Spare 58
55 Spare 20 A 1 0 0 1 20 A Spare 56
53 MOTORIZED DAMPERS 20 A 1 0 0 1 20 A MOTORIZED DAMPERS 54
51 MOTORIZED DAMPERS 20 A 1 0 0 1 20 A MOTORIZED DAMPERS 52
49 -- -- -- 6 0 1 20 A Spare 50
47 -- -- -- 6 0.62 -- -- -- 48
45 EWH-1 70 A 3 6 0.62 -- -- -- 46
43 -- -- -- 0.94 0.62 3 20 A UH 44
41 -- -- -- 0.94 6 -- -- -- 42
39 VES-1 20 A 3 0.94 6 -- -- -- 40
37 -- -- -- 0.94 6 3 70 A EWH-1 38
35 -- -- -- 0.94 0.94 -- -- -- 36
33 VES-1 20 A 3 0.94 0.94 -- -- -- 34
31 MOTORIZED DAMPERS 20 A 1 0 0.94 3 20 A VES-1 32
29 MOTORIZED DAMPERS 20 A 1 0 0.94 -- -- -- 30
27 AIR DRYER 20 A 1 1.44 0.94 -- -- -- 28
25 GWH-1 20 A 1 0.12 0.94 3 20 A VES-1 26
23 -- -- -- 0.94 0.94 -- -- -- 24
21 -- -- -- 0.94 0.94 -- -- -- 22
19 VF-2 20 A 3 0.94 0.94 3 20 A UH 20
17 -- -- -- 0.83 0.3 -- -- -- 18
15 -- -- -- 0.83 0.3 -- -- -- 16
13 VF-8 20 A 3 0.83 0.3 3 20 A VF-7 14
11 -- -- -- 0.83 2.1 -- -- -- 12
9 -- -- -- 0.83 2.1 -- -- -- 10
7 VF-12 20 A 3 0.83 2.1 3 40 A VF-1 8
5 -- -- -- 0.94 0.62 -- -- -- 6
3 -- -- -- 0.94 0.62 -- -- -- 4
1 UH 20 A 3 0.94 0.62 3 20 A UH 2

CKT Circuit Description Trip Poles
A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: REPAIR BAYS 28 Volts: 120/208 3PH Mains Rating: 300 A

Panel: HPA1 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 Spare 20 A 1 0 0 1 20 A Spare 40
37 Spare 20 A 1 0 0 1 20 A Spare 38
35 Spare 20 A 1 0 0 1 20 A Spare 36
33 Spare 20 A 1 0 0 1 20 A Spare 34
31 -- -- -- 6 0 1 20 A Spare 32
29 -- -- -- 6 0 1 20 A MOTORIZED DAMPER 30
27 EWH-1 70 A 3 6 0 1 20 A MOTORIZED DAMPER 28
25 -- -- -- 0.58 6 -- -- -- 26
23 -- -- -- 0.58 6 -- -- -- 24
21 VF-4 20 A 3 0.58 6 3 70 A EWH-1 22
19 MOTORIZED DAMPER 20 A 1 0 0 1 20 A MOTORIZED DAMPER 20
17 -- -- -- 0.31 0.94 -- -- -- 18
15 -- -- -- 0.31 0.94 -- -- -- 16
13 UH 20 A 3 0.31 0.94 3 20 A EHF-1 14
11 -- -- -- 0.94 0.94 -- -- -- 12
9 -- -- -- 0.94 0.94 -- -- -- 10
7 UH 20 A 3 0.94 0.94 3 20 A VES-1 8
5 -- -- -- 2.1 0.43 -- -- -- 6
3 -- -- -- 2.1 0.43 -- -- -- 4
1 VF-2 40 A 3 2.1 0.43 3 20 A VF-3 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: REPAIR BAYS 28 Volts: 120/208 3PH Mains Rating: 300 A

Panel: HPB1 New Panel
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AR REPAIR FACILITY
CW 118-0167

ELE-606

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date
N.T.S.

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 DAMPERS 20 A 1 0.5 0 1 20 A Spare 40
37 HVAC 20 A 1 0 0.5 1 20 A DAMPERS 38
35 HVAC CONTROLS 20 A 1 0.5 0.5 1 20 A DAMPERS 36
33 HVAC CONTROLS 20 A 1 0.5 0.5 1 20 A DAMPERS 34
31 HVAC CONTROLS 20 A 1 0.5 0.5 1 20 A DAMPERS 32
29 HVAC CONTROLS 20 A 1 0.5 0 1 20 A EPO CONTROL 30
27 HVAC CONTROLS 20 A 1 0.5 0.5 1 20 A HVAC CONTROLS 28
25 HVAC CONTROLS 20 A 1 0.5 0.5 1 20 A HVAC CONTROLS 26
23 -- -- -- 3.8 3.3 -- -- -- 24
21 AC-2, ACCU-2 40 A 2 3.8 3.3 2 30 A AC-1, ACCU-1 22
19 CUH 20 A 1 0.12 0.02 1 20 A SERVICE RECEPTACLES 20
17 SERVICE RECEPTACLES 20 A 1 0 0.48 1 20 A VAVS 18
15 VAVS 20 A 1 0.36 0.94 -- -- -- 16
13 SERVICE RECEPTACLES 20 A 1 0.02 0.94 -- -- -- 14
11 -- -- -- 1.06 0.94 3 20 A UH 12
9 -- -- -- 1.06 0.24 1 20 A VAVS 10
7 WB-3 20 A 3 1.06 0.24 1 20 A VAVS 8
5 -- -- -- 1.06 1.06 -- -- -- 6
3 -- -- -- 1.06 1.06 -- -- -- 4
1 WB-1 20 A 3 1.06 1.06 3 20 A WB-2 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH Mains Rating: 400 A

Panel: HPE2 New Panel

65 -- -- -- 0.94 0 1 20 A Spare 66
63 -- -- -- 0.94 0 1 20 A MOTORIZED DAMPERS 64
61 VES-1 20 A 3 0.94 0 1 20 A MOTORIZED DAMPERS 62
59 -- -- -- 6 60
57 -- -- -- 6 0.94 -- -- -- 58
55 EWH-1 70 A 3 6 0.94 -- -- -- 56
53 -- -- -- 0.3 0.94 3 20 A HVAC AERIAL BUCKET BAYS 32 54
51 -- -- -- 0.3 0.94 -- -- -- 52
49 VF-15 20 A 3 0.3 0.94 -- -- -- 50
47 -- -- -- 0.23 0.94 3 20 A EHF-1 48
45 -- -- -- 0.23 0.23 -- -- -- 46
43 VF-13 20 A 3 0.23 0.23 -- -- -- 44
41 -- -- -- 6 0.23 3 20 A VF-14 42
39 -- -- -- 6 0.62 -- -- -- 40
37 EWH-1 70 A 3 6 0.62 -- -- -- 38
35 -- -- -- 6 0.62 3 20 A UH 36
33 -- -- -- 6 6 -- -- -- 34
31 EWH-1 20 A 3 6 6 -- -- -- 32
29 HVAC AERIAL BUCKET BAYS 32 20 A 1 0 6 3 70 A EWH-1 30
27 MOTORIZED DAMPERS 20 A 1 0 0 1 20 A MOTORIZED DAMPERS 28
25 HVAC 20 A 1 0 0 1 20 A HVAC WELD / FABRICATION SHOP 33 26
23 -- -- -- 0.94 0.94 -- -- -- 24
21 -- -- -- 0.94 0.94 -- -- -- 22
19 VF-11 20 A 3 0.94 0.94 3 20 A EHF-1 20
17 -- -- -- 0.94 0.94 -- -- -- 18
15 -- -- -- 0.94 0.94 -- -- -- 16
13 VF-9 20 A 3 0.94 0.94 3 20 A VF-10 14
11 -- -- -- 0.31 0.31 -- -- -- 12
9 -- -- -- 0.31 0.31 -- -- -- 10
7 UH 20 A 3 0.31 0.31 3 20 A UH 8
5 -- -- -- 0.94 0.62 -- -- -- 6
3 -- -- -- 0.94 0.62 -- -- -- 4
1 UH 20 A 3 0.94 0.62 3 20 A UH 2

CKT Circuit Description Trip Poles
A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: MACHINE SHOP 31 Volts: 120/208 3PH Mains Rating: 400 A

Panel: HPF1 New Panel

41 -- -- -- 0 0 -- -- -- 42
39 -- -- -- 0 0 -- -- -- 40
37 Spare 100 A 3 0 0 3 50 A Spare 38
35 -- -- -- 0.3 0.94 -- -- -- 36
33 -- -- -- 0.3 0.94 -- -- -- 34
31 TE-1 20 A 3 0.3 0.94 3 20 A VF-3 32
29 -- -- -- 9.41 10.75 -- -- -- 30
27 -- -- -- 9.41 10.75 -- -- -- 28
25 EF-1D 175 A 3 9.41 10.75 3 125 A RTU-1 26
23 -- -- -- 9.41 9.41 -- -- -- 24
21 -- -- -- 9.41 9.41 -- -- -- 22
19 EF-1A 175 A 3 9.41 9.41 3 175 A EF-1C 20
17 -- -- -- 0.31 9.41 -- -- -- 18
15 -- -- -- 0.31 9.41 -- -- -- 16
13 UH 20 A 3 0.31 9.41 3 175 A EF-1B 14
11 -- -- -- 1.57 4.75 -- -- -- 12
9 -- -- -- 1.57 4.75 -- -- -- 10
7 ERU-3 30 A 3 1.57 4.75 3 90 A ERU-4 8
5 -- -- -- 6.68 4.75 -- -- -- 6
3 -- -- -- 6.68 4.75 -- -- -- 4
1 ERU-2 125 A 3 6.68 4.75 3 90 A ERU-1 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: EQUIPMENT PLATFORM 41 Volts: 120/208 3PH Mains Rating: 800 A

Panel: HPP New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 Spare 20 A 1 0 0 1 20 A Spare 40
37 Spare 20 A 1 0 0 1 20 A Spare 38
35 Spare 20 A 1 0 0 1 20 A Spare 36
33 Spare 20 A 1 0 0 1 20 A Spare 34
31 Spare 20 A 1 0 0 1 20 A Spare 32
29 Spare 20 A 1 0 0 1 20 A Spare 30
27 Spare 20 A 1 0 0 1 20 A Spare 28
25 Spare 20 A 1 0 0 1 20 A Spare 26
23 Spare 20 A 1 0 0 1 20 A Spare 24
21 Spare 20 A 1 0 0 1 20 A Spare 22
19 -- -- -- 0 0 1 20 A Spare 20
17 Lighting SITE LIGHTING 30 A 2 0 0 1 20 A Spare 18
15 Spare 20 A 1 0 0 1 20 A Spare 16
13 Lighting WASH BAY 23 20 A 1 0.96 1.19 1 20 A Lighting REPAIR BAYS-1 28-1 14
11 Lighting EXTERIOR LIGHTING 20 A 1 0 1.19 1 20 A Lighting REPAIR BAYS-1 28-1 12
9 Lighting LUBRICANT STORAGE / COMPRESSO... 20 A 1 0.43 1.19 1 20 A Lighting REPAIR BAYS-1 28-1 10
7 Lighting EQUIPMENT INSPECTION / CNG... 20 A 1 1.19 0 1 20 A Spare 8
5 Lighting LUBE BAYS 25 20 A 1 1.19 1.19 1 20 A Lighting LUBE BAYS 25 6
3 Lighting EXTERIOR LIGHTING 20 A 1 0 1.19 1 20 A Lighting REPAIR BAYS-1 28-1 4
1 Lighting EQUIPMENT INSPECTION / CNG... 20 A 1 0.2 0.99 1 20 A Lighting EQUIPMENT INSPECTION / CNG... 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: REPAIR BAYS 28 Volts: 120/208 3PH Mains Rating: 200 A

Panel: LPA1 New Panel
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AR REPAIR FACILITY
CW 118-0167

ELE-607

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date
N.T.S.

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 Spare 20 A 1 0 0 1 20 A Spare 40
37 Spare 20 A 1 0 0 1 20 A Spare 38
35 Spare 20 A 1 0 0 1 20 A Spare 36
33 Spare 20 A 1 0 0 1 20 A Spare 34
31 Spare 20 A 1 0 0 1 20 A Spare 32
29 Spare 20 A 1 0 0 1 20 A Spare 30
27 Spare 20 A 1 0 0 1 20 A Spare 28
25 Spare 20 A 1 0 0 1 20 A Spare 26
23 Spare 20 A 1 0 0 1 20 A Spare 24
21 Spare 20 A 1 0 0 1 20 A Spare 22
19 Spare 20 A 1 0 0 1 20 A Spare 20
17 Spare 20 A 1 0 0 1 20 A Spare 18
15 Spare 20 A 1 0 0 1 20 A Spare 16
13 Spare 20 A 1 0 0 1 20 A Spare 14
11 Lighting FUEL ISLAND 20 A 1 0 0 1 20 A Spare 12
9 -- -- -- 0 0 1 20 A Spare 10
7 Lighting SITE LIGHTING 20 A 2 0 1.19 1 20 A Lighting REPAIR BAYS-1 28-1 8
5 Lighting REPAIR BAYS-1 28-1 20 A 1 1.19 0.6 1 20 A Lighting WELD SHOP 30 6
3 Lighting EXTERIOR LIGHTING 20 A 1 0 1.19 1 20 A Lighting WELD SHOP 30 4
1 Lighting REPAIR BAYS-1 28-1 20 A 1 1.19 1.19 1 20 A Lighting REPAIR BAYS-1 28-1 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: REPAIR BAYS 28 Volts: 120/208 3PH Mains Rating: 200 A

Panel: LPB1 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 Spare 20 A 1 0 0 1 20 A Spare 40
37 Spare 20 A 1 0 0 1 20 A Spare 38
35 Spare 20 A 1 0 0 1 20 A Spare 36
33 Spare 20 A 1 0 0 1 20 A Spare 34
31 Spare 20 A 1 0 0 1 20 A Spare 32
29 Spare 20 A 1 0 0 1 20 A Spare 30
27 Spare 20 A 1 0 0 1 20 A Spare 28
25 Spare 20 A 1 0 0 1 20 A Spare 26
23 Spare 20 A 1 0 0 1 20 A Spare 24
21 Spare 20 A 1 0 0 1 20 A Spare 22
19 Spare 20 A 1 0 0 1 20 A Spare 20
17 Spare 20 A 1 0 0 1 20 A Spare 18
15 Spare 20 A 1 0 0 1 20 A Spare 16
13 Spare 20 A 1 0 0 1 20 A Spare 14
11 Spare 20 A 1 0 0 1 20 A Spare 12
9 Lighting REPAIR BAYS-1 28-1 20 A 1 1.19 0 1 20 A Spare 10
7 Lighting REPAIR BAYS-1 28-1 20 A 1 1.19 1.19 1 20 A Lighting REPAIR BAYS-1 28-1 8
5 Lighting REPAIR BAYS-1 28-1 20 A 1 1.19 0 1 20 A Spare 6
3 Lighting REPAIR BAYS-1 28-1 20 A 1 1.19 0.99 1 20 A Lighting REPAIR BAYS-1 28-1 4
1 Spare 20 A 1 0 1.19 1 20 A Lighting REPAIR BAYS-1 28-1 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: REPAIR BAYS 28 Volts: 120/208 3PH Mains Rating: 200 A

Panel: LPB2 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 Spare 20 A 1 0 0 1 20 A Spare 40
37 Spare 20 A 1 0 0 1 20 A Spare 38
35 Spare 20 A 1 0 0 1 20 A Spare 36
33 Spare 20 A 1 0 0 1 20 A Spare 34
31 Spare 20 A 1 0 0 1 20 A Spare 32
29 Spare 20 A 1 0 0 1 20 A Spare 30
27 -- -- -- 0 0 1 20 A Spare 28
25 SITE LIGHTING 20 A 2 0 0 1 20 A Spare 26
23 -- -- -- 0 0.99 1 20 A Lighting STORES STOCKROOM 22 24
21 SITE LIGHTING 20 A 2 0 0.28 1 20 A Lighting WOMENS 13 22
19 -- -- -- 0 0.55 1 20 A Lighting HALL 02 20
17 SITE LIGHTING 20 A 2 0 0.32 1 20 A Lighting BREAK ROOM 07, HALL 02 18
15 LIGHTING CONTROL PANEL (LCP) 20 A 1 0.5 0 1 20 A Lighting 16
13 Lighting MECHANICAL MEZZANINE 20 A 1 0.62 0.6 1 20 A Lighting COMM 08 14
11 Lighting MECHANICAL ROOM 10 20 A 1 0.51 0.41 1 20 A Lighting HALL 02 12
9 Lighting OFFICES 17, 18, 20, 21 20 A 1 0.63 0.45 1 20 A Lighting MENS ROOM 12 10
7 Lighting CONFERENCE ROOM 05 20 A 1 0.24 0.56 1 20 A Lighting OFFICES 14, 15, 16 8
5 Lighting EXTERIOR LIGHTING 20 A 1 0 0.46 1 20 A Lighting JAN 06 6
3 Lighting STORES STOCKROOM 22 20 A 1 1.19 1.19 1 20 A Lighting STORES STOCKROOM 22 4
1 Lighting STORES STOCKROOM 22 20 A 1 1.19 1.19 1 20 A Lighting STORES STOCKROOM 22 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH Mains Rating: 200 A

Panel: LPE1 New Panel

41 Spare 20 A 1 0 0 -- -- -- 42
39 Spare 20 A 1 0 0.64 -- -- -- 40
37 Spare 20 A 1 0 1.44 3 20 A Spare 38
35 Spare 20 A 1 0 0 1 20 A Spare 36
33 Spare 20 A 1 0 0 1 20 A Spare 34
31 Spare 20 A 1 0 0 1 20 A Spare 32
29 Spare 20 A 1 0 0 1 20 A Spare 30
27 Spare 20 A 1 0 0 1 20 A Spare 28
25 Spare 20 A 1 0 0 1 20 A Spare 26
23 Spare 20 A 1 0 0 1 20 A Spare 24
21 Spare 20 A 1 0 0 1 20 A Spare 22
19 Spare 20 A 1 0 0 1 20 A Spare 20
17 Spare 20 A 1 0 0 1 20 A Spare 18
15 Lighting WELD / FABRICATION SHOP 33 20 A 1 0.8 0 1 20 A Spare 16
13 Lighting WELD / FABRICATION SHOP 33 20 A 1 0.8 0 1 20 A Spare 14
11 Lighting WELD / FABRICATION SHOP 33 20 A 1 0.8 0.8 1 20 A Lighting WELD / FABRICATION SHOP 33 12
9 Lighting AERIAL BUCKET BAYS 32 20 A 1 0.8 0.8 1 20 A Lighting AERIAL BUCKET BAYS 32 10
7 Lighting MACHINE SHOP 31 20 A 1 0.8 0.8 1 20 A Lighting MACHINE SHOP 31 8
5 Lighting MACHINE SHOP 31 20 A 1 0.8 0.8 1 20 A Lighting MACHINE SHOP 31 6
3 Lighting MACHINE SHOP 31 20 A 1 0.8 0.8 1 20 A Lighting MACHINE SHOP 31 4
1 Lighting MACHINE SHOP 31 20 A 1 0.8 0.8 1 20 A Lighting MACHINE SHOP 31 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: MACHINE SHOP 31 Volts: 120/208 3PH Mains Rating: 200 A

Panel: LPF1 New Panel
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AR REPAIR FACILITY
CW 118-0167

ELE-608

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date
N.T.S.

53 Spare 20 A 1 0 0 1 20 A Spare 54
51 Spare 20 A 1 0 0 1 20 A Spare 52
49 Spare 20 A 1 0 0 1 20 A Spare 50
47 RECEPTACLE REPAIR BAYS 28 20 A 1 0.36 5.64 -- -- -- 48
45 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 0.54 5.64 -- -- -- 46
43 -- -- -- 4.16 5.64 3 60 A 5 TON CRANE 44
41 WELDING RECEPTACLE 50 A 2 4.16 1.44 -- -- -- 42
39 -- -- -- 4.16 1.44 2 35 A TWO POST LIFT - L5 40
37 WELDING RECEPTACLE 50 A 2 4.16 0 1 20 A Spare 38
35 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 0.54 0 1 20 A Spare 36
33 RECEPTACLE EQUIPMENT INSPECTION / CNG... 20 A 1 0.36 0 1 20 A Spare 34
31 -- -- -- 4.16 1.31 -- -- -- 32
29 WELDING RECEPTACLE REPAIR BAYS-1 28-1 50 A 2 4.16 1.31 2 20 A L2 - SMALL DRIVE ON LIFT 30
27 -- -- -- 4.16 4.16 -- -- -- 28
25 WELDING RECEPTACLE 50 A 2 4.16 4.16 2 50 A WELDING RECEPTACLE 26
23 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 0.72 4.16 -- -- -- 24
21 RECEPTACLE EQUIPMENT INSPECTION / CNG... 20 A 1 0.54 4.16 2 50 A WELDING RECEPTACLE 22
19 RECEPTACLE EQUIPMENT INSPECTION / CNG... 20 A 1 0.54 0.9 1 20 A RECEPTACLE EQUIPMENT INSPECTION / CNG... 20
17 RECEPTACLE TOOL CRIB 27 20 A 1 0.36 0.36 1 20 A RECEPTACLE REPAIR BAYS-1 28-1 18
15 -- -- -- 1.2 0.36 1 20 A RECEPTACLE EQUIPMENT INSPECTION / CNG... 16
13 -- -- -- 1.2 0.54 1 20 A RECEPTACLE EQUIPMENT INSPECTION / CNG... 14
11 OVERHEAD DOOR 20 A 3 1.2 0.54 1 20 A RECEPTACLE TOOL CRIB 27 12
9 -- -- -- 1.2 0.72 1 20 A RECEPTACLE REPAIR BAYS-1 28-1 10
7 -- -- -- 1.2 1.2 -- -- -- 8
5 OVERHEAD DOOR 20 A 3 1.2 1.2 -- -- -- 6
3 Spare 20 A 1 0 1.2 3 20 A OVERHEAD DOOR 4
1 Spare 20 A 1 0 1.51 1 20 A L4 2

CKT Circuit Description Trip Poles
A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: REPAIR BAYS 28 Volts: 120/208 3PH Mains Rating: 400 A

Panel: PPA1 New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54
51 Spare 20 A 1 0 0 1 20 A Spare 52
49 Spare 20 A 1 0 0 1 20 A Spare 50
47 -- -- -- 0.43 0 1 20 A Spare 48
45 -- -- -- 0.43 0 1 20 A SERVICE RECEPTACLES 46
43 E45 20 A 3 0.43 0.98 -- -- -- 44
41 Spare 20 A 1 0 0.98 -- -- -- 42
39 -- -- -- 0.24 0.98 3 40 A L2 40
37 -- -- -- 0.24 1.2 -- -- -- 38
35 E46 20 A 3 0.24 1.2 -- -- -- 36
33 -- -- -- 4.8 1.2 3 20 A E6 34
31 -- -- -- 4.8 1.2 -- -- -- 32
29 3 TON CRANE 50 A 3 4.8 1.2 -- -- -- 30
27 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 0.36 1.2 3 20 A OVERHEAD DOOR 28
25 -- -- -- 1.2 2.77 -- -- -- 26
23 -- -- -- 1.2 2.77 -- -- -- 24
21 OVERHEAD DOOR 20 A 3 1.2 2.77 3 100 A WELDING RECEPTACLE 22
19 -- -- -- 4.16 4.16 -- -- -- 20
17 WELDING RECEPTACLE 50 A 2 4.16 4.16 2 50 A WELDING RECEPTACLE 18
15 -- -- -- 4.16 4.16 -- -- -- 16
13 WELDING RECEPTACLE 50 A 2 4.16 4.16 2 50 A WELDING RECEPTACLE 14
11 -- -- -- 4.16 4.16 -- -- -- 12
9 WELDING RECEPTACLE 50 A 2 4.16 4.16 2 50 A WELDING RECEPTACLE 10
7 E42 20 A 1 2.28 0.18 1 20 A RECEPTACLE WELD SHOP 30 8
5 RECEPTACLE WELD SHOP 30 20 A 1 0.9 0.9 1 20 A RECEPTACLE WELD SHOP 30 6
3 RECEPTACLE REPAIR BAY 28 20 A 1 0.36 0.72 1 20 A RECEPTACLE REPAIR BAYS-1 28-1 4
1 L4 20 A 1 1.51 0.54 1 20 A RECEPTACLE REPAIR BAYS-1 28-1 2

CKT Circuit Description Trip Poles
A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: REPAIR BAYS 28 Volts: 120/208 3PH Mains Rating: 400 A

Panel: PPB1 New Panel

65 -- -- -- 0 0 -- -- -- 66
63 -- -- -- 0 0 2 20 A Spare 64
61 Spare 20 A 3 0 19.11 -- -- -- 62
59 -- -- -- 1.52 19.11 2 125 A E48 60
57 -- -- -- 1.52 0.75 -- -- -- 58
55 3 TON MONORAIL CRANE 25 A 3 1.52 0.75 -- -- -- 56
53 -- -- -- 0.45 0.75 3 20 A E43 54
51 -- -- -- 0.45 2.99 -- -- -- 52
49 E33 20 A 3 0.45 2.99 2 20 A E40 50
47 -- -- -- 1.96 0.85 -- -- -- 48
45 -- -- -- 1.96 0.85 -- -- -- 46
43 E43 20 A 3 1.96 0.85 3 20 A E34 44
41 -- -- -- 1.22 4.55 -- -- -- 42
39 -- -- -- 1.22 4.55 2 20 A CRS-1 40
37 E28 20 A 3 1.22 1.67 -- -- -- 38
35 -- -- -- 1.29 1.67 2 25 A E27 36
33 E26 25 A 2 1.29 19.11 -- -- -- 34
31 -- -- -- 2.69 19.11 2 125 A E30 32
29 E21 35 A 2 2.69 2.04 -- -- -- 30
27 -- -- -- 0.64 2.04 -- -- -- 28
25 -- -- -- 0.64 2.04 3 40 A E20 26
23 E18 20 A 3 0.64 1.07 -- -- -- 24
21 -- -- -- 2.69 1.07 -- -- -- 22
19 -- -- -- 2.69 1.07 3 20 A E15 20
17 E12 60 A 3 2.69 0.64 -- -- -- 18
15 -- -- -- 1.05 0.64 -- -- -- 16
13 E8 20 A 2 1.05 0.64 3 20 A E11 14
11 -- -- -- 1.03 1.46 -- -- -- 12
9 -- -- -- 1.03 1.46 -- -- -- 10
7 E5 20 A 3 1.03 1.46 3 20 A E7 8
5 -- -- -- 1.46 1.76 -- -- -- 6
3 -- -- -- 1.46 1.76 -- -- -- 4
1 E3 40 A 3 1.46 1.76 3 40 A E2 2

CKT Circuit Description Trip Poles
A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-PMS Wires: 4
Mounting: Surface Phases: 3
Location: MACHINE SHOP 31 Volts: 120/240 3PH Mains Rating: 350 A

Panel: PMS New Panel
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AR REPAIR FACILITY
CW 118-0167

ELE-609

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date
N.T.S.

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 -- -- -- 3.04 0 1 20 A Spare 40
37 -- -- -- 3.04 1.2 -- -- -- 38
35 PRSW-1 60 A 3 3.04 1.2 -- -- -- 36
33 1.2 3 20 A OVERHEAD DOOR 34
31 1.2 -- -- -- 32
29 1.2 -- -- -- 30
27 RECEPTACLE WASH BAY 23 20 A 1 0.54 1.2 3 20 A OVERHEAD DOOR 28
25 RECEPTACLE LUBRICANT STORAGE /... 20 A 1 0.54 1.2 -- -- -- 26
23 RECEPTACLE LUBRICANT STORAGE /... 20 A 1 0.9 1.2 -- -- -- 24
21 RECEPTACLE LUBE BAYS 25 20 A 1 0.36 1.2 3 20 A OVERHEAD DOOR 22
19 RECEPTACLE LUBE BAYS 25 20 A 1 0.36 4.16 -- -- -- 20
17 RECEPTACLE LUBE BAYS 25 20 A 1 0.36 4.16 2 50 A WELDING RECEPTACLE 18
15 RECEPTACLE LUBE BAYS 25 20 A 1 0.36 4.16 -- -- -- 16
13 RECEPTACLE LUBE BAYS 25 20 A 1 0.72 4.16 2 50 A WELDING RECEPTACLE 14
11 RECEPTACLE LUBE BAYS 25 20 A 1 0.72 4.16 -- -- -- 12
9 RECEPTACLE LUBE BAYS 25 20 A 1 0.36 4.16 2 50 A WELDING RECEPTACLE 10
7 RECEPTACLE LUBE BAYS 25 20 A 1 0.36 4.16 -- -- -- 8
5 RECEPTACLE LUBE BAYS 25 20 A 1 0.36 4.16 2 50 A WELDING RECEPTACLE 6
3 RECEPTACLE LUBE BAYS 25 20 A 1 0.36 4.16 -- -- -- 4
1 RECEPTACLE LUBE BAYS 25 20 A 1 0.36 4.16 2 50 A WELDING RECEPTACLE 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: LUBE BAYS 25 Volts: 120/208 3PH Mains Rating: 400 A

Panel: PPC1 New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54
51 Spare 20 A 1 0 0.36 1 20 A RECEPTACLE COMM 08 52
49 Spare 20 A 1 0 0.9 1 20 A RECEPTACLE STORES STOCKROOM 22 50
47 Spare 20 A 1 0 0.36 1 20 A RECEPTACLE COMM 08 48
45 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE BREAK ROOM 07 46
43 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE HALL 02 44
41 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE BREAK ROOM 07 42
39 Spare 20 A 1 0 1.2 -- -- -- 40
37 POWER FOR DOOR SECURITY STORES... 20 A 1 0.5 1.2 -- -- -- 38
35 RECEPTACLE STORES STOCKROOM 22 20 A 1 0.54 1.2 3 20 A OVERHEAD DOOR 36
33 RECEPTACLE BREAK ROOM 07 20 A 1 0.36 0.18 1 20 A REFRIGERATOR BREAK ROOM 07 34
31 RECEPTACLE BREAK ROOM 07 20 A 1 0.72 0.72 1 20 A RECEPTACLE EQUIPMENT GENERAL... 32
29 RECEPTACLE GARAGE SUPERVISOR 15 20 A 1 0.72 0.72 1 20 A RECEPTACLE REPAIR CREW LEADER &... 30
27 RECEPTACLE MEDIA STORAGE ROOM 18 20 A 1 0.72 0.72 1 20 A RECEPTACLE EQUIPMENT INSPECTION AND I... 28
25 RECEPTACLE MACHINE SHOP CREW LEADER... 20 A 1 0.72 0.54 1 20 A RECEPTACLE MACHINE SHOP SUPERVISIOR 03 26
23 RECEPTACLE CONFERENCE ROOM 05 20 A 1 0.72 0 1 20 A Spare 24
21 RECEPTACLE SPRINKLER ROOM 40 20 A 1 1.08 0.9 1 20 A RECEPTACLE MECHANICAL ROOM 10 22
19 RECEPTACLE STORES MATERIAL... 20 A 1 0.9 0.54 1 20 A RECEPTACLE STORES STOCK ROOM... 20
17 RECEPTACLE Space L002HH 20 A 1 0.72 0.36 1 20 A RECEPTACLE MENS ROOM 12 18
15 RECEPTACLE VEST 01 20 A 1 0.72 0.72 1 20 A RECEPTACLE HALL 02 16
13 RECEPTACLE MACHINE SHOP CREW LEADER... 20 A 1 0.36 0.36 1 20 A RECEPTACLE MACHINE SHOP CREW LEADER... 14
11 RECEPTACLE REPAIR CREW LEADER &... 20 A 1 0.18 0.36 1 20 A RECEPTACLE MACHINE SHOP SUPERVISIOR 03 12
9 POWER FOR DOOR SECURITY HALL 02 20 A 1 0.5 0.18 1 20 A RECEPTACLE REPAIR CREW LEADER &... 10
7 RECEPTACLE BREAK ROOM 07 20 A 1 0.18 0.5 1 20 A POWER FOR DOOR SECURITY HALL 02 8
5 RECEPTACLE STORES MATERIAL... 20 A 1 0.36 0.36 1 20 A RECEPTACLE STORES STOCK ROOM... 6
3 RECEPTACLE STORES MATERIAL... 20 A 1 0.36 0.36 1 20 A RECEPTACLE STORES MATERIAL... 4
1 RECEPTACLE STORES STOCKROOM 22 20 A 1 0.54 0.54 1 20 A RECEPTACLE STORES STOCKROOM 22 2

CKT Circuit Description Trip Poles
A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH Mains Rating: 400 A

Panel: PPE1 New Panel

65 Spare 20 A 1 0 0 1 20 A Spare 66
63 Spare 20 A 1 0 0 1 20 A Spare 64
61 Spare 20 A 1 0 0 1 20 A Spare 62
59 Spare 20 A 1 0 0.17 -- -- -- 60
57 Spare 20 A 1 0 0.17 -- -- -- 58
55 RECEPTACLE MACHINE SHOP 31 20 A 1 0.54 0.17 3 100 A WELDING RECEPTACLE 56
53 RECEPTACLE AERIAL BUCKET BAYS 32 20 A 1 0.72 0 1 20 A SERVICE RECEPTACLES 54
51 RECEPTACLE AERIAL BUCKET BAYS 32 20 A 1 0.36 0.72 1 20 A RECEPTACLE AERIAL BUCKET BAYS 32 52
49 SERVICE RECEPTACLES 20 A 1 0 0.72 1 20 A RECEPTACLE AERIAL BUCKET BAYS 32 50
47 -- -- -- 1.56 2.28 1 20 A E24 48
45 -- -- -- 1.56 1.7 1 20 A E25 46
43 E16 40 A 3 1.56 0.36 1 20 A RECEPTACLE MACHINE SHOP 31 44
41 SERVICE RECEPTACLES 20 A 1 0 1.7 1 20 A E32 42
39 SERVICE RECEPTACLES 20 A 1 0 0 1 20 A SERVICE RECEPTACLES 40
37 -- -- -- 4.8 2.08 1 20 A E17 38
35 -- -- -- 4.8 0 1 20 A SERVICE RECEPTACLES 36
33 3 TON CRANE 50 A 3 4.8 2.24 1 20 A E23 34
31 -- -- -- 5.64 4.8 -- -- -- 32
29 -- -- -- 5.64 4.8 -- -- -- 30
27 5 TON CRANE 60 A 3 5.64 4.8 3 20 A HVAC MACHINE SHOP 31 28
25 POWER LATHE CONTROLS 20 A 1 0.5 0.54 1 20 A RECEPTACLE MACHINE SHOP 31 26
23 -- -- -- 1.8 0 1 20 A DEDICATED RECEPTACLE FOR ADJACENT... 24
21 -- -- -- 1.8 0 1 20 A SERVICE RECEPTACLES 22
19 E14 20 A 3 1.8 0 1 20 A SERVICE RECEPTACLES 20
17 -- -- -- 0.94 0.58 -- -- -- 18
15 -- -- -- 0.94 0.58 -- -- -- 16
13 E10 20 A 3 0.94 0.58 3 20 A E9 14
11 -- -- -- 1.98 1.02 -- -- -- 12
9 -- -- -- 1.98 1.02 -- -- -- 10
7 E4 40 A 3 1.98 1.02 3 25 A E13 8
5 -- -- -- 1.32 0 1 20 A SERVICE RECEPTACLES 6
3 -- -- -- 1.32 0 1 20 A SERVICE RECEPTACLES 4
1 E1 25 A 3 1.32 0 1 20 A SERVICE RECEPTACLES 2

CKT Circuit Description Trip Poles
A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: MACHINE SHOP 31 Volts: 120/208 3PH Mains Rating: 400 A

Panel: PPF1 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 Spare 20 A 1 0 0 1 20 A Spare 40
37 Spare 20 A 1 0 0 1 20 A Spare 38
35 Spare 20 A 1 0 0 1 20 A Spare 36
33 Spare 20 A 1 0 0 1 20 A Spare 34
31 Spare 20 A 1 0 0 1 20 A Spare 32
29 Spare 20 A 1 0 0 1 20 A Spare 30
27 Spare 20 A 1 0 0 1 20 A Spare 28
25 Spare 20 A 1 0 0 1 20 A Spare 26
23 Spare 20 A 1 0 0 1 20 A Spare 24
21 Spare 20 A 1 0 0 1 20 A Spare 22
19 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 0.36 0 1 20 A Spare 20
17 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 0.18 0 1 20 A Spare 18
15 -- -- -- 4.16 0 1 20 A Spare 16
13 WELDING RECEPTACLE 50 A 2 4.16 0 1 20 A Spare 14
11 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 0.54 0 1 20 A SITE POWER FOR BLOCK HEATERS 12
9 POWER FOR DOOR SECURITY REPAIR BAYS-... 20 A 1 0.5 0.54 1 20 A RECEPTACLE REPAIR BAYS-1 28-1 10
7 -- -- -- 4.16 0.54 1 20 A RECEPTACLE REPAIR BAYS-1 28-1 8
5 WELDING RECEPTACLE 50 A 2 4.16 0.36 1 20 A RECEPTACLE REPAIR BAYS 28 6
3 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 0.54 0.36 1 20 A RECEPTACLE REPAIR BAYS 28 4
1 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 0.54 0.36 1 20 A RECEPTACLE REPAIR BAYS 28 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: REPAIR BAYS 28 Volts: 120/208 3PH Mains Rating: 200 A

Panel: PPB2 New Panel
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AR REPAIR FACILITY
CW 118-0167

ELE-610

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 Spare 20 A 1 0 0 1 20 A Spare 40
37 Spare 20 A 1 0 0 1 20 A Spare 38
35 Spare 20 A 1 0 0 1 20 A Spare 36
33 Spare 20 A 1 0 0 1 20 A Spare 34
31 Spare 20 A 1 0 0 1 20 A Spare 32
29 Spare 20 A 1 0 0 1 20 A Spare 30
27 Spare 20 A 1 0 0 1 20 A Spare 28
25 Spare 20 A 1 0 0 1 20 A Spare 26
23 Spare 20 A 1 0 0 1 20 A Spare 24
21 Spare 20 A 1 0 0 1 20 A Spare 22
19 Spare 20 A 1 0 0 1 20 A Spare 20
17 -- -- -- 1.2 0.72 1 20 A RECEPTACLE OXYGEN / ACETYLENE STORA... 18
15 -- -- -- 1.2 1.2 -- -- -- 16
13 OVERHEAD DOOR 20 A 3 1.2 1.2 -- -- -- 14
11 -- -- -- 1.2 1.2 3 20 A APPLIANCE AERIAL BUCKET BAYS 32 12
9 -- -- -- 1.2 1.2 -- -- -- 10
7 OVERHEAD DOOR 20 A 3 1.2 1.2 -- -- -- 8
5 RECEPTACLE WELD / FABRICATION SHOP 33 20 A 1 0.18 1.2 3 20 A APPLIANCE MACHINE SHOP 31 6
3 RECEPTACLE AERIAL BUCKET BAYS 32 20 A 1 0.18 0.72 1 20 A RECEPTACLE OXYGEN / ACETYLENE STORA... 4
1 RECEPTACLE WELD / FABRICATION SHOP 33 20 A 1 0.36 0.36 1 20 A RECEPTACLE WELD / FABRICATION SHOP 33 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: MACHINE SHOP 31 Volts: 120/208 3PH Mains Rating: 100 A

Panel: PPF2 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42
39 Spare 20 A 1 0 0 1 20 A Spare 40
37 Spare 20 A 1 0 0 1 20 A Spare 38
35 Spare 20 A 1 0 0 1 20 A Spare 36
33 Spare 20 A 1 0 0 1 20 A Spare 34
31 Spare 20 A 1 0 0 1 20 A Spare 32
29 Spare 20 A 1 0 0 1 20 A Spare 30
27 Spare 20 A 1 0 0 1 20 A Spare 28
25 HVAC PAINT SPRAY BOOTH 38 20 A 1 0 0 1 20 A Spare 26
23 POWER PAINT BAYS 36 20 A 1 1.2 0 1 20 A Spare 24
21 POWER PAINT BAYS 36 20 A 1 1.2 0 1 20 A Spare 22
19 -- -- -- 1.2 0 1 20 A Spare 20
17 -- -- -- 1.2 0 1 20 A Spare 18
15 OVERHEAD DOOR PAINT REMOVAL BOOTH 37 20 A 3 1.2 0 1 20 A Spare 16
13 RECEPTACLE PAINT BAYS 36 20 A 1 0.9 0.72 1 20 A RECEPTACLE PAINT EQUIPMENT ROOM 35 14
11 -- -- -- 4.8 0.54 1 20 A RECEPTACLE PARTS WASHER 34 12
9 -- -- -- 4.8 0.72 1 20 A RECEPTACLE PARTS WASHER 34 10
7 PAINT BOOTH VAC 40 A 3 4.8 0.36 1 20 A RECEPTACLE PAINT SPRAY BOOTH 38 8
5 -- -- -- 3.04 1.2 -- -- -- 6
3 -- -- -- 3.04 1.2 -- -- -- 4
1 PRSW-1 60 A 3 3.04 1.2 3 20 A OVERHEAD DOOR 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: PAINT EQUIPMENT ROOM 35 Volts: 120/208 3PH Mains Rating: 175 A

Panel: PPG1 New Panel

Total Amps: 19 A 19 A 10 A Total Est. Demand 15 A
Total Load: 2100 VA 2160 VA 1200 VA Total Conn. Load: 15 A

17 Spare 20 A 1 0 0 1 20 A Spare 18
15 Spare 20 A 1 0 0 1 20 A Spare 16
13 Spare 20 A 1 0 0 1 20 A Spare 14
11 Lighting COLD STORAGE EXTERIOR 20 A 1 0 0 1 20 A Spare 12
9 Lighting COLD STORAGE C101 20 A 1 0.96 0 1 20 A Spare 10
7 RECEPTACLE 20 A 1 0.9 0 1 20 A Spare 8
5 -- -- -- 1.2 0 1 20 A Spare 6
3 -- -- -- 1.2 0 1 20 A Spare 4
1 OVERHEAD DOOR 20 A 3 1.2 0 1 20 A Spare 2

CKT Circuit Description Trip Poles
A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP Wires: 4
Mounting: Surface Phases: 3
Location: Volts: 120/208 3PH Mains Rating: 80 A

Panel: PP-CS New Panel
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KEYED NOTES FOR ELE-CS1

MOTORIZED DOOR, DOOR OPERATOR AND PUSH BUTTON.

JUNCTION BOX FOR CONDUCTORS AND HEAT DETECTORS.

JUNCTION BOX FOR CONDUCTORS FOR OVERHEAD DOORS
STATUS TO BAS.

1

2

3

GENERAL NOTES FOR ELE-CS1

LIGHT FIXTURES, BACKUP-BATTERIES, AND FIRE ALARM SYSTEM
COMPONENTS SHALL BE COLD-WEATHER RATED.
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ELE-CS1
ELECTRICAL PLANS - COLD

STORAGE

ROCKY HILL

NO. Revision Description Date

 1/8" = 1'-0"2 Fire Alarm - Cold Storage

 1/8" = 1'-0"3 Power - Cold Storage

 1/8" = 1'-0"1 Lighting - Cold Storage
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