
Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860282

PWS Name

ST. BERNARD SCHOOL

Local Address (where applicable)

1593 NORWICH-NEW LONDON TURNPIKE

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

950

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/19Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

20 routine (RT) per six monthsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 12/31/16 CompleteSelect from Inventory of Active Sampling Points

1/1/17 - 6/30/17

7/1/17 - 12/31/17

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17 CompleteSelect from Inventory of Active Sampling Points

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per quarterPhysical Parameters  (PPX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17 Complete

1/1/18 - 12/31/18

1 routine (RT) per three yearsPesticides, Herbicides and PCBs-Phase II  (SOC2)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16ENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

Page 1Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860282

PWS Name

ST. BERNARD SCHOOL

Local Address (where applicable)

1593 NORWICH-NEW LONDON TURNPIKE

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

950

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsPesticides, Herbicides and PCBs-Phase V  (SOC5)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17 Complete

1/1/18 - 12/31/18

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

CCTS 1: PWS TO PROPOSE OCCT 6/30/2010

SWTS 1: SOURCE WATER MONITORING 6/30/2010

CROSS CONNECTION SURVEY REPORT 3/1/2016

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 3/31/2017

Monthly Water System Facility (WSF) Level Monitoring Requirements
Water System Facility: ENTRY POINT  (WSFID: 00700)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point pH Monitoring  (PHRD)pH Minimum:  7 PH 4

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 1/1/2002

N9/1/2016 - 9/30/2016

N10/1/2016 - 10/31/2016

N11/1/2016 - 11/30/2016

N12/1/2016 - 12/31/2016

1/1/2017 - 1/31/2017

2/1/2017 - 2/28/2017

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

4 DISTRIBUTION SYSTEM Y  A00600 DISTRIBUTION SYSTEM

DOWNSTREAM WITHIN 5 SERVICE CON   A

MW001 MAIN OFC WOMANS RM Y 2I Y

MW002 NURSES OFFICE Y 2I

MW003 BOYS ROOM BY AUD Y 2I

MW004 KITCHEN WATER SINK Y 2I

MW005 LAV BY ART ROOM Y 2I

Page 2Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860282

PWS Name

ST. BERNARD SCHOOL

Local Address (where applicable)

1593 NORWICH-NEW LONDON TURNPIKE

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

950

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: SMALL WATER SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

9/30/2018WATER TREATMENT PLANT OPERATOR - CLASS IILAFRAMBOISE, PAUL F. CHIEF OPERATOR

9/30/2018DISTRIBUTION SYSTEM OPERATOR - CLASS I

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: PASSIVE

Water System Facility: ST BERNARD HIGH TREATMENT STATION  (WSF ID: 46422)

9/30/2018WATER TREATMENT PLANT OPERATOR - CLASS IILAFRAMBOISE, PAUL F. CHIEF OPERATOR

9/30/2018DISTRIBUTION SYSTEM OPERATOR - CLASS I

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

MW006 1ST FL BOYS RM Y 2A Y

MW007 NURSES OFF. Y 2A Y

MW008 MENS RM BY AUD. Y 2A Y

MW009 GIRLS RM BY AUD. Y 2A Y

MW010 KITCHEN WATER SINK Y  I

MW011 SHIPPING RM-WOM. Y 2A Y

MW012 SHIPPING RM-MENS Y 2A Y

MW013 BOYS LOCKER RM. Y 2A Y

MW014 2ND FL BOYS RM. Y 2A Y

MW015 TEACHERS LOUNGE 2ND Y 2A Y

MW016 FACULTY RM., 1ST FLO Y 2A Y

MW017 2ND FL WOMENS RM Y 2A Y

MW018 ART & POTTERY SINK Y 2A Y

MW019 L.T. OFFICE Y 2A Y

MW020 NURSE LAV SINK Y 2A Y

MW021 MAIN OFFICE MEN'S RO Y 2A Y

MW022 MAIN OFFICE WOMENS Y 2A Y

MW023 GIRLS ROOM 102 Y 2A Y

MW024 ROOM 010 SINK Y 2A Y

MW025 1ST FL FACULTY LAV 2A Y

MW026 GIRLS LOCKER ROOM Y 2A Y

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT   A00700 ENTRY POINT

2 WELL  A10413 WELL

46422 ST BERNARD HIGH TREATMENT 
STATION

53571 PRESSURE STORAGE
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860282

PWS Name

ST. BERNARD SCHOOL

Local Address (where applicable)

1593 NORWICH-NEW LONDON TURNPIKE

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

950

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Information

Contact Role(s): Legal Contact

Job Title

Vice Principal

Organization

St. Bernard High School

Email Address

Zip Code

06382

State

CT

City

Uncasville

Business Phone

860-848-1271

Fax

860-848-1274

Mobile Phone Emergency PhoneExtension

    

Mailing Address Line One

1593 Norwich-New London Turnpike

Mailing Address Line Two

Name

Mr. James Vinditto

Contact Role(s): Administrative Contact

Job Title

Headmaster

Organization

Saint Bernard School

Email Address

headmaster@saint-bernard.com

Zip Code

06382

State

CT

City

Uncasville

Business Phone

860-848-1271

Fax

860-848-1274

Mobile Phone Emergency PhoneExtension

141 

Mailing Address Line One

1593 Norwich New London Turnpike

Mailing Address Line Two

Name

Mr. Thomas J. Doherty

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 4Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

http://www.ct.gov/dph


Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860302

PWS Name

MONTVILLE HIGH SCHOOL

Local Address (where applicable)

800 OLD COLCHESTER ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

683

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/19Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

10 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 6/1-9/30 CompleteSelect from Inventory of Active Sampling Points

1/1/17 - 12/31/19 6/1-9/30

1/1/20 - 12/31/22 6/1-9/30

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17 CompleteSelect from Inventory of Active Sampling Points

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per quarterPhysical Parameters  (PPX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per quarterChloride  (1017)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteENTRY POINT (3)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 3/31/16 1/1-3/31 CompleteENTRY POINT (3)

1/1/14 - 12/31/16 Complete

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

Page 5Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860302

PWS Name

MONTVILLE HIGH SCHOOL

Local Address (where applicable)

800 OLD COLCHESTER ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

683

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17 Complete

1/1/18 - 12/31/18

1  (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 1/1-12/31 WaiverENTRY POINT (3)

1 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19ENTRY POINT (3)

1/1/20 - 12/31/22

1 routine (RT) per three yearsOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

CROSS CONNECTION SURVEY REPORT 3/1/2017

Monthly Water System Facility (WSF) Level Monitoring Requirements
Water System Facility: ENTRY POINT  (WSFID: 00700)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point pH Monitoring  (PHRD)pH Minimum:  7.0 PH Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 10/1/2008

N9/1/2016 - 9/30/2016

N10/1/2016 - 10/31/2016

N11/1/2016 - 11/30/2016

N12/1/2016 - 12/31/2016

1/1/2017 - 1/31/2017

2/1/2017 - 2/28/2017

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

001 KITCHEN Y 2A00600 DISTRIBUTION SYSTEM

002 KITCHEN DEEP SINK 2A

003 WOOD TECH SHOP 2A Y

Page 6Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860302

PWS Name

MONTVILLE HIGH SCHOOL

Local Address (where applicable)

800 OLD COLCHESTER ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

683

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 TREATMENT PLANT

Water System Facility: TREATMENT PLANT  (WSF ID: 54894)

9/30/2018WATER TREATMENT PLANT OPERATOR - CLASS IILAFRAMBOISE, PAUL F. CHIEF OPERATOR

9/30/2018DISTRIBUTION SYSTEM OPERATOR - CLASS I

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

004 MANUF TECH 2A

005 COACH'S ROOM 2A

006 FACILITIES OFFICE 2A

007 BOILER ROOM 2A

008 MAINT SHOP 2A

009 ART STUDIO 2A

010 LIFE SCIENCE LAB 2A

011 ARTS LAB 2A

012 SCIENCE LAB 1 2A

013 SCIENCE LAB 2 2A

014 CHEM LAB 1 2A

015 CHEM LAB 2 2A

016 SC LAB 3 2A

017 SC LAB 4 2A

018 LUNCH ROOM SUP 2A

019 NURSES OFFICE 2A

020 FAC LOUNGE 2A

037 MAINTENANCE MENS RM Y  A

4 DISTRIBUTION SYSTEM Y  A

DOWNSTREAM WITHIN 5 SERVICE CON   A

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT   A00700 ENTRY POINT

2 WELL  A10414 WELL

53467 ATMOSPHERIC STORAGE

53469 PRESSURE STORAGE

54894 TREATMENT PLANT

Job TitleOrganization

Email Address

Zip Code

06353

State

CT

City

Montville

Business Phone Fax Mobile Phone Emergency PhoneExtension

Mailing Address Line One

166 Chesterfield Rd

Mailing Address Line Two

Tyle Middle School

Name

Town of Montville

Page 7Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860302

PWS Name

MONTVILLE HIGH SCHOOL

Local Address (where applicable)

800 OLD COLCHESTER ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

683

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Role(s): Legal Contact

Email AddressBusiness Phone Fax Mobile Phone Emergency PhoneExtension

Contact Role(s): Administrative Contact

Job Title

Superintendent

Organization

Montville Public Schools

Email Address

blevesque@montvilleschools.org

Zip Code

06370

State

CT

City

Oakdale

Business Phone

860-848-1228

Fax

860-848-0589

Mobile Phone Emergency Phone

860-455-8338

Extension

3101

Mailing Address Line One Mailing Address Line Two

800 Old Colchester Road

Name

Mr. Brian Levesque

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 8Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

http://www.ct.gov/dph


Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860452

PWS Name

RAND WHITNEY REALTY, LLC

Local Address (where applicable)

300 OAKDALE ROAD - ROUTE 163

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

150

Residential

2

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/19Select from Inventory of Active Sampling Points

1 routine (RT) per yearTotal Haloacetic Acids  (2456)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 9/1-9/30OCC BASEMENT (OCC600)

1/1/17 - 12/31/17 9/1-9/30

1/1/18 - 12/31/18 9/1-9/30

1 routine (RT) per yearTotal Trihalomethanes  (2950)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 9/1-9/30LABORATORY (LB100)

1/1/17 - 12/31/17 9/1-9/30

1/1/18 - 12/31/18 9/1-9/30

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

5 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/18 1/1-12/31 CompleteSelect from Inventory of Active Sampling Points

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17 CompleteSelect from Inventory of Active Sampling Points

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per quarterPhysical Parameters  (PPX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/18ENTRY POINT (3)

1/1/19 - 12/31/21

Page 9Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860452

PWS Name

RAND WHITNEY REALTY, LLC

Local Address (where applicable)

300 OAKDALE ROAD - ROUTE 163

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

150

Residential

2

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

1 routine (RT) per three yearsPesticides, Herbicides and PCBs-Phase II  (SOC2)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per three yearsPesticides, Herbicides and PCBs-Phase V  (SOC5)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

Water System Facility: WELL  (WSF ID: 10416)

1 routine (RT) per quarterE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteWELL (2)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Monthly Water System Facility (WSF) Level Monitoring Requirements
Water System Facility: ENTRY POINT  (WSFID: 00700)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point pH Monitoring  (PHRD)pH Minimum:  7 PH Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 1/1/2002

N9/1/2016 - 9/30/2016

N10/1/2016 - 10/31/2016

N11/1/2016 - 11/30/2016

N12/1/2016 - 12/31/2016

1/1/2017 - 1/31/2017

Page 10Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860452

PWS Name

RAND WHITNEY REALTY, LLC

Local Address (where applicable)

300 OAKDALE ROAD - ROUTE 163

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

150

Residential

2

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Information

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 12/29/2011

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 12/29/2012

CROSS CONNECTION SURVEY REPORT 3/1/2017

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 3/31/2017

Water System Facility: ENTRY POINT  (WSFID: 00700)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point pH Monitoring  (PHRD)pH Minimum:  7 PH Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 1/1/2002

2/1/2017 - 2/28/2017

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 2 TREATMENT PLANT

Water System Facility: RAND WHITNEY TREATMENT STATION  (WSF ID: 1033)

6/30/2019WATER TREATMENT PLANT OPERATOR - CLASS IVKLOBUKOWSKI, STEVEN J. CHIEF OPERATOR

6/30/2017DISTRIBUTION SYSTEM OPERATOR - CLASS III

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

4 GENERIC DISTRIBUTION Y  A00600 DISTRIBUTION SYSTEM

DOWNSTREAM WITHIN 5 SERVICE CON   A

LB100 LABORATORY Y 3A Y

LB101 LADIES BATH Y 3A

LLR400 LADIES LOCKER BASE 3A

MB200 MENS BATH 2 FLOOR 3A

MLR300 MENS LOCKER BASE 3A

MS500 MAINTENANCE SHOP 3A

OCC600 OCC BASEMENT  A Y

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT   A00700 ENTRY POINT

1033 RAND WHITNEY TREATMENT 
STATION

2 WELL  A10416 WELL

Job TitleOrganization

Email Address

Zip Code

06353

State

CT

City

Montville

Business Phone Fax Mobile Phone Emergency PhoneExtension

Mailing Address Line One

Route 163

Mailing Address Line Two

P O Box 336

Name

Mr. Paul Schaffman

Page 11Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860452

PWS Name

RAND WHITNEY REALTY, LLC

Local Address (where applicable)

300 OAKDALE ROAD - ROUTE 163

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

150

Residential

2

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Role(s): Administrative Contact, Legal Contact

Email AddressBusiness Phone

860-848-1900

Fax Mobile Phone Emergency PhoneExtension

    

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 12Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860642

PWS Name

STATE POLICE BARRACKS TROOP E

Local Address (where applicable)

ROUTE 395

Classification

NTNC

Primary Source

GW 

Owner Type

S

Population

70

Residential

2

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/19Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

5 routine (RT) per yearLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 6/1-9/30 CompleteSelect from Inventory of Active Sampling Points

1/1/17 - 12/31/17 6/1-9/30

1/1/18 - 12/31/18 6/1-9/30

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17 CompleteSelect from Inventory of Active Sampling Points

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per quarterPhysical Parameters  (PPX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/18ENTRY POINT (3)

1/1/19 - 12/31/21

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17 Complete

1/1/18 - 12/31/18

1 routine (RT) per three yearsPesticides, Herbicides and PCBs-Phase II  (SOC2)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

Page 13Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860642

PWS Name

STATE POLICE BARRACKS TROOP E

Local Address (where applicable)

ROUTE 395

Classification

NTNC

Primary Source

GW 

Owner Type

S

Population

70

Residential

2

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Information

Monitoring Requirements
Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsPesticides, Herbicides and PCBs-Phase V  (SOC5)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

CROSS CONNECTION SURVEY REPORT 3/1/2017

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: SMALL WATER SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

6/30/2017DISTRIBUTION SYSTEM OPERATOR - CLASS IIINIGRO, JR., VICTOR N. CHIEF OPERATOR

6/30/2018WATER TREATMENT PLANT OPERATOR - CLASS II

6/30/2019DISTRIBUTION SYSTEM OPERATOR - CLASS INIGRO, SCOTT A. ASSIGNED OPERATOR

6/30/2017WATER TREATMENT PLANT OPERATOR - CLASS II

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

4 DISTRIBUTION SYSTEM Y  A00600 DISTRIBUTION SYSTEM

DOWNSTREAM WITHIN 5 SERVICE CON   A

TRE001 LOCKER RM Y 2P

TRE002 M SGT OFFICE Y 2P

TRE003 INTERVIEW RM Y 2P

TRE004 GARAGE Y 2P

TRE005 LOBBY Y 2P

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT   A00700 ENTRY POINT

2 WELL  A10417 WELL

Job TitleOrganization

CT Dept of Emergency Services

Zip CodeStateCityMailing Address Line One Mailing Address Line Two

Name

Mr. Robert Cody

Page 14Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0860642

PWS Name

STATE POLICE BARRACKS TROOP E

Local Address (where applicable)

ROUTE 395

Classification

NTNC

Primary Source

GW 

Owner Type

S

Population

70

Residential

2

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Role(s): Administrative Contact

Email Address

Robert.Cody@ct.gov

Zip Code

06457

State

CT

City

Middletown

Business Phone

860-685-8935

Fax

860-685-8475

Mobile Phone Emergency Phone

860-250-7676

Extension

    

Mailing Address Line One

1111 Country Club Road

Mailing Address Line Two

Contact Role(s): Legal Contact

Job Title

Legal Affairs Unit

Organization

CT Dept. of Emergency Services

Email Address

HENRI.ALEXANDRE@CT.GOV

Zip Code

06457

State

CT

City

Middletown

Business Phone

860-685-8150

Fax

860-685-8354

Mobile Phone Emergency PhoneExtension

    

Mailing Address Line One

1111 Coutry Club Road

Mailing Address Line Two

Name

Mr. Henri Alexandre

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 15Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

http://www.ct.gov/dph


Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0865032

PWS Name

PEQUOT LEDGE CAMPGROUND

Local Address (where applicable)

157 DOYLE ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

231

Residential

92

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/19Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 8/31/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

3  (TR) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

9/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

5 routine (RT) per yearLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 6/1-9/30 CompleteSelect from Inventory of Active Sampling Points

1/1/17 - 12/31/17 6/1-9/30

1/1/18 - 12/31/18 6/1-9/30

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

4/1/17 - 6/30/17Select from Inventory of Active Sampling Points

7/1/17 - 9/30/17

1 routine (RT) per quarterPhysical Parameters  (PPX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 4/1-10/15 CompleteENTRY POINT (3)

1/1/17 - 12/31/19 4/1-10/15

1/1/20 - 12/31/22 4/1-10/15

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

1 routine (RT) per three yearsPesticides, Herbicides and PCBs-Phase II  (SOC2)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

Page 16Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0865032

PWS Name

PEQUOT LEDGE CAMPGROUND

Local Address (where applicable)

157 DOYLE ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

231

Residential

92

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsPesticides, Herbicides and PCBs-Phase II  (SOC2)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/20 - 12/31/22

1 routine (RT) per three yearsPesticides, Herbicides and PCBs-Phase V  (SOC5)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per three yearsOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

Water System Facility: WELL #1  (WSF ID: 10420)

1 triggered (TG) per periodE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

8/18/16 - 8/23/16 CompleteWELL (2)

Water System Facility: WELL #3  (WSF ID: 50164)

1 triggered (TG) per periodE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

8/18/16 - 8/23/16 CompleteWELL #3 (2)

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

RESPOND TO SANITARY SURVEY 8/11/2008

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 12/29/2012

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 12/29/2013

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 11/14/201612/29/2016

CROSS CONNECTION SURVEY REPORT 3/1/2017

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

4 DISTRIBUTION SYSTEM Y  A00600 DISTRIBUTION SYSTEM

401 REC HALL HAND SINK Y  A

402 REC HALL KIT SINK Y  A

403 REC HALL BATHHOUSE W Y  A

404 LAUNDRY TAP Y  A

406 BOATHOUSE WOMENS Y  A

DOWNSTREAM WITHIN 5 SERVICE CON   A

Page 17Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0865032

PWS Name

PEQUOT LEDGE CAMPGROUND

Local Address (where applicable)

157 DOYLE ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

231

Residential

92

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: SMALL WATER SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

6/30/2019WATER TREATMENT PLANT OPERATOR - CLASS IVKLOBUKOWSKI, STEVEN J. CHIEF OPERATOR

6/30/2017DISTRIBUTION SYSTEM OPERATOR - CLASS III

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT   A00700 ENTRY POINT

2 WELL  A10420 WELL #1

2 WELL #3  A50164 WELL #3

54942 ATMOSPHERIC TANKS (4)

54944 PUMP HOUSE

Contact Role(s): Administrative Contact, Legal Contact, Owner

Job Title

Owner

Organization

Pequot Ledge Campground

Email Address

Zip Code

06370

State

CT

City

Oakdale

Business Phone

860-859-0682

Fax

860-859-1645

Mobile Phone Emergency Phone

860-213-9011

Extension

    

Mailing Address Line One

157 Doyle Road

Mailing Address Line Two

Name

Mr. Michael Magliano

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 18Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869023

PWS Name

OAKDALE SCHOOL

Local Address (where applicable)

30 INDIANA CIRCLE

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

396

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/19Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per yearDisinfectant Byproducts - TTHM & HAA5  (DBP)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 9/1-9/30 CompleteKITCHEN (001)

1/1/17 - 12/31/17 9/1-9/30

1/1/18 - 12/31/18 9/1-9/30

5 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 6/1-9/30 CompleteSelect from Inventory of Active Sampling Points

1/1/17 - 12/31/19 6/1-9/30

1/1/20 - 12/31/22 6/1-9/30

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17 CompleteSelect from Inventory of Active Sampling Points

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per quarterPhysical Parameters  (PPX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17 Complete

1/1/18 - 12/31/18

Page 19Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869023

PWS Name

OAKDALE SCHOOL

Local Address (where applicable)

30 INDIANA CIRCLE

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

396

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: ENTRY POINT  (WSF ID: 00700)

1  (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 1/1-12/31 WaiverENTRY POINT (3)

1 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19ENTRY POINT (3)

1/1/20 - 12/31/22

1 routine (RT) per three yearsOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

Water System Facility: WELL  (WSF ID: 10421)

1 routine (RT) per quarterE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteWELL (2)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

CROSS CONNECTION SURVEY REPORT 3/1/2017

Monthly Water System Facility (WSF) Level Monitoring Requirements
Water System Facility: ENTRY POINT  (WSFID: 00700)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Chlorine Residual Monitoring  (CHLR)Chlorine Residual, Free Minimum:  .2 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 1/1/2002

N9/1/2016 - 9/30/2016

N10/1/2016 - 10/31/2016

N11/1/2016 - 11/30/2016

N12/1/2016 - 12/31/2016

1/1/2017 - 1/31/2017

2/1/2017 - 2/28/2017

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

Page 20Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869023

PWS Name

OAKDALE SCHOOL

Local Address (where applicable)

30 INDIANA CIRCLE

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

396

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 TREATMENT PLANT

Water System Facility: OAKDALE SCHOOL TREATMENT STATION  (WSF ID: 1034)

9/30/2018WATER TREATMENT PLANT OPERATOR - CLASS IILAFRAMBOISE, PAUL F. CHIEF OPERATOR

9/30/2018DISTRIBUTION SYSTEM OPERATOR - CLASS I

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

001 KITCHEN Y 2A Y Y00600 DISTRIBUTION SYSTEM

002 GILRS BATHROOM 1 2A

003 GIRLS BATHROOM 2 2A

004 ROOM 221 2A

005 FACULTY LOUNGE 2A

006 006 ROOM 16 Y  A

007 007 ROOM 21 Y  A

008 008 ROOM 23 Y  A

009 009 ROOM 27 Y  A

010 010 ROOM 32 Y  A

4 DISTRIBUTION SYSTEM Y  A

DOWNSTREAM WITHIN 5 SERVICE CON   A

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT   A00700 ENTRY POINT

1034 OAKDALE SCHOOL TREATMENT 
STATION

2 WELL  A10421 WELL

53457 PRESSURE STORAGE

Contact Role(s): Legal Contact

Job TitleOrganization

Email Address

Zip Code

06353

State

CT

City

Montville

Business Phone Fax Mobile Phone Emergency PhoneExtension

Mailing Address Line One

166 Chesterfield Rd

Mailing Address Line Two

Tyle Middle School

Name

Town of Montville

Page 21Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869023

PWS Name

OAKDALE SCHOOL

Local Address (where applicable)

30 INDIANA CIRCLE

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

396

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Role(s): Administrative Contact

Job Title

Superintendent

Organization

Montville Public Schools

Email Address

blevesque@montvilleschools.org

Zip Code

06370

State

CT

City

Oakdale

Business Phone

860-848-1228

Fax

860-848-0589

Mobile Phone Emergency Phone

860-455-8338

Extension

3101

Mailing Address Line One Mailing Address Line Two

800 Old Colchester Road

Name

Mr. Brian Levesque

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 22Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869033

PWS Name

C E MURPHY SCHOOL

Local Address (where applicable)

500 CHESTERFIELD ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

520

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/19Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

10 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 6/1-9/30 CompleteSelect from Inventory of Active Sampling Points

1/1/17 - 12/31/19 6/1-9/30

1/1/20 - 12/31/22 6/1-9/30

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17 CompleteSelect from Inventory of Active Sampling Points

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per quarterPhysical Parameters  (PPX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

Water System Facility: ENTRY POINT - WELLS A & B  (WSF ID: 00701)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteEP - WELLS A & B (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteEP - WELLS A & B (3)

1/1/17 - 12/31/17 Complete

1/1/18 - 12/31/18

1  (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 1/1-12/31 WaiverEP - WELLS A & B (3)

1 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869033

PWS Name

C E MURPHY SCHOOL

Local Address (where applicable)

500 CHESTERFIELD ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

520

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: ENTRY POINT - WELLS A & B  (WSF ID: 00701)

1 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19EP - WELLS A & B (3)

1/1/20 - 12/31/22

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

CROSS CONNECTION SURVEY REPORT 3/1/2017

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

001 KITCHEN Y 2A00600 DISTRIBUTION SYSTEM

002 BOYS BR CAF 2A

003 ROOM 1 2A

004 ROOM 2 2A

005 ROOM 3 2A

006 ROOM 4 2A

007 ROOM 5 2A

008 ROOM 6 2A

009 ROOM 7 2A

010 MAIN OFFICE KIT 2A

011 ROOM 8 2A

012 ROOM 9 2A

013 ROOM 10 2A

014 ROOM 11 2A

015 ROOM 12 2A Y

016 ROOM 13 2A

017 ROOM 14 2A

018 ROOM 15 2A

019 ROOM 16 2A

020 FACULTY LOUNGE 2A

032 KITCHEN HAND SINK Y  A Y

4 DISTRIBUTION SYSTEM Y  A

DOWNSTREAM WITHIN 5 SERVICE CON   A

UPSTREAM WITHIN 5 SERVICE CON   A

3 EP - WELLS A & B  A00701 ENTRY POINT - WELLS A & B

2 WELL A  A56190 WELL A

2 WELL B  A56192 WELL B

56195 ATMOSPHERIC TANK

56197 BLADDER TANKS
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869033

PWS Name

C E MURPHY SCHOOL

Local Address (where applicable)

500 CHESTERFIELD ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

520

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: SMALL WATER SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

9/30/2018WATER TREATMENT PLANT OPERATOR - CLASS IILAFRAMBOISE, PAUL F. CHIEF OPERATOR

9/30/2018DISTRIBUTION SYSTEM OPERATOR - CLASS I

12/31/2017DISTRIBUTION SYSTEM OPERATOR - CLASS ILAFRAMBOISE, JEFFREY ASSIGNED OPERATOR

3/31/2018WATER TREATMENT PLANT OPERATOR - CLASS I

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

Contact Role(s): Legal Contact, Owner

Job TitleOrganization

Email Address

Zip Code

06382

State

CT

City

Uncasville

Business Phone Fax Mobile Phone Emergency PhoneExtension

Mailing Address Line One

310 Norwich N L Tpke

Mailing Address Line Two

Name

Montville Town of  Dr. Charles E Murphy

Contact Role(s): Administrative Contact

Job Title

Superintendent

Organization

Montville Public Schools

Email Address

blevesque@montvilleschools.org

Zip Code

06370

State

CT

City

Oakdale

Business Phone

860-848-1228

Fax

860-848-0589

Mobile Phone Emergency Phone

860-455-8338

Extension

3101

Mailing Address Line One Mailing Address Line Two

800 Old Colchester Road

Name

Mr. Brian Levesque

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869073

PWS Name

LEONARD J.TYL MIDDLE SCHOOL

Local Address (where applicable)

166 CHESTERFIELD ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

733

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/19Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per yearDisinfectant Byproducts - TTHM & HAA5  (DBP)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 9/1-9/30 CompleteKITCHEN (001)

1/1/17 - 12/31/17 9/1-9/30

1/1/18 - 12/31/18 9/1-9/30

10 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 6/1-9/30 CompleteSelect from Inventory of Active Sampling Points

1/1/17 - 12/31/19 6/1-9/30

1/1/20 - 12/31/22 6/1-9/30

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17 CompleteSelect from Inventory of Active Sampling Points

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per quarterPhysical Parameters  (PPX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per quarterChloride  (1017)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteENTRY POINT (3)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869073

PWS Name

LEONARD J.TYL MIDDLE SCHOOL

Local Address (where applicable)

166 CHESTERFIELD ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

733

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17 Complete

1/1/18 - 12/31/18

1  (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 1/1-12/31 WaiverENTRY POINT (3)

1 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19ENTRY POINT (3)

1/1/20 - 12/31/22

1 routine (RT) per quarterOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteENTRY POINT (3)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Water System Facility: WELL 3  (WSF ID: 10423)

1 routine (RT) per quarterE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteWELL 3 (2)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Water System Facility: WELL 1  (WSF ID: 10424)

1 routine (RT) per quarterE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteWELL 1 (2)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Water System Facility: WELL 2  (WSF ID: 53465)
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869073

PWS Name

LEONARD J.TYL MIDDLE SCHOOL

Local Address (where applicable)

166 CHESTERFIELD ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

733

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: WELL 2  (WSF ID: 53465)

1 routine (RT) per quarterE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteWELL 2 (2)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

CROSS CONNECTION SURVEY REPORT 3/1/2017

Monthly Water System Facility (WSF) Level Monitoring Requirements
Water System Facility: ENTRY POINT  (WSFID: 00700)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Chlorine Residual Monitoring  (CHLR)Chlorine Minimum:  0.2 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 1/1/2005

N9/1/2016 - 9/30/2016

N10/1/2016 - 10/31/2016

N11/1/2016 - 11/30/2016

N12/1/2016 - 12/31/2016

1/1/2017 - 1/31/2017

2/1/2017 - 2/28/2017

Public Notification Requirements

Violation/Situation ReceivedDue to DPH

Compliance
Period Required Performed

Notice 
Tier

Public Notification PN Certification

4/1/16 - 6/30/16Chloride MCL Violation 11/30/20162 10/4/2016 10/26/201610/16/2016

7/1/16 - 9/30/16Chloride MCL Violation 11/30/20162 10/4/2016 10/29/201610/19/2016

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

001 KITCHEN Y 2A Y Y00600 DISTRIBUTION SYSTEM

002 FACULTY DINING RM 2A

003 HOME EC 2A

004 ART 1 2A

005 TECH LAB 2A

006 OFFICE KITCHEN 2A

007 NURSE 2A

008 RM 21 SINK 2A
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869073

PWS Name

LEONARD J.TYL MIDDLE SCHOOL

Local Address (where applicable)

166 CHESTERFIELD ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

733

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 TREATMENT PLANT

Water System Facility: LEONARD J. TYL MIDDLE TREATMENT STATION  (WSF ID: 1036)

9/30/2018WATER TREATMENT PLANT OPERATOR - CLASS IILAFRAMBOISE, PAUL F. CHIEF OPERATOR

9/30/2018DISTRIBUTION SYSTEM OPERATOR - CLASS I

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

009 CRAFT ROOM 2A

010 ROOM 15 2A

4 DISTRIBUTION SYSTEM Y  A

DOWNSTREAM WITHIN 5 SERVICE CON   A

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT   A00700 ENTRY POINT

1036 LEONARD J. TYL MIDDLE 
TREATMENT STATION

2 WELL 3  A10423 WELL 3

2 WELL 1  A10424 WELL 1

53461 ATMOSPHERIC STORAGE

53463 PRESSURE STORAGE

2 WELL 2  A53465 WELL 2

Contact Role(s): Legal Contact, Owner

Job TitleOrganization

Email Address

Zip Code

06353

State

CT

City

Montville

Business Phone Fax Mobile Phone Emergency PhoneExtension

Mailing Address Line One

166 Chesterfield Rd

Mailing Address Line Two

Tyle Middle School

Name

Town of Montville

Contact Role(s): Administrative Contact

Job Title

Superintendent

Organization

Montville Public Schools

Email Address

blevesque@montvilleschools.org

Zip Code

06370

State

CT

City

Oakdale

Business Phone

860-848-1228

Fax

860-848-0589

Mobile Phone Emergency Phone

860-455-8338

Extension

3101

Mailing Address Line One Mailing Address Line Two

800 Old Colchester Road

Name

Mr. Brian Levesque
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869073

PWS Name

LEONARD J.TYL MIDDLE SCHOOL

Local Address (where applicable)

166 CHESTERFIELD ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

L

Population

733

Residential

1

Industrial Combined AgriculturalCommercial

Towns Served:                           MONTVILLE

Service 
Connections

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 30Schedule Generation Date: 2/20/2017

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869083

PWS Name

WATERVIEW BUSINESS PARK

Local Address (where applicable)

15 LAKEWOOD DRIVE

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

176

Residential Industrial Combined AgriculturalCommercial

24

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/19Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

5 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/18 6/1-9/30Select from Inventory of Active Sampling Points

1/1/19 - 12/31/21 6/1-9/30

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17 CompleteSelect from Inventory of Active Sampling Points

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per quarterPhysical Parameters  (PPX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17 Complete

1/1/18 - 12/31/18

1  (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 1/1-12/31 WaiverENTRY POINT (3)

1 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19ENTRY POINT (3)
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869083

PWS Name

WATERVIEW BUSINESS PARK

Local Address (where applicable)

15 LAKEWOOD DRIVE

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

176

Residential Industrial Combined AgriculturalCommercial

24

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/20 - 12/31/22

1 routine (RT) per three yearsOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

CROSS CONNECTION EXEMPTION 3/1/2019

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

4 GENERIC DISTRIBUTION Y  A00600 DISTRIBUTION SYSTEM

DOWNSTREAM WITHIN 5 SERVICE CON   A

UPSTREAM WITHIN 5 SERVICE CON   A

WVB01 WVB UNIT 2 Y  I

WVB011 UNIT 11 FAM TECH Y  A Y

WVB013 UNIT 13 JMA TRUCK Y  A Y

WVB018 UNIT 18 BERKS PAINT Y  A Y

WVB019 UNIT 19 DAYCARE Y  A Y

WVB02 WVB UNIT 1 Y  I

WVB022 UNIT 22 COMPOSITE Y  A Y

WVB023 UNIT 2 LIFE SKILLS Y  A Y

WVB024 UNIT 7 UNILAM Y  A Y

WVB025 UNIT 8 MOBILEX Y  A Y

WVB026 UNIT 6 H. CARR Y  A Y

WVB027 UNIT 3 MERRY MAIDS Y  A Y

WVB028 UNIT 17 Y  A Y

WVB029 UNIT 16 Y  A Y

WVB03 WVB UNIT 9 Y  I

WVB030 UNIT 15 Y  A Y

WVB031 UNIT 14 Y  A Y

WVB032 UNIT 4 Y  A Y

WVB033 UNIT 1 Y  A Y

WVB034 UNIT 21 Y  A Y

WVB035 UNIT 10 Y  A Y

WVB036 UNIT 12 Y  A Y
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869083

PWS Name

WATERVIEW BUSINESS PARK

Local Address (where applicable)

15 LAKEWOOD DRIVE

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

176

Residential Industrial Combined AgriculturalCommercial

24

Towns Served:                           MONTVILLE

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: SMALL WATER SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

9/30/2018WATER TREATMENT PLANT OPERATOR - CLASS IILAFRAMBOISE, PAUL F. CHIEF OPERATOR

9/30/2018DISTRIBUTION SYSTEM OPERATOR - CLASS I

12/31/2017DISTRIBUTION SYSTEM OPERATOR - CLASS ILAFRAMBOISE, JEFFREY ASSIGNED OPERATOR

3/31/2018WATER TREATMENT PLANT OPERATOR - CLASS I

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

WVB04 WVB UNIT 3 Y  I

WVB05 WVB UNIT 11 Y  I

WVB06 WVB UNIT 6 Y  I

WVB07 WVB UNIT 13 Y  I Y

WVB08 WVB UNIT 16  I

WVB09 UNIT 9 KB ANALYTICAL Y  A Y

3 ENTRY POINT  A00700 ENTRY POINT

2 WELL #1  A11004 WELL #1

50107 PRESSURE TANK

Contact Role(s): Administrative Contact, Legal Contact, Owner

Job Title

Owner

Organization

Waterview Business Park

Email Address

Zip Code

06460

State

CT

City

Milford

Business Phone

203-874-5992

Fax Mobile Phone Emergency PhoneExtension

    

Mailing Address Line One Mailing Address Line Two

P.O. Box 3063

Name

Mr. John D'amato

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869093

PWS Name

OAKDALE KIDS CENTER

Local Address (where applicable)

1127 OLD COLCHESTER ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

70

Residential Industrial Combined AgriculturalCommercial

1

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/19Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

5 routine (RT) per six monthsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 12/31/16 CompleteSelect from Inventory of Active Sampling Points

1/1/17 - 6/30/17

7/1/17 - 12/31/17

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17 CompleteSelect from Inventory of Active Sampling Points

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per quarterPhysical Parameters  (PPX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 12/31/16 Complete

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per quarterDi(2-Ethylhexyl) - Phthalate  (2039)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteENTRY POINT (3)

10/1/16 - 12/31/16 Complete

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteENTRY POINT (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869093

PWS Name

OAKDALE KIDS CENTER

Local Address (where applicable)

1127 OLD COLCHESTER ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

70

Residential Industrial Combined AgriculturalCommercial

1

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: ENTRY POINT  (WSF ID: 00700)

1  (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 1/1-12/31 WaiverENTRY POINT (3)

1 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19ENTRY POINT (3)

1/1/20 - 12/31/22

1 routine (RT) per yearOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/17ENTRY POINT (3)

1/1/18 - 12/31/18

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 9/28/2016

CROSS CONNECTION EXEMPTION 3/1/2021

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

4 GENERIC DISTRIBUTION Y  A00600 DISTRIBUTION SYSTEM

CCD01 DISTRIBUTION SYSTEM Y  I

CCD02 SINK 02 Y NI

CCD03 SINK 03 Y NI

CCD04 SINK 04 Y NI

CCD05 SINK 05 Y NI

CCD06 SINK 06 Y NI

CCD07 SINK 07 Y NI

DOWNSTREAM WITHIN 5 SERVICE CON   A

OKC01 STAFF LOUNGE Y NA Y

OKC02 STAFF BATHROOM Y NA

OKC03 L TODDLER HAND SINK Y NA

OKC04 L TODDLER FOOD PREP Y NA

OKC05 L TODDLER BTHRM Y NA

OKC06 L PRESCHOOL HAND SNK Y NA

OKC07 L PRESCHOOL FD PREP Y NA

OKC08 L PRESCHOOL BTHRM Y NA

OKC09 R PRESCHOOL HAND SNK Y NA

OKC10 R PRESCHOOL FD PREP Y NA

OKC11 R PRESCHOOL BTHRM Y NA

OKC12 R TODDLER HAND Y NA
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869093

PWS Name

OAKDALE KIDS CENTER

Local Address (where applicable)

1127 OLD COLCHESTER ROAD

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

70

Residential Industrial Combined AgriculturalCommercial

1

Towns Served:                           MONTVILLE

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: SMALL WATER SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

12/31/2017WATER TREATMENT PLANT OPERATOR - CLASS IIRADICCHI, PAUL J. CHIEF OPERATOR

6/30/2018DISTRIBUTION SYSTEM OPERATOR - CLASS III

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

OKC13 R TODDLER FOOD PREP Y NA

OKC14 INFANT FOOD PREP Y NA

OKC15 INFANT HAND SINK Y NA

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT  A00700 ENTRY POINT

2 WELL #1  A48112 WELL #1

Contact Role(s): Administrative Contact, Legal Contact, Owner

Job Title

Owner

Organization

Lbc Holdings, LLC

Email Address

jelavin@me.com

Zip Code

06370

State

CT

City

Oakdale

Business Phone

860-892-8406

Fax

860-859-2450

Mobile Phone Emergency Phone

860-334-0611

Extension

    

Mailing Address Line One

16 Jennie Drive

Mailing Address Line Two

Name

Mr. Joseph H. Lavin

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869143

PWS Name

RIVERVIEW FARM SEABIRD ENTERPRISES

Local Address (where applicable)

 

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

50

Residential Industrial Combined AgriculturalCommercial

1

Towns Served:                           MONTVILLE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/09 - 12/31/17Select from Inventory of Active Sampling Points

1/1/18 - 12/31/26

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17Select from Inventory of Active Sampling Points

4/1/17 - 6/30/17

7/1/17 - 9/30/17

5 routine (RT) per six monthsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 6/30/17Select from Inventory of Active Sampling Points

7/1/17 - 12/31/17

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17Select from Inventory of Active Sampling Points

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19ENTRY POINT (3)

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/17ENTRY POINT (3)

1/1/18 - 12/31/18

1 routine (RT) per quarterPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17ENTRY POINT (3)

4/1/17 - 6/30/17

7/1/17 - 9/30/17

1 routine (RT) per quarterOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17ENTRY POINT (3)

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0869143

PWS Name

RIVERVIEW FARM SEABIRD ENTERPRISES

Local Address (where applicable)

 

Classification

NTNC

Primary Source

GW 

Owner Type

P

Population

50

Residential Industrial Combined AgriculturalCommercial

1

Towns Served:                           MONTVILLE

Service 
Connections

Contact Information

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

4 DISTRIBUTION SYSTEM  A00600 DISTRIBUTION SYSTEM

DOWNSTREAM WITHIN 5 SERVICE CON  A

UPSTREAM WITHIN 5 SERVICE CON  A

3 ENTRY POINT  A00700 ENTRY POINT

2 WELL 1  A60366 WELL 1

Contact Role(s): Administrative Contact, Legal Contact

Job Title

Program Manager

Organization

Seabird Enterprises, Inc.

Email Address

Zip Code

06340

State

CT

City

Groton

Business Phone

860-446-0882

Fax

860-446-2930

Mobile Phone Emergency Phone

860-857-2685

Extension

    

Mailing Address Line One

169 Thames Street

Mailing Address Line Two

Name

Mr. John Lavoie

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.
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