
Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT1240011

PWS Name

AQUARION WATER CO OF CT-VALLEY SYSTEM

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

13,080

Residential Industrial Combined

5,039

AgriculturalCommercial

Towns Served:                           ANSONIA, BEACON FALLS, BETHANY, OXFORD, SEYMOUR, WOODBRIDGE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

5 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/12 - 12/31/20SKOKORAT PS (00410)

1/1/12 - 12/31/20COGWHEEL LANE SS (00421)

1/1/12 - 12/31/20HINE STREET SS (00423)

1/1/12 - 12/31/20WEST CHURCH ST PS (00520)

1/1/12 - 12/31/20OXMOUR METER PIT (00524)

15 routine (RT) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

9/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 10/31/16 Complete

11/1/16 - 11/30/16 Complete

12/1/16 - 12/31/16 Complete

1/1/17 - 1/31/17 Complete

2/1/17 - 2/28/17

3/1/17 - 3/31/17

4/1/17 - 4/30/17

5/1/17 - 5/31/17

6/1/17 - 6/30/17

7/1/17 - 7/31/17

8/1/17 - 8/31/17

4 routine (RT) per quarterDisinfectant Byproducts - TTHM & HAA5  (DBP)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 7/1-7/31 CompleteMAPLES ST METER PIT (00414)

10/1/16 - 12/31/16 10/1-10/31 Complete

1/1/17 - 3/31/17 1/1-1/31 Complete

4/1/17 - 6/30/17 4/1-4/30

7/1/17 - 9/30/17 7/1-7/31

7/1/16 - 9/30/16 7/1-7/31 CompleteAPRIL GARDENS P.S. (00416)

10/1/16 - 12/31/16 10/1-10/31 Complete

1/1/17 - 3/31/17 1/1-1/31 Complete

4/1/17 - 6/30/17 4/1-4/30

7/1/17 - 9/30/17 7/1-7/31

7/1/16 - 9/30/16 7/1-7/31 CompleteBASEMENT SYSTEMS (00422)

10/1/16 - 12/31/16 10/1-10/31 Complete

1/1/17 - 3/31/17 1/1-1/31 Complete

4/1/17 - 6/30/17 4/1-4/30

7/1/17 - 9/30/17 7/1-7/31

7/1/16 - 9/30/16 7/1-7/31 CompleteHINE STREET SS (00423)

10/1/16 - 12/31/16 10/1-10/31 Complete
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT1240011

PWS Name

AQUARION WATER CO OF CT-VALLEY SYSTEM

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

13,080

Residential Industrial Combined

5,039

AgriculturalCommercial

Towns Served:                           ANSONIA, BEACON FALLS, BETHANY, OXFORD, SEYMOUR, WOODBRIDGE

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

4 routine (RT) per quarterDisinfectant Byproducts - TTHM & HAA5  (DBP)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 3/31/17 1/1-1/31 Complete

4/1/17 - 6/30/17 4/1-4/30

7/1/17 - 9/30/17 7/1-7/31

30 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/15 - 12/31/17 6/1-9/30Select from Inventory of Active Sampling Points

1/1/18 - 12/31/20 6/1-9/30

15 routine (RT) per monthPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 1/31/17Select from Inventory of Active Sampling Points

2/1/17 - 2/28/17

3/1/17 - 3/31/17

4/1/17 - 4/30/17

5/1/17 - 5/31/17

6/1/17 - 6/30/17

7/1/17 - 7/31/17

8/1/17 - 8/31/17

15 routine (RT) per monthPhysical Parameters  (PPX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

9/1/16 - 9/30/16 CompleteSelect from Inventory of Active Sampling Points

10/1/16 - 10/31/16 Complete

11/1/16 - 11/30/16 Complete

12/1/16 - 12/31/16 Complete

Water System Facility: OXFORD WELLS #1 & #7 TREATMENT PLANT  (WSF ID: 00700)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteOXFORD WELLS #1 & #7 TP (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteOXFORD WELLS #1 & #7 TP (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

1 routine (RT) per six yearsRadionuclides - Gross Alpha, Combined Radium & Uranium  (RADA)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/19OXFORD WELLS #1 & #7 TP (3)
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT1240011

PWS Name

AQUARION WATER CO OF CT-VALLEY SYSTEM

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

13,080

Residential Industrial Combined

5,039

AgriculturalCommercial

Towns Served:                           ANSONIA, BEACON FALLS, BETHANY, OXFORD, SEYMOUR, WOODBRIDGE

Service 
Connections

Monitoring Requirements
Water System Facility: OXFORD WELLS #1 & #7 TREATMENT PLANT  (WSF ID: 00700)

2 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteOXFORD WELLS #1 & #7 TP (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteOXFORD WELLS #1 & #7 TP (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

Water System Facility: OXFORD WELLS #5 & #6 TREATMENT PLANT  (WSF ID: 00701)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteOXFORD WELLS #5 & #6 TP (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteOXFORD WELLS #5 & #6 TP (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

1 routine (RT) per six yearsRadionuclides - Gross Alpha, Combined Radium & Uranium  (RADA)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/19OXFORD WELLS #5 & #6 TP (3)

2 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteOXFORD WELLS #5 & #6 TP (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteOXFORD WELLS #5 & #6 TP (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

Water System Facility: OXFORD WELL #4 TREATMENT PLANT  (WSF ID: 00702)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16OXFORD WELL #4 TP (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT1240011

PWS Name

AQUARION WATER CO OF CT-VALLEY SYSTEM

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

13,080

Residential Industrial Combined

5,039

AgriculturalCommercial

Towns Served:                           ANSONIA, BEACON FALLS, BETHANY, OXFORD, SEYMOUR, WOODBRIDGE

Service 
Connections

Monitoring Requirements
Water System Facility: OXFORD WELL #4 TREATMENT PLANT  (WSF ID: 00702)

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16OXFORD WELL #4 TP (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

1 routine (RT) per six yearsRadionuclides - Gross Alpha, Combined Radium & Uranium  (RADA)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/19OXFORD WELL #4 TP (3)

2 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16OXFORD WELL #4 TP (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16OXFORD WELL #4 TP (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

Water System Facility: OXFORD WELL #2 TREATMENT PLANT  (WSF ID: 00703)

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteOXFORD WELL #2 TP (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteOXFORD WELL #2 TP (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

1 routine (RT) per six yearsRadionuclides - Gross Alpha, Combined Radium & Uranium  (RADA)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/16 CompleteOXFORD WELL #2 TP (3)

1/1/17 - 12/31/22

2 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/16 CompleteOXFORD WELL #2 TP (3)

1/1/17 - 12/31/19

1/1/20 - 12/31/22

1 routine (RT) per yearOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT1240011

PWS Name

AQUARION WATER CO OF CT-VALLEY SYSTEM

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

13,080

Residential Industrial Combined

5,039

AgriculturalCommercial

Towns Served:                           ANSONIA, BEACON FALLS, BETHANY, OXFORD, SEYMOUR, WOODBRIDGE

Service 
Connections

Monitoring Requirements
Water System Facility: OXFORD WELL #2 TREATMENT PLANT  (WSF ID: 00703)

1 routine (RT) per yearOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/16 - 12/31/16 CompleteOXFORD WELL #2 TP (3)

1/1/17 - 12/31/17

1/1/18 - 12/31/18

Water System Facility: OXFORD WELL #1  (WSF ID: 1374)

1 routine (RT) per quarterE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteOXFORD WELL #1 (2)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Water System Facility: OXFORD WELL #2  (WSF ID: 1375)

1 routine (RT) per quarterE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteOXFORD WELL 2 (2)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Water System Facility: OXFORD WELL #5  (WSF ID: 1378)

1 routine (RT) per quarterE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteOXFORD WELL #5 (2)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Water System Facility: OXFORD WELL #6  (WSF ID: 1379)

1 routine (RT) per quarterE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteOXFORD WELL #6 (2)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Water System Facility: OXFORD WELL #7  (WSF ID: 1380)
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT1240011

PWS Name

AQUARION WATER CO OF CT-VALLEY SYSTEM

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

13,080

Residential Industrial Combined

5,039

AgriculturalCommercial

Towns Served:                           ANSONIA, BEACON FALLS, BETHANY, OXFORD, SEYMOUR, WOODBRIDGE

Service 
Connections

Monitoring Requirements
Water System Facility: OXFORD WELL #7  (WSF ID: 1380)

1 routine (RT) per quarterE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/16 - 9/30/16 CompleteOXFORD WELL #7 (2)

10/1/16 - 12/31/16 Complete

1/1/17 - 3/31/17 Complete

4/1/17 - 6/30/17

7/1/17 - 9/30/17

Monthly Water System Facility (WSF) Level Monitoring Requirements
Water System Facility: OXFORD WELLS #1 & #7 TREATMENT PLANT  (WSFID: 00700)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Chlorine Residual Monitoring  (CHLR)Chlorine Minimum:  0.2 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 4/1/2009

N9/1/2016 - 9/30/2016

N10/1/2016 - 10/31/2016

N11/1/2016 - 11/30/2016

N12/1/2016 - 12/31/2016

1/1/2017 - 1/31/2017

2/1/2017 - 2/28/2017

Water System Facility: OXFORD WELLS #5 & #6 TREATMENT PLANT  (WSFID: 00701)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Chlorine Residual Monitoring  (CHLR)Chlorine Minimum:  0.2 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 4/1/2009

N9/1/2016 - 9/30/2016

N10/1/2016 - 10/31/2016

Y Y11/1/2016 - 11/30/2016

N12/1/2016 - 12/31/2016

1/1/2017 - 1/31/2017

2/1/2017 - 2/28/2017

Water System Facility: OXFORD WELL #4 TREATMENT PLANT  (WSFID: 00702)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Chlorine Residual Monitoring  (CHLR)Chlorine Minimum:  0.2 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 4/1/2009

N9/1/2016 - 9/30/2016

N10/1/2016 - 10/31/2016

N11/1/2016 - 11/30/2016

N12/1/2016 - 12/31/2016
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT1240011

PWS Name

AQUARION WATER CO OF CT-VALLEY SYSTEM

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

13,080

Residential Industrial Combined

5,039

AgriculturalCommercial

Towns Served:                           ANSONIA, BEACON FALLS, BETHANY, OXFORD, SEYMOUR, WOODBRIDGE

Service 
Connections

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

CROSS CONNECTION SURVEY REPORT 3/1/2016

SUBMIT CCR TO THE DEPARTMENT 6/30/2017

SUBMIT CCR CERTIFICATION FORM 8/9/2017

Water System Facility: OXFORD WELL #4 TREATMENT PLANT  (WSFID: 00702)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Chlorine Residual Monitoring  (CHLR)Chlorine Minimum:  0.2 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 4/1/2009

1/1/2017 - 1/31/2017

2/1/2017 - 2/28/2017

Water System Facility: OXFORD WELL #2 TREATMENT PLANT  (WSFID: 00703)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Chlorine Residual Monitoring  (CHLR)Chlorine Minimum:  0.8 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 4/29/2009

N9/1/2016 - 9/30/2016

N10/1/2016 - 10/31/2016

N11/1/2016 - 11/30/2016

N12/1/2016 - 12/31/2016

1/1/2017 - 1/31/2017

2/1/2017 - 2/28/2017

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

00410 SKOKORAT PS Y  A Y00600 DISTRIBUTION SYSTEM

00414 MAPLES ST METER PIT Y  A Y

00416 APRIL GARDENS P.S. Y  A Y

00417 PORTA DOOR SEYMOUR Y  I

00418 BEACON FALLS TEXACO Y  A

00419 SEYMOUR MEDICAL CTR Y  I

00421 COGWHEEL LANE SS Y  A Y

00422 BASEMENT SYSTEMS Y  A Y

00423 HINE STREET SS Y  A Y Y

00424 SILVERMINE TANK Y  A

00425 SILVERMINE HYDROPNUE Y  A

00520 WEST CHURCH ST PS Y  A Y

00521 BALANCE ROCK PS Y  A

00522 MURPHY COMPANY Y  I

00524 OXMOUR METER PIT Y  A Y
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT1240011

PWS Name

AQUARION WATER CO OF CT-VALLEY SYSTEM

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

13,080

Residential Industrial Combined

5,039

AgriculturalCommercial

Towns Served:                           ANSONIA, BEACON FALLS, BETHANY, OXFORD, SEYMOUR, WOODBRIDGE

Service 
Connections

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

00525 GREAT HILL TANK SEYM Y  A

00526 ALDO'S GARAGE Y  I

00527 HAMDEN TOOL Y  A

00528 BEACON FALLS MOBIL Y  A

00529 ANSONIA STEEL Y  A

00530 JR'S CUSTOM AUTO Y  A

4 GENERIC DISTRIBUTION Y  A

DOWNSTREAM WITHIN 5 SERVICE CON   A

PB1003 62 HIGHLAND BF  1A

PB1015 145 HIGHLAND BF  1A

PB1018 14 NORTH CIRCLE BF 3A

PB1019 15 NORTH CIRCLE BF 3A

PB1022 2 SOUTH CIRCLE BF 3A

PB1030 54 WOLFE AVE BF 1A

PB1031 58 WOLFE AVE BF 3A

PB1035 19 LASKEY RD BF 3A

PB1037 PB1037 - 84 BLACKBER Y  A

PB1040 25 BRIARWOOD SEY  1A

PB1042 3 PHEASANT DR SEY 1A

PB1043 9 BRIARWOOD DR SEY 1A

PB1044 4 WILD DUCK RD SEY 1A

PB1047 5 PHEASANT DR SEY 1A

PB1048 9 WILD DUCK SEY  1A

PB1052 8 WILD DUCK RD SEY 1A

PB1053 6 WILD DUCK RD SEY 1A

PB1054 23 PHEASANT SEY  1A

PB1058 22 PHEASANT DR SEY 1A

PB1061 125 SKOKORAT ST SEY 1A

PB1062 10 WILD DUCK RD SEY 1A

PB1063 9 PHEASANT DR SEY 1A

PB1067 14 WILD DUCK SEY  1A

PB1071 5 HERITAGE SEY  1A

PB1073 11 BRIARWOOD SEY  1A

PB1075 7 PHEASANT SEY  1A

PB1079 21 PHEASANT SEY  1A

PB1086 7 WILD DUCK RD SEY 1A

PB1093 4 SUMMER HL SEY  1A

PB1101 29 MOSS 7A SEY  1A

PB1129 46 GREENWOOD CIR SE 3A
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT1240011

PWS Name

AQUARION WATER CO OF CT-VALLEY SYSTEM

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

13,080

Residential Industrial Combined

5,039

AgriculturalCommercial

Towns Served:                           ANSONIA, BEACON FALLS, BETHANY, OXFORD, SEYMOUR, WOODBRIDGE

Service 
Connections

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

PB1135 58 GREENWOOD SEY  1A

PB1137 62 GREENWOOD SEY  1A

PB1142 1 BAYBERRY HILL SEY 3A

PB1144 4 BAYBERRY HILL SEY 3A

PB1155 18 GREAT HL OXFORD  3A

PB1156 14 GREAT HL OXFORD  3A

PB1158 70 WOODSIDE OXFORD  3A

PB1159 71 WOODSIDE OXFORD  3A

PB1168 4 WYANT OXFORD  3A

PB1170 10 WYANT RD OXFORD 3A

PB1174 18 WYANT OXFORD  3A

PB1190 8 PROSPECT AVE SEY 3A

PB1195 2 PROSPECT ST SEY 3A

PB1196 26 PROSPECT ST SEY 3A

PB1202 35 KNORR AVE SEY 3A

UPSTREAM WITHIN 5 SERVICE CON   A

3 OXFORD WELLS #1 & #7  A00700 OXFORD WELLS #1 & #7 
TREATMENT PLANT

3 OXFORD WELLS #5 & #6  A00701 OXFORD WELLS #5 & #6 
TREATMENT PLANT

3 OXFORD WELL #4 TP  A00702 OXFORD WELL #4 TREATMENT 
PLANT

3 OXFORD WELL #2 TP  A00703 OXFORD WELL #2 TREATMENT 
PLANT

2 OXFORD WELL #1  A1374 OXFORD WELL #1

2 OXFORD WELL 2  A1375 OXFORD WELL #2

2 OXFORD WELL #4  A1377 OXFORD WELL #4

2 OXFORD WELL #5  A1378 OXFORD WELL #5

2 OXFORD WELL #6  A1379 OXFORD WELL #6

2 OXFORD WELL #7  A1380 OXFORD WELL #7

22222 INTERCONNECTION -RWA (RT-
313 HICKORY LN)

54985 SKOKORAT PUMP STATION

54987 SKOKORAT TANK

54989 APRIL GARDEN PUMP STATION

54991 APRIL GARDEN HYDRO TANK

54993 WEST CHURCH PUMP STATION

54995 BUNGAY TANK

54997 BALANCE ROCK PUMP STATION
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT1240011

PWS Name

AQUARION WATER CO OF CT-VALLEY SYSTEM

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

13,080

Residential Industrial Combined

5,039

AgriculturalCommercial

Towns Served:                           ANSONIA, BEACON FALLS, BETHANY, OXFORD, SEYMOUR, WOODBRIDGE

Service 
Connections

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 2 DISTRIBUTION SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

6/30/2018DISTRIBUTION SYSTEM OPERATOR - CLASS IIIPLAVNICKY, JOHN C. CHIEF OPERATOR

6/30/2019DISTRIBUTION SYSTEM OPERATOR - CLASS IIIANDERSON, JOHN K. ASSIGNED OPERATOR

6/30/2017DISTRIBUTION SYSTEM OPERATOR - CLASS IIIMUNSON, BRIAN C. ASSIGNED OPERATOR

12/31/2018DISTRIBUTION SYSTEM OPERATOR - CLASS IIILEONE, GARY J. ASSIGNED OPERATOR

3/31/2019WATER TREATMENT PLANT OPERATOR - CLASS IIIFREDERICKS, WILLIAM L. ASSIGNED OPERATOR

6/30/2017DISTRIBUTION SYSTEM OPERATOR - CLASS III

9/30/2019WATER TREATMENT PLANT OPERATOR - CLASS IIBURKE, JONATHAN ASSIGNED OPERATOR

6/30/2017DISTRIBUTION SYSTEM OPERATOR - CLASS IIIVIZCARRONDO, CARLOS J. ASSIGNED OPERATOR

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 TREATMENT PLANT

Water System Facility: OXFORD WELL #4 TREATMENT PLANT  (WSF ID: 00702)

12/31/2019WATER TREATMENT PLANT OPERATOR - CLASS IVTORRES, JR., MIGUEL CHIEF OPERATOR

12/31/2017DISTRIBUTION SYSTEM OPERATOR - CLASS III

6/30/2017DISTRIBUTION SYSTEM OPERATOR - CLASS IIIFREDERICKS, WILLIAM L. ASSIGNED OPERATOR

3/31/2019WATER TREATMENT PLANT OPERATOR - CLASS III

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 TREATMENT PLANT

Water System Facility: OXFORD WELLS #1 & #7 TREATMENT PLANT  (WSF ID: 00700)

12/31/2017DISTRIBUTION SYSTEM OPERATOR - CLASS IIITORRES, JR., MIGUEL CHIEF OPERATOR

12/31/2019WATER TREATMENT PLANT OPERATOR - CLASS IV

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 TREATMENT PLANT

Water System Facility: OXFORD WELLS #5 & #6 TREATMENT PLANT  (WSF ID: 00701)

12/31/2017DISTRIBUTION SYSTEM OPERATOR - CLASS IIITORRES, JR., MIGUEL CHIEF OPERATOR

12/31/2019WATER TREATMENT PLANT OPERATOR - CLASS IV

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 2 

DBPR

Water System 
Facility ID

Water System Facility

54999 BALANCE ROCK HYDRO TANKS

55001 GREAT HILL TANK

55005 SILVERMINE PUMP STATION

55007 SILVERMINE IND PARK HYDRO 
TANK

55009 SILVERMINE TANK

55011 INTERCONNECTION - RWA (RT-
115)
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT1240011

PWS Name

AQUARION WATER CO OF CT-VALLEY SYSTEM

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

13,080

Residential Industrial Combined

5,039

AgriculturalCommercial

Towns Served:                           ANSONIA, BEACON FALLS, BETHANY, OXFORD, SEYMOUR, WOODBRIDGE

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 2 TREATMENT PLANT

Water System Facility: OXFORD WELL #2 TREATMENT PLANT  (WSF ID: 00703)

12/31/2019WATER TREATMENT PLANT OPERATOR - CLASS IVTORRES, JR., MIGUEL CHIEF OPERATOR

12/31/2017DISTRIBUTION SYSTEM OPERATOR - CLASS III

Contact Role(s): Administrative Contact, Legal Contact

Job Title

Vice President

Organization

Aquarion Water Company

Email Address

jwalsh@aquarionwater.com

Zip Code

06606

State

CT

City

Bridgeport

Business Phone

203-337-5852

Fax

203-337-5839

Mobile Phone Emergency Phone

781-413-6175

Extension

    

Mailing Address Line One

600 Lindley Street

Mailing Address Line Two

Name

Mr. John P. Walsh

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.
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