
 
 
 

CENTRAL CONNECTICUT UNIVERSITY - PHASE IV IMPROVEMENTS TO 
 RECREATION/ATHLETIC FIELDS, STADIUM SEATING AND SUPPORT FACILITIES 

NEW BRITAIN, CONNECTICUT 
PROJECT:  BI- RC- 366 

 
 
BID OPENING 1:00 P.M. AUGUST 25, 2010 
ADDENDUM NUMBER 1 DATE OF ADDENDUM AUGUST 16, 2010 
 
The following clarifications are applicable to drawings and specifications for the project 
referenced above. 
 
 
Item 1 
 
Refer to attached Sketch SK-01, dated 16 August 2010, for modifications to storm drainage 
improvements.    The Owner intends to construct the main storm drainage improvements, 
including the noted catchbasins, manholes, area drains, and stubs for future Arute Field 
connections as part of the existing soccer field construction project, currently under 
construction.    
 
 
Item 2 
 
In Section 133416.13, Paragraph 1.3  
 
DELETE Paragraph 1.3 
 
 
Item 3 
 
In Section 133416.13, Paragraph 2.1.A  
 
DELETE:  Paragraph 2.1.A 
 
SUBSTITUTE: 2.1.A.   “The basis of design is Dant Clayton Corporation, 1500 Bernheim Lane, 
Louisville, KY 40210 [800-626-2177]    All manufacturers must completely meet all listed 
requirements of this section, including materials, design, fabrication, and installation.”   
 
 
Item 4 
 
In Section 133416.13, Paragraph 2.2.A.8  
 
DELETE:  Paragraph 2.2.A.8 
 
SUBSTITUTE: 

“2.2.A.8    Powder Coated Steel Finish 
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a. All ferrous metal components shall be blast cleaned to an SSPC-6 
commercial blast clean. 

 
b. All ferrous metal components shall be coated with an epoxy-based 

thermal setting resin primer. The primer shall meet or exceed the 
following requirements: 

 
1. Direct Impact Resistance:  ASTM D 2794-93, up to 140 in.-lbs. 
2. Flexibility:  ASTM D 522-93, Method B, 100% Pass 
3. Pencil Hardness:  ASTM D 3363-93a, 3H-4H 
4. Crosshatch Adhesion:  ASTM D 3359-97, Method B, 5B, 100% 

Pass 
5. Salt Spray Resistance:  ASTM B 117, plus 1,000 hours 
6. Humidity Resistance:  ASTM D 2247, plus 1,000 hours 

 
c. Powder for coating shall be a polyester-based thermal setting resin. 

 
d. Powder coat system shall meet or exceed the following test 

requirements:   
 

1. Direct Impact Resistance:  ASTM D 2794-93, up to 160 in.-lbs. 
2. Flexibility:  ASTM D 522-93, Method B, equal to or less than a 

1/4 inch mandrel. 
3. Pencil Hardness:  ASTM D 3363-93a, HB-2H 
4. Crosshatch Adhesion:  ASTM D 3359-97, Method B, 5B 
5. Salt Spray Resistance:  ASTM B 117, plus 2,000 hours (with 

primer coat from b. above) 
6. Humidity Resistance:  ASTM D 2247, plus 2,000 hours. (with 

primer coat from b. above)” 
 
 
Item 5 
 
Drawing C-001 
 
REVISE all references to drawing C-302 to read drawing C-301.    
 
 
Item 6 
 
Drawing A-102 
 
DELETE note for vertical closure system [skirting panels] to be Alternate Bid #2.  Skirting panels 
are to be included in project base bid.   
 
 
 
 
 
 
 
 

ADDENDUM NO. 1 PAGE 2 OF 3 PROJECT BI-RC-366
601F-01-NOV 04-CLT 



      Barbara Bergeron, Associate Fiscal Administrative Officer 
    Department of Public Works 
 
All questions must be in writing (not phone or e-mail) and must be forwarded to the consulting 
Architect/Engineer (Richard Webb - Fax Number: 860-257-4514) with copies sent to the DPW 
Project Manager (Lee Rowley- Fax Number: 860-713-7261) and Construction Manager (John 
Nicastro- Fax Number: 860-218-2006) 
 

End of Addendum Number One   
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